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BEFORE THE ENERGY RESOURCES CONSERVATION AND DEVELOPMENT COMMISSION
OF THE STATE OF CALIFORNIA

APPLICATION FOR CERTIFICATION OF THE DOCKET NO. 01-AFC-22
SAN JOAQUIN VALLEY ENERGY

CENTER POWER PLANT PROJECT APPLICATION COMPLETE
IN FRESNO COUNTY (DATA ADEQUATE)
(SJVECQC) JANUARY 9, 2002

COMMISSION ADOPTION ORDER

This Commission Order adopts the Commission Decision on the San Joaquin
Valley Energy Center. It incorporates the Presiding Member's Proposed
Decision (PMPD) in the above-captioned matter and the Committee Errata
issued January 12, 2004. The Commission Decision is based upon the
evidentiary record of these proceedings (Docket No. 01-AFC-22) and considers
the comments received at the December 23, 2003, business meeting. The text
of the attached Commission Decision contains a summary of the proceedings,
the evidence presented, and the rationale for the findings reached and
Conditions imposed.

This ORDER adopts by reference the text, Conditions of Certification,
Compliance Verifications, and Appendices contained in the Commission
Decision. It also adopts specific requirements contained in the Commission
Decision, which ensure that the proposed facility will be designed, sited, and
operated in a manner to protect environmental quality, to assure public health
and safety, and to operate in a safe and reliable manner.

FINDINGS

The Commission hereby adopts the following findings in addition to those
contained in the accompanying text:

1. The San Joaquin Valley Energy Center, sponsored by San Joaquin Valley
Energy Center, LLC, will provide local economic benefits and electricity
reliability to the Riverside area.

2. The Conditions of Certification contained in the accompanying text, if
implemented by the project owner, ensure that the project will be
designed, sited, and operated in conformity with applicable local, regional,
state, and federal laws, ordinances, regulations, and standards, including
applicable public health and safety standards, and air and water quality
standards.



10.

Implementation of the Conditions of Certification contained in the
accompanying text will ensure protection of environmental quality and
assure reasonably safe and reliable operation of the facility. The
Conditions of Certification also assure that the project will neither result in,
nor contribute substantially to, any significant direct, indirect, or cumulative
adverse environmental impacts.

Existing governmental land use restrictions are sufficient to control
adequately population density in the area surrounding the facility and may
be reasonably expected to ensure public health and safety.

The evidence of record establishes that no feasible alternatives to the
project, as described during these proceedings, exist which would reduce
or eliminate any significant environmental impacts of the mitigated project.

The evidence of record establishes that an environmental justice
screening analysis was conducted and that the project, as mitigated, will
not have a disproportionate impact on low-income or minority populations.

The evidence of record does not establish the existence of any
environmentally superior alternative site.

The Decision contains a discussion of the public benefits of the project as
required by Public Resources Code section 25523(h).

The Decision contains measures to ensure that the planned, temporary, or
unexpected closure of the project will occur in conformance with
applicable laws, ordinances, regulations, and standards.

The proceedings leading to this Decision have been conducted in
conformity with the applicable provisions of Commission regulations
governing the consideration of an Application for Certification and thereby
meet the requirements of Public Resources Code sections 21000 et seq.
and 25500 et seq.



ORDER

Therefore, the Commission ORDERS the following:

1.

The Application for Certification of the San Joaquin Valley Energy Center
as described in this Decision is hereby approved and a certificate to
construct and operate the project is hereby granted.

The approval of the Application for Certification is subject to the timely
performance of the Conditions of Certification and Compliance
Verifications enumerated in the accompanying text and Appendices. The
Conditions and Compliance Verifications are integrated with this Decision
and are not severable therefrom. While the project owner may delegate
the performance of a Condition or Verification, the duty to ensure
adequate performance of a Condition or Verification may not be
delegated.

This Decision is adopted, issued, effective, and final on January 14, 2004.

Reconsideration of this Decision is governed by Public Resources Code,
section 25530.

Judicial review of this Decision is governed by Public Resources Code,
section 25531.

The Commission hereby adopts the Conditions of Certification,
Compliance Verifications, and associated dispute resolution procedures
as part of this Decision in order to implement the compliance-monitoring
program required by Public Resources Code section 25532. All conditions
in this Decision take effect immediately upon adoption and apply to all
construction and site preparation activities including, but not limited to,
ground disturbance, site preparation, and permanent structure
construction.

The Executive Director of the Commission shall transmit a copy of this
Decision and appropriate accompanying documents as provided by Public
Resources Code  section 25537 and California Code of Regulations,
title 20, section 1768.



Dated: January 16, 2004, at Sacramento, California.

WILLIAM J. KEESE
Chairman

JAMES D. BOYD
Commissioner

Vacant

ARTHUR H. ROSENFELD
Commissioner

JOHN L. GEESMAN
Commissioner



INTRODUCTION
A. SUMMARY

This document is the California Energy Commission’s (CEC’s) Presiding
Member's Proposed Decision (PMPD).! The CEC has exclusive jurisdiction in
California over the licensing of power plants that are 50 megawatts (MW) or
more. The CEC appointed a Committee of two Commissioners to review the
proposed power plant project. This PMPD contains the Committee’s
determinations regarding the Application for Certification (AFC) for the San
Joaquin Valley Energy Center, LLC (Applicant), a nominal 1,060-megawatt
(MW)? natural gas-fired power plant in the City of San Joaquin (San Joaquin),
which is located in Fresno County, California.® (12/23/03 RT 6:17-24.)

The PMPD includes the findings and conclusions required by law, and it is based
exclusively on the evidentiary record established at the hearings on the AFC.
This document contains the Committee’s reasons supporting its PMPD and
references to portions of the record, which support the Committee’s findings and

conclusions.*

! The requirements for the Presiding Member's Proposed Decision are set forth in the

Commission’s regulations, Title 20, California Code of Regulations, sections 1749 through 1754.
Requirements for the Revised PMPD are found in Title 20, California Code of Regulations,
81753. The Final Decision is described in section 1755.

% See our section infra on Projection Description for a fuller explanation of the proposed project’s
generating capacity as described by Staff.

® On October 31, 2001, Calpine filed an AFC with the CEC for a power plant called the Central
Valley Energy Center. Because of potential confusion with a project owned by Enron Corp. with a
similar rame, Calpine changed the name of the facility and the Applicant to the San Joaquin
Valley Energy Center (SJVEC). (Exs. 1.1; 2a, pp. 1-2; 3.1.)

* References to the evidentiary record, which appear in parentheses following the referenced
material, may include an exhibit number and/or a reference to the date, page and line number(s)
of the reporter’s transcript e.g., (Ex. 2, p. 1-1; 2/18 RT 123:8-124:3). Our Exhibit List, which is
appended to this PMPD, includes Staff's Assessment and Staff's Addendum together as Exhibit
2; herein, we at times refer to the two documents together as the FSA. However, for purposes of
identification, we will cite the Staff Assessment as “Ex. 2a” and the Addendum as Ex. “2b.” The

Committee conducted evidentiary hearings during four days of the week of February 17, 2003, in



SJVEC's siting is proposed for a portion of Applicant’'s 85-acre controlled site of
agricultural land in an industrial area on the southeastern edge of San Joaquin in
Fresno County. San Joaquin is approximately a thirty-minute drive from the City
of Fresno (Fresno) to the east, and Interstate 5 to the west. The plant site would
occupy approximately 25 acres near the southeast corner of the triangular parcel,
with the remainder available for lease as agricultural land. (See Figure 1 below

for an overview of the general project vicinity.)

As proposed, the site is located adjacent and to the west of the intersection of W.
Colorado and Springfield Avenues. A new road built off Colusa Avenue on the

west side of the parcel will provide for site access.

Major landmarks near the project include the Mendota Wildlife Management
Area, approximately 10 miles to the northwest, and the Fresno-Clovis
Wastewater Treatment Facility (FCWWTF), approximately 20 miles to the
northeast. Zoning for the site is manufacturing, and thermal power plants are a

compatible land use.”

SJVEC's proposed generation will be comprised of the following components:

three natural gas fired combustion turbines (CTG’s) equipped with dry-low
oxides of nitrogen (NOx) combustors and steam injection power
augmentation capability;

three heat recovery steam generators with duct burners;
one condensing steam turbine generator (STG);

one deaerating surface condenser;

one 16-cell mechanical-draft cooling tower; and

associated support equipment providing a total net generating capacity of
1,060 MW,

the cities of Sacramento and San Joaquin. Because all evidentiary hearings were conducted
in 2003, we have omitted reference to the year in our citation to the reporter’s transcript.

5 . .
See our section on Land Use, infra.



Introduction Figure 1:
SJVEC'S LOCATION

Source: (Ex. 1, Vol. 1, Figure 1.1-1.)



The proposed project is within the air quality jurisdiction of the San Joaquin
Valley Air Pollution Control District (SJVAPCD or District). On September 26,
2002, SJVAPCD issued its Final Determination of Compliance (FDOC), which
found that the SIVEC project would comply with SIVAPCD's applicable rules
and regulations, subject to the District's proposed Conditions of Certification.
Staff has adopted those conditions uniformly and they are contained in our
section on Air Quality. (Ex. 4A.37, p. 84.)

However, Staff's Addendum, filed on December 24, 2002, recommended against
project approval. Staff concluded that the project’s operational emissions of
nitrogen oxides (NOy), volatile organic compounds (VOCS), sulfur dioxide (SO,)
and particulate matter less than 10 microns in diameter (PMy) could be
significant if left unmitigated. Specifically in the cover letter to the Addendum,
Staff described ‘major problems” with Applicant’s proposed mitigation of these
operational air quality impacts with pre-1990 Emission Reduction Credits (ERCS)
that the US Environmental Protection Agency (USEPA) had found to be invalid.
(Cover letter to Addendum [Ex. 2b] dated December 24, 2002.) Relying on the
USEPA'’s original assessment that the pre-1990 ERC’s were not valid, Staff
concluded against recommending approval for the project until and unless
Applicant provided additional ERCs as mitigation for operational impacts. Staff’'s

specific conclusions are set forth below.

Staff cannot currently recommend this project for certification because
the project’'s emissions mitigation does not comply with federal or
state law. The rationale for this decision, as discussed previously, is
as follows:

1. The Applicant has not shown that they own, or have the rights
to purchase, adequate emission reduction credits as required
by federal CAA [Clean Air Act] law to offset the project’s
emission impacts;

2. The Applicant is proposing the use of major source shutdown
emission reductions in their offset package, which is not
allowed under District Rule 2201 Section 4.13.1;



3. The offset package would not conform with California Code of
Regulations, Section 1742 (b) or 1744 (b);

4. The Applicant is not proposing to offset its SO, emissions,
which staff considers necessary to mitigate secondary
particulate impacts;

5. The Applicant lacks adequate quantities of offsets for each of
the following criteria pollutants: 386.2 tons of NOy, 86.0 tons of
VOC and 87.4 of PMyo (all based on a required 1.5:1 offset
ratio), and 21.8 tons of SO, (based on a 1:1 mitigation ratio).
(Ex. 2b, p. 4.1-65.)

The dispute between Applicant/SJVAPCD on one hand and USEPA/Staff on the
other over pre-1990 ERCs has dissipated because USEPA’s position changed
shortly before our evidentiary hearing on air quality when the agency published
its pending approval of SIVAPCD’s New Source Review rule in the Federal
Register. USEPA’s pending rule action approving SJVAPCD’'s New Source
Review rules would validate the District's action in its FDOC approving
Applicant’s proposed pre-1990 ERCs for the SJVEC.

Even so, as currently situated, Staff is recommending disapproval of the project
because Applicant has already dedicated ERC Certificate No. S-1340-2 to the
Pastoria Energy Facility project (No. 99-AFC-7) (Pastoria). The SJVAPCD’s
FDOC notes that ERC Certificate # S-1340-2 is still registered to Pastoria. There
is no dispute but that such a “double accounting” is improper in that an ERC may
only be committed to a single project. Without Certificate # S-1340-2, SIVEC

lacks sufficient offsets to meet its offset obligations under the District’s rules.

Applicant has attempted to cure the problem by unilaterally reallocating ERC
Certificate # S-1340-2 to the SJVEC. Such a reallocation would satisfy District
rules prior to February 13, 2003, but would conflict with USEPA rules. USEPA
has oversight authority over the District, which has pledged to follow the USEPA
reallocation practice in the pending rulemaking action. Under USEPA practice,
SJVEC is required to:



identify the source of the emissions reduction to be used to meet the offset
requirements,

provide an opportunity for review of the proposed ERCs, and

surrender the identical ERC to the District unless a new Authority To

Construct (ATC/PDOC)® is proposed identifying the new emission

reduction credits to be relied upon.
Staff's recommended Condition AQ-C7, which is opposed by Applicant, would
track the ERCs that Applicant has proposed to ensure that the identical ERCs
are surrendered at the appropriate time under air district rules. Here, under rules
in place prior to February 13, 2003, the SJVAPCD only requires that ERCs be
identified prior to issuing an ATC, and that a sufficient quantity be surrendered
prior to operations. To comply with USEPA requirements set forth above, the
SJVAPCD after February 13, 2003, will require that the identified ERCs be listed
in a FDOC condition of certification, which the Energy Commission is required to
adopt in its Decision. To surrender different ERCs than those contained in the
FDOC would require a new notice procedure and concomitant reissuance of the
ATC.

The Energy Commission must comply with the Warren-Alquist Act, under which:

The commission shall require as a condition of certification that the
applicant obtain any required emission offsets within the time required by
the applicable district rules, consistent with any applicable federal and
state laws and regulations, and prior to the commencement of the
operation of the proposed facility. (Pub. Res. Code 8§ 25523 (d) (2).)

Allowing the SJVEC authority unilaterally to divest Pastoria of ERC Certificate #
S-1340-2 would be inconsistent with state law under the foregoing provision,
which equires consistency with BOTH applicable federal and state laws and
regulations. Accordingly, our Decision will require Applicant to follow the USEPA
(and the District’'s post-February 13, 2003) practice to cure the identified defect
with ERC Certificate # S-1340-2. Applicant will be required either:

® Under SJVAPCD’s rules, the Authority to Construct (ATC) is the PDOC. The FDOC

incorporates comments on the PDOC and the FDOC represents the final District action on the
ATC.



to renotice the Pastoria ERC package under USEPA and District rules or
practices in place subsequent to February 13, 2003; or

to renotice the SJVEC ERC package under USEPA and District rules or
practices in place subsequent to February 13, 2003.

SJVEC would include its own new 230-kilovolt (kV) switchyard. The SJVEC
facility will interconnect to PG&E’s transmission system by looping both the
Panoche—McCall and Panoche—Kearney transmission lines into the proposed
project’s switchyard. SJVEC will accomplish this by intercepting both of PG&E’s
230-kV transmission lines a quarter-mile south of the site and installing two
double-circuit pole lines into the SJVEC’s switchyard. Staff identified in its
assessment of the project transmission reconductoring as necessary to mitigate
certain line overload impacts in PG&E’s local transmission network. The City of
San Joaquin, where the interconnection will occur, is part of PG&E’s Greater
Fresno Transmission Area. Staff concluded that the reconductoring would:

provide considerably greater flexibility in routing power in the Greater
Fresno Area transmission network, even should the San Joaquin Valley
Energy Center not be built;

ensure that the SJVEC could generate at its rated net maximum
generation output of 1,097-MW; and

increase the capacity and reliability of power deliveries to and from the
Greater Fresno Area. (Exs. 3G, p. 84; 3G.4; 2a, p. 5.5-4; 2b, p. 4-28.)

Natural gas for the facility will be delivered via approximately 20 miles of new 24-
inch pipeline that will connect to PG&E’s existing gas transmission lines (2 and
401) located 20 miles west of the project site. Both interconnection points are

located adjacent to Manning Avenue about four miles east of I-5.

The FCWWTF, which is located approximately four miles southwest of the City of
Fresno, will supply to the SIJVEC approximately 7,000-acre feet per year (afy) of
recycled water for cooling tower and process makeup via an approximately 21-
mile, 24-27-inch pipeline. Wastewater would then be directed to a brine
crystallizer/dryer system, where the majority of the water would be evaporated,

leaving a relatively dry salt cake suitable for landfill disposal. San Joaquin’s



municipal system will supply domestic water for drinking, sinks, showers, toilets,
and eye wash/safety showers via an approximately one mile long pipeline. San
Joaquin’'s sewer system will accept return wastewater for disposal via an

approximately 2.5-mile long sanitary sewer line.

In our section on Noise, we concluded that Applicant’s noise impact analysis
used the scientifically supported noise metrics of Ldn and Leq to describe the
acoustic energy of the existing ambient environment and for comparison with the
future acoustic energy predicted for the ambient plus SJVEC using the same

noise descriptor.

The SJVEC project is a proposed merchant power plant estimated to have a
capital cost of between $400 and $600 million and an operating life of 30-years
or longer. Over a two-year construction period, the project would provide for a
peak of approximately 600 construction jobs, and an average of 300 construction
jobs. SJVEC will employ approximately 30 skilled positions on the payroll
throughout the expected 30-50-year life of the proposed project. SJIVEC is
proposed as a merchant power facility (all project economic risks borne by the

project’s owners) that will sell electricity under contracts or in the spot market.

Mr. Keith Freitas, a local resident of the San Joaquin area, participated in the
CEC'’s evidentiary hearings on the SJVEC proposed project as the lone active
Intervenor. At our hearings, Mr. Freitas offered a qualified endorsement of the
SJVEC facility as a mechanism to provide energy independence for California.
Otherwise, Mr. Freitas identified issues of concern, particularly in the areas of Air
Quality/Public Health, and Soils and Water Resources, actively participated in the
cross-examination of Applicant and Staff witnesses to address those issues, and
he offered documentary evidence to support his position on certain issues. He
did not call independent expert or lay witnesses on behalf of those issues. (Cf.
2/18 RT 62:20-68:23 & 2/21 RT 6:15 -7:25; Ex. 5.)



California Unions for Reliable Energy (CURE) was granted status as Intervenor

but did not participate in the evidentiary proceedings.

B. PUBLIC COMMENT

Public comment offered during evidentiary hearings on the proposed project was
overwhelmingly in favor of the SJVEC. In particular, the Committee was
impressed with the uniformly positive response the SJVEC project has generated
in the San Joaquin/Fresno area. At Committee hearings and conferences in the
local area, local public officials have invariably appeared and offered favorable
comments on the desirability of having the SJIVEC facility sited in San Joaquin as

Calpine has proposed.

Cruz W. Ramos, San Joaquin’s City Manager appeared at our evidentiary
hearing on behalf of the San Joaquin City Council and commented on San
Joaquin’s support for the SIVEC. Ms. Ramos voiced support for Calpine for its
community involvement and for the benefits that the SJIVEC would bring to San
Joaquin, the surrounding communities and the entire San Joaquin Valley. In
addition, Ms. Ramos read into the record a portion of Council Resolution Number
03-2, which was adopted unanimously at a regularly scheduled meeting on
February 12, 2003, in support of the proposed project. The resolution reads, in
part, as follows:

WHEREAS, the City of San Joaquin has carefully, fully and
independently evaluated the proposed Project and its conformance
with the laws, ordinances, and standards of the City, including the City
of San Joaquin General Plan;

NOW, THEREFORE, THE CITY COUNCIL OF THE CITY OF SAN
JOAQUIN DOES HEREBY FIND, DETERMINE AND RESOLVE AS
FOLLOWS:

1. The foregoing recitals are true and correct:

2. The proposed project will comply with all applicable laws, ordinances, and
standards of the City of San Joaquin over which the City has jurisdiction or



would have jurisdiction but for the Commission's exclusive authority to
certify sites and related energy facilities.

3. The proposed Project will fully comply with the Noise Element of the City
of San Joaquin General Plan.

4. Predicted noise levels as depicted in the Application for Certification will
not violate any City ordinance or standard, nor will the predicted noise
levels be detrimental to the health, safety or general welfare of the City.

5. The proposed project will be located in an appropriately zoned district, and
will be compatible with existing and planned land uses in the project
vicinity. (2/19 RT 2:1-3:22.)

Feleena Sutton appeared on behalf of Assemblywoman Sarah Reyes who
represents the Thirty-First Assembly District, which is located in the San Joaquin
Valley inclusive of San Joaquin. As the prior chair of the Assembly’s Economic
Development Committee, and current Chair of the Utilities and Commerce
Committee, SIVEC has Assemblywoman Reyes’ solid support because of the
project’s potential for economic revitalization of the San Joaquin Area. (2/19 RT
4:5-:23.)

Ron Manfredi, City Manager of the City of Kerman and a board member for the }
5 Business Development Corridor, a Fresno County Westside economic
development corporation, appeared and commented favorably for the SJVEC.
Mr. Manfredi noted his concerns that because the Central San Joaquin Valley is
the fastest growing region in California, adequate provisions must be made for
energy growth in the area. According to Mr. Manfredi, SJVEC would provide for
that energy and growth concern, and would be viewed “as a boon to our
economic development.” In addition, Mr. Manfredi commented that he was
hopeful that the USEPA and the SJVAPCD would work out their differences
during the course of the CEC proceedings and that he had solicited political

assistance from a local Congressman to that end. (2/19 RT 5:4-6:12.)
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Midge Godwin and Abbie Hufford are local senior citizens residing in San
Joaquin who expressed support for the proposed project and the benefits that it
would bring to the local area’s infrastructure (roads) and the state’s energy
supply. (2/19 RT 8:9-9:2.)

Caroline Farrell, an attorney with the California Rural Legal Assistance
Foundation (CRLAF) in Delano appeared and offered comment on the proposed
project. Ms. Farrell expressed concern about the validity of the ERCs that
Applicant was proposing to use to mitigate air impacts in the San Joaquin Valley.
CRLAF requested and the Committee granted it the opportunity to review
transcripts of the air quality proceedings and to file post-hearing briefs on the
subject of air quality. (2/19 RT 6:18-8:6.)

On December 23, 2003, various members of the public and governmental
officials participated at the Committee Conference on this matter. They included
Mr. James A. Benelli, a local resident, who provided comments opposing the
proposed facility on the basis that it would increase air pollution and further
degrade life in the San Joaquin Valley, particularly for asthma sufferers.
(12/23/03 RT 52:21-56:18.)

Likewise, Mr. Robert Sarvey, a local resident participated by telephone to voice
his opposition to Applicant’'s use of pre-1990 ERCs to mitigate SJVEC's
operational air impacts, and the permitted level of allowable ammonia emissions.
(12/23/03 RT 56:20-60:10.)

Californians for Renewable Energy, Inc. (CARE) provided joint written comments,
docketed on December 23, 2003, on its behalf and on behalf of CRLAF in
opposition to the proposed facility and its use of pre-1990 ERCs. These joint
comments addressed, in addition, other areas of the PMPD’s analysis such as

Noise, Worker Safety and Fire Protection, and Socioeconomics (Environmental
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Justice) that are not favorable to our extension of a license to the proposed

facility.

Conversely, Ms. Cruz Ramos, San Joaquin’s City Manager, appeared at the
conference and offered her personal comments in favor of the proposed SJVEC.
In addition, Ms. Ramos read a letter from the City’'s Mayor, Rosemary Ramirez,
in support of the project as a means to provide an economic revitalization for the
City of San Joaquin and the surrounding Fresno County region. (12/23/03 RT
60:12-62:16.)

We have carefully reviewed all the comments and we thank those participants for
their involvement in our process. However, the evidence of record convinces us

that the proposed facility should be licensed as conditioned in this Decision.

C. SITE CERTIFICATION PROCESS

The SJVEC and its related and ancillary facilities fall within the CEC'’s licensing
jurisdiction.  (Pub. Res. Code, 88 25500 et seq.). During its licensing
proceedings, the CEC acts as lead state agency under CEQA. (Pub. Res. Code,
88 25519 (c), 21000 et seq.) The CEC's process and associated documents are
functionally equivalent to the preparation of the traditional Environmental Impact
Report. (Pub. Res. Code, § 21080.5.)

The CEC's process is designed to allow the review of a project to be completed
within a limited period; a license issued by the CEC is in lieu of other state and
local permits. The CEC’s certification process provides a thorough and timely
review and analysis of all aspects of this proposed project. During the process,
we conduct a comprehensive examination of a project’s potential economic,

public health and safety, reliability, engineering, and environmental ramifications.
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Significantly, the CEC’s process allows for and encourages public participation
so that members of the public may become involved either informally, or on a
more formal level as an Intervenor with the same legal rights and duties as the
project developers. Public participation is encouraged at every stage of the
process.

The process begins when an Applicant submits the Application for Certification
(AFC). CEC staff reviews the data submitted as part of this AFC, and
recommends to the CEC whether or not it contains adequate information to
permit review to commence. Once the CEC determines that an AFC contains
sufficient analytic information, it appoints a Committee of two Commissioners to
conduct the licensing process. The CEC also appoints a hearing officer to
provide legal assistance to the Committee in each case. This process includes
holding public conferences and evidentiary hearings, as well as providing a
recommendation to the full CEC concerning a project’'s ultimate acceptability.

The Committee and ultimately the CEC serve as fact-finder and decision-maker.

The CEC has a Public Advisor. The role of the CEC’s Public Advisor is to assist
members of the public and Intervenors with their understanding of and
participation in the CEC'’s siting process.

All parties, including the applicant, CEC staff, and any Intervenors, are subject to
the ex parte rule, which prohibits them from communicating on substantive
matters with Committee members, their staffs, and the hearing officer, except for

communications, which are on the public record.

The initial portion of the certification process is weighted heavily toward assuring
public awareness of the proposed project and obtaining such further technical
information as is necessary. During this time, the CEC staff sponsors numerous
public workshops at which Intervenors, agency representatives, members of the

public, Staff, and Applicant meet to evaluate and resolve pertinent issues. Staff
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then publicizes its initial technical evaluation of the project in the document called
the Preliminary Staff Assessment (PSA).

Following the PSA and any further workshops conducted by CEC staff, the
Committee conducts a Prehearing Conference to assess the adequacy of the
available information, identify issues, and determine the positions of the various
participants. Information obtained from this event forms the basis for a Hearing
Order organizing and scheduling formal evidentiary hearings. These hearings
are conducted after Staff has finalized its analytical technical evaluation of the

proposed project in a document that is called the Final Staff Assessment (FSA).

At the evidentiary hearings following the FSA'’s release, all participants that have
become formal parties are able to present testimony, under oath or affirmation,
which is subject to cross-examination by other parties and to questioning by the
Committee. The public may also comment on the proposed project at these
hearings. Evidence and public comment adduced during these hearings
produces the Committee’s evidentiary record, which provides the basis for the

decision-makers’ analysis and Decision.

This analysis appears in a Committee recommendation to the full CEC in the
form of a Presiding Member’s Proposed Decision, which is available for a public
review period of at least 30 days before consideration by the full CEC.
Depending upon the extent of revision necessary in reaction to comments
received during the 30-day comment period, the Committee may then elect to
publish a Revised Version of the PMPD. If so, this latter document triggers an
additional 15-day public comment period before the matter may be considered by
the full CEC. Finally, the full CEC decides whether to accept, reject, or modify

the Committee’s recommendations at a public hearing.
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D. SJVEC’'S PROCEDURAL HISTORY

The Public Resources Code and CEC's regulations mandate a public process
and specify the occurrence of certain necessary events. (Pub. Res. Code, 88
25500 et seq.; Cal. Code of Regs., tit. 20, 88 1701, et seq.) The essential

procedural elements occurring during the present case are summarized below.

October 31, 2001, Applicant filed its AFC with the CEC. Shortly thereafter, Staff
sent a “request for agency participation” to those governmental agencies likely to
have an interest in the project. On January 9, 2002, the full CEC determined that
Applicant had made its AFC sufficiently informative and complete to commence

the review process.

The Committee scheduled its initial event, an “Informational Hearing and Site
Visit”, by notice dated January 23, 2002. This notice was sent to all known to be
interested in the proposed project, including owners of land adjacent to, or in the
near vicinity of, the SJVEC’s project; it was also published in local and general

circulation newspapers.

On February 7, 2002, the Committee conducted the Informational Hearing in San
Joaquin.  There, the Committee, Applicant, Staff, and other participants
discussed the proposed project, described the CEC’'s review process, and
identified opportunities for public participation. In addition, Applicant hosted a
visit to the proposed power plant site.” On February 21, 2002, the Committee

issued its required Scheduling Order.

Staff filed its Staff Assessment on July 16, 2002, and thereafter conducted
various workshops to receive comments thereon. On September 19, 2002,

" To accommodate Commissioner Geesman’s appointment to the Committee after the initial site
visit, Applicant hosted a second site visit before the Committee Conference held on January 23,
2003.
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Applicant submitted a petition for removal of the SJVEC AFC from our expedited
six-month process. (Cal. Code of Regs., tit. 20, § 2028.) Acting thereon, the
Committee granted Applicant's request to have the AFC processed under our 12-
month process; Staff was ordered to file a FSA. (Pub. Res. Code, § 25540.6.)
On December 24, 2002, Staff filed an Addendum to the Staff Assessment. The
Committee finds that the Staff Assessment and Addendum together is the

equivalent of a FSA for purposes of the CEC’s review. (Exs. 2a & 2b.)

On January 29, 2003, the Committee conducted the Prehearing Conference in
these proceedings in San Joaquin, California, at which time the Committee
addressed issues related to the conduct of evidentiary hearings and of special
concern to the parties. On February 6, 2003, the Committee scheduled
evidentiary hearings by publishing a Notice of Evidentiary Hearings. Finally, on
February 18, 19, 20, and 21, 2003, the Committee conducted evidentiary
hearings in the cities of San Joaquin and Sacramento. Thereafter, on December
4, 2003, the Committee after reviewing and compiling the evidentiary record
published this PMPD. The delay between completion of evidentiary hearings and
publication of this PMPD was occasioned because of the Hearing Officer’s
simultaneous involvement in this matter and publication of the Commission
Decision in the East Altamont Energy Center matter.
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PROJECT PURPOSE AND DESCRIPTION

Applicant) proposes to construct and operate a natural-gas-fired combined-cycle
generating facility with a 230-kilovolt (kV) switchyard and approximately 0.25
miles of new 230-kW transmission lines. Although the AFC described the
SJVEC as a 1,060 MW (nominal) combined cycle power plant, Staff states that
the project is actually an 820 MW combined cycle power plant, with an additional
267 MW of peaking capacity provided by duct burners and a steam turbine
generator. Upon construction, the plant would occupy up to 25 acres near the
center of the right-triangle-shaped, 85-acre parcel, with the remainder available
for lease as agricultural land. (Cf. Exs. 1, p. 1-1 & 2a, p. 3-1; see Ex. 2a, p. 1-2;
Figure 1, supra.)

The Proposed Project

The power plant footprint will consist of up to 25 acres and will accommodate:
power generation facilities,
a 230-kV switchyard;
a maintenance and administration building,
emission control equipment,

miscellaneous storage tanks for ammonia and associated with the water
treatment system,

various containment basins for ammonia and storm water, and

parking areas. (Exs. 2a, pp. 3-1/2; 3.)

Power Plant

The proposed SJVEC project will include:

three “F-class” Siemens-Westinghouse combustion turbine generators
(CTGs) equipped with dry-low oxides of nitrogen (NOx) combustors;

steam injection capability for power augmentation;
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three heat recovery steam generators (HRSGs) with duct burners;
a single condensing steam turbine-generator (STG);

one nominal 125,000-pound-per-hour auxiliary boiler for auxiliary steam
augmentation as needed;

a 16-cell mechanical draft evaporative cooling tower to provide cooling
water for the steam turbine condenser;

a deaerating surface condenser;

a 1,040 kW natural gas-fired emergency generator;

a 370-horsepower diesel fire pump;

approximately 1,500 feet of new 230 kV-transmission line and

support equipment. (Exs. 1, p. 1-2; 2a, p. 3.2; 3.)

Each HRSG unit (150 feet long, 60 feet wide, and approximately 106 feet tall) will
be equipped with an exhaust stack (145-foot tall and 20 feet in diameter) and
duct burners for additional steam production when increased electric power

generation is necessary. (Exs. 1, p.1-4; 3.)

To control emissions of air pollutants, SJVEC will have gas turbines equipped
with dry, low NOx combustors. The units will use the best available control
technology (BACT) including selective catalytic reduction (SCR) for control of
NOx. The SCR system consists of a reduction catalyst and an anhydrous
ammonia injection system. In addition, the SJVEC is required by the SIVAPCD
to provide emission reduction credits for NOy, particulate matter 10 microns or
less in size PM,y), carbon monoxide (CO), sulfur dioxide (SO2) and precursor
organic compounds (POC or VOC). (Ex. 2a, pp. 4.1-1/3; 3, pp. 52-53.)

Natural Gas Facilities and Transmission Line

Natural gas for the facility will be delivered via approximately 20 miles of new 24-
inch pipeline that will connect to PG&E'’s existing gas transmission lines (2 and
401) located 20 miles west of the project site. The pipeline would be constructed

by open trench along existing major roads through the edge of agricultural fields
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of cotton, melons, and tomatoes. Horizontal directional drilling to minimize
potential adverse environmental impacts would be utilized to cross major

waterways and flood channels. (Exs. 1, p. 1-2; 3, p.47; see Figure 1 supra.)

SJVEC would include its own new 230-kilovolt (kV) switchyard. The SJVEC
facility will interconnect to PG&E’s transmission system by looping both the
Panoche—McCall and Panoche—Kearney transmission lines into the proposed
project’s switchyard. SJVEC will accomplishthis by intercepting both of PG&E’s
230-kV transmission lines a quarter-mile south of the site and installing two
double-circuit pole lines into the SJVEC's switchyard. (Exs. 1, p. 2-5; 2, p. 3.2; 3,
p. 47.)

Water Supply and Waste Water Treatment

The Fresno-Clovis Wastewater Treatment Facility (FCWWTF) will supply
approximately 7,000-acre feet per year (afy) of recycled water for cooling tower
and process makeup via an approximately 21-mile, 24-27-inch pipeline to the
SJVEC. Cooling water will be cycled in the cooling tower three to eight times
(depending on water quality). The blowdown will be concentrated and the water
reclaimed onsite using a zero-liquid discharge (ZLD) system.® (Exs. 1, pp. 2-
8/12; 3, pp. 47-48.)

Water for the proposed project would be produced from six new, dedicated
reclamation wells located at the FCWWTP effluent disposal ponds. FCWWTP
discharges approximately 76,000 afy to 1,600 acres of disposal ponds. Because
of years of application, the water elevation under these ponds has risen

substantially above the groundwater aquifer, forming a mound of impaired water.

8 During normal operation, ZLD treatment system distillate will be used as process makeup to the
demineralized water system. During peak operation, ZLD treatment system distillate and
additional makeup water would be needed. Because of water quality requirements, reclaimed
water will always be the source for supplemental process makeup water. (Ex. 3, p. 51.)
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New “Flowpath” wells installed near the downstream side of the water mound

would extract this reclaimed water for distribution to SIVEC.® (Ex. 3, pp. 51-52.)

An approximately one mile long pipeline from San Joaquin’s municipal system
will supply domestic water for drinking, sinks, showers, toilets, and eye
wash/safety showers. An approximately 2.5-mile long sanitary sewer line will
return wastewater for disposal to San Joaquin’s sewer system. (Exs. 1, p. 1-1; 3,
p.47.)

Operation and Closure

Applicant proposes to operate the SIVEC as a merchant power facility, selling its
energy under contracts or in the spot market. The SJVEC would be expected to
have an annual availability in the general range of 92 to 98 percent. It will be
possible for plant availability to exceed 98 percent for a given 12-month period.
The exact operational profile of the plant, however, would vary according to
demand in the deregulated California energy market. (Exs. 1, p. 1-1; 2a, p. 3-3;
3, p-53.)

The planned life of the SJIVEC facility is 30 years or longer. Whenever the facility
is closed, either temporally or permanently, the closure procedures will follow the
described plan provided in the SIVEC AFC, LORS, and in the FSA’s discussions
on facility closure and Conditions of Certification. (Exs. 1, pp. 1-1, 4-1; 2a, p. 3-3;
3,p.53)

°To meet Calibrnia Code of Regulations (CCR) Title 22 requirements, the reclaimed or recycled
water would be chlorinated (sodium hypochlorite) before being piped approximately 21 miles to
SJVEC. At the SJVEC site, it would be stored in two 1.5 million-gallon storage tanks. The
Department of Health Services (DHS) and the Central Valley Regional Water Quality Control
Board (CVRWQCB) are the permitting agencies that require specific monitoring and water quality
conditions for the use of this recycled water. SIJVAPCD's use of this recycled water source will
(1) assist Fresno in its goals to re-use 100 percent of the water sent to the disposal ponds, and
reduce the elevation of the impaired water mound under the disposal ponds, and (2) make higher
quality water available for other uses such as domestic or in-stream beneficial uses. (Ex. 3, p.
51))
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FINDINGS AND CONCLUSIONS

Based upon the evidence of record, the Committee finds as follows:

1. The proposed project involves the construction and operation of a nominal
1,060-megawatt (MW), natural gas-fired, combined cycle, electrical
generating facility on the southeastern edge of the City of San Joaquin in
Fresno County, California.

2. The proposed project will also include a new, approximately 20-mile-long
natural gas pipeline, an approximately 0.25-mile-long, 230kV transmission
line, a one-mile-long domestic water pipeline, a 2.5-mile-long sanitary
sewer line and a 21-mile-long recycled (reclaimed) water pipeline.

3. The project is adequately described in the AFC and FSA.

We therefore conclude that the SJVEC project is described at a level of detall
sufficient to allow review in compliance with the provisions of both the Warren
Alquist Act and the California Environmental Quality Act (CEQA).
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Il. PROJECT ALTERNATIVES

The Commission is required during the AFC process to examine the feasibility of
site and facility alternatives that may avoid or lessen the potential significant
environmental impacts of a proposed project. The intent is to make good
decisions based on understanding environmental consequences, and to take
actions to protect, restore, and enhance the environment. (Pub. Res. Code, 8
21080.5(b) (3)(A); Cal. Code of Regs., tit. 20, § 1765.)

We note that Applicant provided an Alternatives analysis as part of the AFC.

According to the AFC and Staff, Applicant chose the proposed site for the
following reasons:

The site is close to a transmission interconnection with access to Fresno
Local Region electrical markets;

Sufficient land is available for the 25-acre site plus a 20-acre construction
lay down area;

The site is a feasible distance to the Fresno-Clovis Waste Water
Treatment Facility;

The site is a feasible distance to a PG&E natural gas pipeline;
The site is away from sensitive land uses; and;

A power plant at this site would be compatible with the existing land use.
(Exs. 1, pp. 9-1/7; 2a, p. 6-2)*°

Staff also conducted an Alternatives analysis as part of its Staff Analysis of the
SJVEC project. Therefore, this Decision complies with the “CEQA guidelines”,
which require:

an evaluation of the comparative merits of “a range of reasonable
alternatives to the project, or to the location of the project, which would
feasibly attain most of the basic objectives of the project but would
avoid or substantially lessen any of the significant effects of the

loAIthough Applicant's AFC was not required to contain a discussion of site alternatives, the
Commission's CEQA duty remained unchanged. (See Pub. Resources Code, § 25540.6 (b).)
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project...”, as well as an evaluation of the “no project” alternative. (14
CCR, §15126 (d).)

The range of alternatives that we are required to consider is governed by a “rule
of reason.” This means that our consideration of alternatives may be limited only

to those:

that would avoid or substantially lessen any of the significant effects...
while continuing to attain most of the basic objectives of the project, and
need not include those alternatives whose effects cannot be reasonably
ascertained and whose implementation is remote and speculative. (14
CCR, 8§ 15126 (d) (5); Ex. 2a, p. 6-1.)

SUMMARY OF THE EVIDENCE

The evidence of record addresses alternatives to the SJVEC project’'s major
components. This includes generation technology, site selection and linear
facility routing. The methodology used to prepare the alternatives analysis
includes:

Identifying the basic objectives of the project;

Providing an overview of the project's potentially significant adverse
impacts (including appurtenant facilities);

Identifying and evaluating alternatives to the project and its linear facilities;
Identifying and evaluating alternative locations for sites; and

Evaluating the impacts of not constructing the project. (Exs. 1, pp. 9-5/9-
6; 2a, p. 6-2.)

1. Project Objectives

Staff summarized Applicant’s objectives for constructing the SJVEC project as
follows:

Construction and operation of a power plant with access to Fresno Local
Region electrical market;

To be located a feasible distance to a substation and key infrastructure for
natural gas, water supply and transmission lines;

Generation of approximately 1,000 MW of electricity; and;
To be online by 2004. (Ex. 2a, p. 6-3.)
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2. Potentially Significant Adverse Impacts

The environmental impacts of the project are discussed in detail in the individual
subject areas of this Decision. In its Alternatives analysis, Staff did not identify
any potentially significant, unmitigated, adverse environmental impacts. Our
findings with respect to Staff’s conclusions and Applicant’s ability to mitigate
impacts to levels of insignificance are discussed under the respective topics.
(Ex. 2a, p. 6-3.)

3. Technological Alternatives

Applicant and Staff reviewed various alternative technologies that can be
grouped according to the fuel used, which include:

conventional boiler and steam turbine;

simple cycle combustion turbine;

nuclear,

natural gas;

coal;

oil;

solar;

wind;

hydroelectric;

biomass; and

geothermal technologies. (Exs. 1, p. 9-7; 2a p. 6-14/17.)

Biomass generation uses a waste vegetation fuel source such as wood chips
(the preferred source) or agricultural waste. The fuel is burned to generate
steam. However, Staff found that biomass facilities generate substantially
greater quantities of air pollutant emissions than natural gas burning facilities. In
addition, biomass plants are typically sized to generate less than 20 MW. In
order to generate 1,060 MW, which is proposed for SIVEC, 53 biomass facilities

generating 20 MW each would be required. However, these power plants would
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have potentially significant environmental impacts of their own. (Exs. 1, p. 9-7;
2a, p.6-16.)

Geothermal technologies use steam or high-temperature water (HTW) obtained
from naturally occurring geothermal reservoirs to drive steam turbine/generators.
There are vapor-dominated resources (dry, super-heated steam) and liquid-
dominated resources where various techniques are utilized to extract energy
from the HTW. Applicant and Staff concluded that this technology is:

limited to areas that have geologic conditions resulting in high subsurface
temperatures, and there are no geothermal resources in the project vicinity
(Fresno or King Counties or along a transmission corridor that supplies the
Fresno local electrical market), making this technology an infeasible alternative.
(Exs. 1, p. 9-7; 2a, p. 6-16.)

While hydropower does not require burning fossil fuels and may be available, this
power source can cause significant environmental impacts primarily due to the
inundation of many acres of potentially valuable habitat and the interference with
fish movements during their life cycles. Because of these impacts, it is extremely
unlikely that new hydropower facilities could be developed and permitted in

California within the next several years. (Exs. 1, p. 9-7; 2a, p. 6-16.)

Wind carries kinetic energy that can be utilized to spin the blades of a wind
turbine rotor and an electrical generator, which then feeds alternating current
(AC) into the utility grid. Most state-of-the-art wind turbines operating today
convert 35 to 40 percent of the wind’s kinetic energy into electricity. Modern wind
turbines represent viable alternatives to large bulk power fossil power plants as
well as small-scale distributed systems. The range of capacity for an individual
wind turbine today ranges from 400 watts up to 3.6-MW. (Exs. 1, p. 9-7; 2a, p. 6-
15.)
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California’s installed 1,671-MW of wind power represents 3.7 percent of the
state’s electrical capacity. Although air emissions are significantly reduced or
eliminated for wind facilities, they can have significant visual effects. In addition,
wind turbines can cause bird mortality (especially for raptors) resulting from
collision with rotating blades. Wind resources would require large land areas in
order to generate 1,100 MW of electricity. Depending on the size of the wind
turbines, wind generation “farms” generally require between five and 17 acres to
generate one megawatt (resulting in the need for between 5,500 and 18,700
acres to generate 1,100 MW). Although 7,000 MW of new wind capacity power
could cost-effectively be added to California’s power supply, the lack of available

transmission access is an important barrier to wind power development. (Ibid.)

California has a diversity of existing and potential wind resource regions that are
near load centers such as San Francisco, Los Angeles, San Diego and
Sacramento. However, wind energy technologies cannot provide full-time
availability due to the natural intermittent availability of wind resources.
Therefore, wind generation technology would not meet the project’s goal, which

is to provide immediate power to meet peaks in demand. (Ibid.)

Solar generation available currently is of two types: solar thermal power and
photovoltaic (PV) power generation. Solar thermal power generation uses high
temperature solar collectors to convert the sun’s radiation into heat energy, which
is then used to run steam power systems. Solar thermal is suitable for
distributed or centralized generation, but requires far more land than
conventional natural gas power plants. Solar parabolic trough systems, for
instance, use approximately five acres to generate one megawatt. (Exs. 1, p. 9-
7;2a, p. 6-14/15))

Photovoltaic (PV) power generation uses special semiconductor modules to
convert sunlight into electricity. Arrays built from the panels can be mounted on

the ground or on buildings, where they can also serve as roofing material.
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Unless PV systems are constructed as integral parts of buildings, the most
efficient PV systems require about four acres of ground area per megawatt of
generation. (Ex. 2a, p. 6-14.)

Solar resources would require large land areas in order to meet the project
objective to generate 1,100 MW of electricity. For example, assuming that a
parabolic trough system was located in a maximum solar exposure area, such as
in a desert region, generation of 1,060-MW would require 5,300 acres, which is
more than 200 times the amount of land area that would be taken by the
proposed plant site and linear facilities.. For a PV plant, generation of 1,060-MW

would require over 4,000 acres. (Ex. 2a, p. 6-15.)

While solar generation facilities do not generate problematic air emissions and
have relatively low water requirements, there are other potential impacts
associated with their use. Construction of solar thermal plants can lead to habitat
destruction and visual impacts. Like all technologies generating power for sale
into the state’s power grid, solar thermal facilities and PV generation require
access to transmission lines. Large solar thermal plants must be located in
desert areas with high direct normal insolation, and in these remote areas,
transmission availability is limited. Additionally, solar energy technologies cannot
provide full-time availability due to the natural intermittent availability of sunlight.
Therefore, solar energy technologies do not meet the project needs, which is to
supply immediate electric generation to accommodate peaks in electricity
demand. (lbid.)

Staff also reviewed measures such as conservation, district energy and demand-
side management, which was deemed inadequate to provide power for the
objectives that could be attributed to the SJVEC. Staff concluded that alternative

generation technologies:
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typically provide lower efficiencies, have specific resource needs, environmental
impacts, permitting difficulties, and intermittent availability; and currently do not
present feasible alternatives to the proposed project. (Ex. 2a, p. 6-14/16-17.)

4. Alternative Locations

Our record indicates too that Applicant and Staff, together, evaluated seven
alternate site locations, three ! of which did not satisfy Staff's screening criteria
for inclusion in a detailed analysis. Staff identified two additional potential
alternative sites, (Madera and Herdon), during its initial screening.!? Therefore,
Staff performed a detailed evaluation of four alternative sites, as follows:

Kearney Site,

Panoche Site,

Gregg Site, and

Madera Site. (Exs. 1, p. 9-2/3; 2a, p. 4-11 & see ALTERNATIVES Figures
1, 2 and 3 for maps of the alternative sites.)

Staff applied evaluation criteria for each of the remaining four sites, which
satisfied the screening criteria, following the standards of whether the alternative
site would:

avoid or substantially lessen one or more of the potential significant effects
of the SJVEC project;

be vacant;

be sufficiently far from moderate or high-density residential areas or to
sensitive receptors (such as schools and hospitals) or to recreation areas;

not create significant impacts of its own; and would

1 Applicant presented five sites as part of its Alternatives analysis. However, Staff in its
screening analysis eliminated three of those sites and included two additional alternative sites
that it identified. (Ex. 2a, p. 6-3.)

2 The McCall, Helms South, and Herdon sites were eliminated from detailed consideration
because initial screening demonstrated that they could not meet one or more of the Applicant’s
objectives for the SJVEC. Of the four remaining sites where Staff performed detailed evaluations,
Applicant had included all except the Madera Site in the AFC. (Exs. 1, p. 9-3; 2a, p. 6-12/13.)
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satisfy the following criteria:

1. Location. In order to meet reliability objectives, the site should be
located near the Fresno Local Region electrical market.

2. Site suitability. Sufficient land (30 acres) as the minimum lot size
needed to accommodate the facility.

3. Availability of infrastructure. The site should be within a reasonable
distance of natural gas, water supply, and transmission
interconnections. (Exs. 1, p. 9-3; 2a, p. 6-3/4.)

Following the stated objectives for SJVEC as set forth above, Applicant and Staff
determined that each site was deficient in some important locational or
environmental aspect and therefore eliminated all alternative sites when

compared to the proposed site. (Exs. 1, pp. 9-2/-9-5; 2a, pp. 6-4/11.)

5. No Project

CEQA Guidelines and CEC regulations require us to consider the “No Project”
Alternative, which assumes that the project is not constructed. Under this
alternative, we compare the “No Project” Alternative to the scenario that the
SJVEC project presents. (Cal. Code Regs., tit. 815126.6 (i); Exs. 1, p. 9-1; 2a,
pp. 6-11/12.)

While the impacts of the SJVEC project would not occur with the No Project
Alternative, Applicant and Staff concluded that project benefits would also be
eliminated, such as:

contribute to California’s generating resources by adding an important
1,100 MW electrical generation facility for California’s electricity supply;

provide the potential, due to market forces, for retiring older, less efficient
power plants;

meet California’s increasing demands for competitive electrical power
without the resultant consequence of similar power plant construction at
another location;

provide a beneficial use for recycled water to the environmental advantage
of the Fresno-Clovis Wastewater Treatment Facility, the City of Fresno
and the surrounding area. (Exs. 1, p. 9-1; 2a; pp. 6-11/12.)
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Conversely, if the SJVEC facility were not constructed, the proposed site would
remain in agricultural production, and the construction and operational impacts of
the SIJVEC would not occur. The area could remain farmland or would be
available for another industrial use. Potable water proposed for SJVEC’s use
would be available for other uses. In addition, even though the proposed parcel
is designated industrial, the No Project Alternative would preserve the area’s
rural character, and additional power to meet both Applicant’s objectives and the

State’s needs would not be available. (Ibid.)

FINDINGS AND CONCLUSIONS

Based upon the totality of the evidence of record, including that relating to each

subject area contained in other portions of this Decision, we find and conclude as

follows:

1. The evidentiary record contains an acceptable analysis of a reasonable
range of alternatives to the project as proposed.

2. The evidentiary record contains a review of alternative technologies, fuels,
linear routings, and the “No Project” Alternative.

3. No alternative to the SJVEC project considered by the Commission,
including but not limited to the “No Project” Alternative would avoid or
lessen any direct, indirect, or cumulative significant adverse environmental
impact.

4. No alternative to the project considered by the Commission, including but
not limited to the “No Project” Alternative is feasible, because none are
capable of meeting the project objectives as specified in the AFC and Staff
Analysis.

We therefore conclude that the evidence of record contains an analysis of
possible alternatives to the SJVEC project, including its appurtenant facilities,
which satisfy the requirements of both the Warren-Alquist Act and CEQA and its

implementing regulations.
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1.  COMPLIANCE AND CLOSURE

Public Resources Code section 25532 requires the Commission to establish a
post-certification monitoring system. The purpose of this requirement is to
assure that certified facilities are constructed and operated in compliance with
applicable laws, ordinances, regulations and standards, as well as the specific

Conditions of Certification adopted as part of this Decision.

SUMMARY OF THE EVIDENCE

The evidence of record contains a full explanation of the purposes and intent of
the Compliance Plan (Plan). The Plan is the administrative mechanism by which
the Commission ensures that the San Joaquin Valley Energy Center (SJVEC) is
constructed and operated according to the Conditions of Certification. It
essentially describes the respective duties and Commission expectations of the
project owner and the Commission Staff Compliance Project Manager (CPM) in
implementing the design, construction, and operation criteria set forth in this

Decision.

The Commission verifies compliance with the Conditions of Certification
contained in this Decision through mechanisms such as periodic reports and site
visits. The Plan also contains requirements governing the planned closure, as

well as the unexpected temporary or permanent closure, of the project.

The Compliance Plan has two broad elements. The first element is the "General
Conditions.” These General Conditions:

Set forth the duties and responsibilities of the CPM, the project owner,
delegate agencies, and others;

Set forth the requirements for handling confidential records and
maintaining the compliance record;

Establish procedures for settling disputes and making post-certification
changes;
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State the requirements for periodic compliance reports and other
administrative procedures necessary to verify the compliance status of all
Commission-imposed conditions; and

Establish requirements for facility closure.

The second general element of the Plan is the specific “Conditions of
Certification.” These are found following the summary and discussion of each
individual topic area in this Decision. The individual conditions contain the
measures required to mitigate potentially adverse project impacts associated with
construction, operation, and closure to an insignificant level. Each condition also
includes a verification provision describing the method of assuring that the

condition has been satisfied.

Compliance Plan contents are intended to be read in conjunction with any

additional requirements contained in the individual Conditions of Certification.

FINDINGS AND CONCLUSIONS

The evidence of record establishes that the:

1. The Compliance Plan and the specific Conditions of Certification
contained in this Decision assure that the SJVEC will be designed,
constructed, operated, and closed in conformity with applicable law.

2. The Requirements contained in the Compliance Plan and in the specific
Conditions of Certification are intended to be read in conjunction with one
another.

We therefore conclude that the compliance and monitoring provisions
incorporated as a part of this Decision satisfy the requirements of Public
Resources Code section 25532. Furthermore, we adopt the following

Compliance Plan as part of this Decision.
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COMPLIANCE PLAN
GENERAL CONDITIONS OF CERTIFICATION

DEFINITIONS
To ensure consistency, continuity, and efficiency, the following terms, as defined,

apply to all technical areas, including Conditions of Certification: (Ex. 2a, p. 7-1.)

SITE MOBILIZATION

Moving trailers and related equipment onto the site, usually accompanied by
minor ground disturbance, grading for the trailers and limited vehicle parking,
trenching for construction utilities, installing utilities, grading for an access
corridor, and other related activities. Ground disturbance, grading, etc. for site
mobilization are limited to the portion of the site necessary for placing the trailers
and providing access and parking for the occupants. Site mobilization is for

temporary facilities and therefore is not considered construction. (Ex. 2a, p. 7-2.)

GROUND DISTURBANCE

Onsite activity that results in the removal of soil or vegetation, boring, trenching
or alteration of the site surface. This does not include driving or parking a
passenger vehicle, pickup truck, or other light vehicle, or walking on the site.
(Ibid.)

GRADING
Onsite activity conducted with earth-moving equipment that result in alteration of
the topographical features of the site such as leveling, removal of hills or high

spots, or moving of soil from one area to another. (Ibid.)

CONSTRUCTION

[From section 25105 of the Warren-Alquist Act.] Onsite work to install permanent
equipment or structures for any facility. Construction does not include the

following:
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the installation of environmental monitoring equipment;
a soil or geological investigation;
a topographical survey;

any other study or investigation to determine the environmental
acceptability or feasibility of the use of the site for any particular facility; or

any work to provide access to the site for any of the purposes specified
above. (Ex. 2a, p.7-2.)

START OF COMMERCIAL OPERATION

For compliance monitoring purposes, “commercial operation” is that phase of
project development, which begins after the completion of start-up and
commissioning, where the power plant has reached steady-state production of
electricity with reliability at the rated capacity. For example, at the start of
commercial operation, plant control is usually transferred from the construction

manager to the plant operations manager. (lbid.)

FACILITY CLOSURE

At some point in the future, the project will cease operation and close down. At
that time, it will be necessary to ensure that the closure occurs in such a way that
public health and safety and the environment are protected from adverse
impacts. Although the project setting for this project does not appear, at this
time, to present any special or unusual closure problems, it is impossible to
foresee what the situation will be in 30 years or more when the project ceases
operation. Therefore, provisions must be made that provide the flexibility to deal
with the specific situation and project setting that exist at the time of closure.
Laws, Ordinances, Regulations and Standards (LORS) pertaining to facility
closure are identified in he sections dealing with each technical area. Facility
closure will be consistent with LORS in effect at the time of closure. (Ex. 2a, p.
7-11/14.)
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CLOSURE DEFINITIONS
There are at least three circumstances in which a facility closure can take place,
planned closure, unplanned (unexpected) temporary closure, and unplanned

permanent closure.

Planned Closure
A planned closure occurs at the end of a project’s life, when the facility is closed
in an anticipated, orderly manner, at the end of its useful economic or mechanical

life, or due to gradual obsolescence. (Ex. 2a, p. 7-12/13.)

Unplanned (Unexpected) Temporary Closure
An unplanned temporary closure occurs when the facility is closed suddenly
and/or unexpectedly, on a short-term basis, due to unforeseen circumstances

such as a natural disaster or an emergency. (Ex. 2a, p. 7-13/14.)

Unplanned (Unexpected) Permanent Closure

An unplanned permanent closure occurs if the project owner closes the facility
suddenly and/or unexpectedly, on a permanent basis. This includes unplanned
closure where the owner remains accountable for implementing the on-site
contingency plan. It can also include unplanned closure where the project owner
is unable to implement the contingency plan, and the project is essentially
abandoned. (Ex. 2a, p. 7-14.)

COMPLIANCE PROJECT MANAGER (CPM) RESPONSIBILITIES
A Compliance Project Manager (CPM) will oversee the compliance monitoring

and shall be responsible for the following:

1. Ensuring that the design, construction, operation, and closure of the
project facilities comply with the terms and conditions of the Energy
Commission Decision;

2. Resolving complaints;
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3. Processing post-certification changes to the conditions of certification,
project description, and ownership or operational control;

Documenting and tracking compliance filings; and

5. Ensuring that the compliance files are maintained and accessible. (Ex.
2a, pp. 7-2/3.)

The CPM is the contact person for the Energy Commission. The CPM will
consult with appropriate responsible agencies and the Energy Commission when

handling disputes, complaints, and amendments. (Ex. 2a, p. 7-3.)

All project compliance submittals are submitted to the CPM for processing.
Where a submittal required by a condition of certification requires CPM approval

the approval will involve all appropriate staff and management. (Ibid.)

The Energy Commission has established a toll free compliance telephone
number of 1-800-858-0784 for the public to contact the Energy Commission
about power plant construction or operation-related questions, complaints or

concerns. (Ibid.)

Pre-Construction and Pre-Operation Compliance Meeting

The CPM may schedule pre-construction and pre-operation compliance meetings
prior to the projected start-dates of construction, plant operation, or both. The
purpose of these meetings will be to assemble both the Energy Commission’s
and the project owner’s technical staff to review the status of all pre-construction
or pre-operation requirements contained in the Energy Commission’s conditions
of certification to confirm that they have been met, or if they have not been met,
to ensure that the proper action is taken. In addition, these meetings shall
ensure, to the extent possible, that Energy Commission conditions will not delay,
due to mere oversight, the facility’s construction, and operation. These meetings
shall also serve to preclude any last minute, unforeseen issues from arising.
Pre-construction meetings held during the certification process must be publicly

noticed unless they are confined to administrative issues and processes. (lbid.)
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Energy Commission Record

The Energy Commission shall maintain as a public record, in either the
Compliance file or Docket file, for the life of the project (or other period as
required):

all documents demonstrating compliance with any legal requirements
relating to the construction and operation of the facility;

all monthly and annual compliance reports filed by the project owner;
all complaints of noncompliance filed with the Energy Commission; and

all petitions for project or condition changes and the resulting staff or
Energy Commission action. (Ibid.)

PROJECT OWNER RESPONSIBILITIES

It is the responsibility of the project owner to ensure that the general compliance
conditions and the conditions of certification are satisfied. @~ The general
compliance conditions regarding post-certification changes specify measures that
the project owner must take when requesting changes in the project design,
compliance conditions, or ownership. Failure to comply with any of the
conditions of certification or the general compliance conditions may result in
reopening of the case and revocation of Energy Commission certification, an
administrative fine or other action as appropriate. A summary of the General
Conditions of Certification is included as Compliance Table 1 at the conclusion of
this section. The designation after each of the following summaries of the
General Compliance Conditions (Com-1, Com-2, etc.) refers to the specific
General Compliance Condition contained in Compliance Table 1. (Ex. 2a, pp. 7-
3/4.)

Access, Compliance Condition of Certification-1 (COM-1)

The CPM, responsible Energy Commission staff, and delegate agencies or
consultants, shall be guaranteed and granted unrestricted access to the power
plant site, related facilities, project-related staff, and the records maintained on
site, for the purpose of conducting audits, surveys, inspections, or general site

visits. Although the CPM will normally schedule site visits on dates and times
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agreeable to the project owner, the CPM reserves the right to make

unannounced visits at any time. (Ex. 2a, p. 7-4.)

Compliance Record, COM-2

The project owner shall maintain project files onsite or at an alternative site
approved by the CPM, for the life of the project unless a lesser period of time is
specified by the conditions of certification. The files shall contain copies of all
“as-built” drawings, all documents submitted as verification for conditions, and all
other project-related documents. Energy Commission staff and delegate
agencies shall, upon request to the project owner, be given unrestricted access
to the files. (Ibid.)

Compliance Verification Submittals, COM-3

Each condition of certification is followed by a means of verification. The
verification describes the Energy Commission’s procedure(s) to ensure post-
certification compliance with adopted conditions. The verification procedures,
unlike the conditions, may be modified as necessary by the CPM, and in most

cases witho ut full Energy Commission approval. (Ex. 2a, pp. 7-4/5.)

Verification of compliance with the conditions of certification can be
accomplished by:

1. reporting on the work done and providing the pertinent documentation in
monthly and/or annual compliance reports filed by the project owner or
authorized agent as required by the specific conditions of certification;

2. providing appropriate letters from delegate agencies verifying compliance;

3. Energy Commission staff audits of project records; and/or

4. Energy Commission staff inspections of mitigation or other evidence of
mitigation.

Verification lead times (e.g., 90, 60 and 30-days) associated with start of

construction may require the project owner to file submittals during the
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certification process, particularly if construction is planned to commence shortly

after certification. (Ex. 2a, p. 7-4.)

A cover letter from the project owner or authorized agent is required for all
compliance submittals and correspondence pertaining to compliance matters.
The cover letter subject line shall identify the involved condition(s) of certification
by condition number and include a brief description of the subject of the
submittal. The project owner shall also identify those submittals not required by
a condition of certification with a statement such as: “This submittal is for
information only and is not required by a specific condition of certification.” When
submitting supplementary or corrected information, the project owner shall

reference the date of the previous submittal. (Ex. 2a, p. 7-4/5.)

The project owner is responsible for the delivery and content of all verification
submittals to the CPM, whether such condition was satisfied by work performed

by the project owner or an agent of the project owner.

All submittals shall be addressed as follows:

Compliance Project Manager

California Energy Commission

1516 Ninth Street (MS-2000)

Sacramento, CA 95814

If the project owner desires Energy Commission staff action by a specific date,
the project owner shall so state in its submittal and include a detailed explanation

of the effects on the project if this date is not met. (Ex. 2a, p. 7-5.)

Pre-Construction Matrix and Tasks Prior to Start of Construction COM-4
Prior to commencing construction, a compliance matrix addressing only those
conditions that must be fulfilled before the start of construction shall be submitted
by the project owner to the CPM. This matrix will be included:

with the project owner’s first compliance submittal, or
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prior to the first pre-construction meeting, whichever comes first. It will be
in the same format as the compliance matrix referenced below in
Compliance Matrix, COM-5. (Ex. 2a, p. 7-6.)

Construction shall not commence until the pre-construction matrix is submitted,
all pre-construction conditions have been complied with, and the CPM has issued
a letter to the project owner authorizing construction. Various lead times (e.g.,
30, 60, 90 days) for submittal of compliance verification documents to the CPM
for conditions of certification are established to allow sufficient staff time to review
and comment and, if necessary, allow the project owner to revise the submittal in
a timely manner. This will ensure that project construction may proceed

according to schedule. (Ex. 2a, pp.7-6/7.)

Failure to submit compliance documents within the specified lead-time may result
in delays in authorization to commence various stages of project development.
Project owners frequently anticipate starting project construction as soon as the
project is certified. In those cases, it may be necessary for the project owner to
file compliance submittals prior to project certification if the required lead-time for
a required compliance event extends beyond the date anticipated for start of
construction. It is also important that the project owner understand that the
submittal of compliance documents prior to project certification is at the owner’s
own risk. (lbid.)

Compliance Reporting

There are two different compliance reports that the project owner must submit to
assist the CPM in tracking activities and monitoring compliance with the terms
and conditions of the Commission Decision. During construction, the project
owner or authorized agent will submit Monthly Compliance Reports. During
operation, an Annual Compliance Report must be submitted. These reports, and
the requirement for an accompanying compliance matrix, are described below.

The majority of the conditions of certification require that compliance submittals
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be submitted to the CPM in the monthly or annual compliance reports. (Ex. 2a,
pp. 7-5/6.)

Compliance Matrix, COM-5

A compliance matrix shall be submitted by the project owner to the CPM along
with each monthly and annual compliance report. The compliance matrix is
intended to provide the CPM with the status of all compliance conditions in a

spreadsheet format. The compliance matrix must identify:

the technical area;

2. the condition number;
a brief description of the verification action or submittal required by the
condition;

4. the date the submittal is required (e.g., 60 days prior to construction, after

final inspection, etc.);

the expected or actual submittal date;

6. the date a submittal or action was approved by the Chief Building Official
(CBO), CPM, or delegate agency, if applicable;

7. the compliance status of each condition (e.g., “not started,” “in progress”
or “completed” (include the date); and

8. satisfied conditions do not need to be included in the compliance matrix

after they have been identified as satisfied in at least one monthly or
annual compliance report. (Ex. 2a, pp. 7-5/6.)

Monthly Compliance Report, COM-6

The first Monthly Compliance Report is due one month following the Energy
Commission business meeting date on which the project was approved, unless
otherwise agreed to by the CPM. The first Monthly Compliance Report shall
include an initial list of dates for each of the events identified on the Key Events
List. The Key Events List Form is found at the end of this section. (Ex. 2a,
pp. 7-7/8.)

During pre-construction and construction of the project, the project owner or

authorized agent shall submit an original and five copies of the Monthly
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Compliance Report within 10 working days after the end of each reporting month.

Monthly Compliance Reports shall be clearly identified for the month being

reported. The reports shall contain, at a minimum:

10.

11.

a summary of the current project construction status, a revised/updated
schedule if there are significant delays, and an explanation of any
significant changes to the schedule;

documents required by specific conditions to be submitted along with the
Monthly Compliance Report. Each of these items must be identified in the
transmittal letter, and should be submitted as attachments to the Monthly
Compliance Report;

an initial, and thereafter updated, compliance matrix which shows the
status of all conditions of certification (fully satisfied conditions do not need
to be included in the matrix after they have been reported as closed);

a list of conditions that have been satisfied during the reporting period,
and a description or reference to the actions, which satisfied the condition;

a list of any submittal deadlines that were missed accompanied by an
explanation and an estimate of when the information will be provided;

a cumulative listing of any approved changes to conditions of certification;

a listing of any filings with, or permits issued by, other governmental
agencies during the month;

a projection of project compliance activities scheduled during the next two
months. The project owner shall notify the CPM as soon as any changes
are made to the project construction schedule that would affect
compliance with conditions of certification;

a listing of the month’s additions to the on-site compliance file;

any requests to dispose of items that are required to be maintained in the
project owner’s compliance file; and

a listing of complaints, notices of violation, official warnings, and citations
received during the month, a description of the resolutions of any results
complaints, and the status of any unresolved complaints. (Ex. 2a, pp. 7-
7/8.)

Annual Compliance Report, COM-7

After construction is complete, the project owner shall submit Annual Compliance

Reports instead of Monthly Compliance Reports. The reports are for each year

of commercial operation and are due to the CPM each year at a date agreed to

by the CPM. Annual Compliance Reports shall be submitted over the life of the
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project unless otherwise specified by the CPM. Each Annual Compliance Report

shall identify the reporting period and shall contain the following: (Ex. 2a, p. 7-8.)

10.

an updated compliance matrix which shows the status of all conditions of
certification (fully satisfied and/or closed conditions do not need to be
included in the matrix after they have been reported as closed);

a summary of the current project operating status and an explanation of
any significant changes to facility operations during the year,

documents required by specific conditions to be submitted along with the
Annual Compliance Report. Each of these items must be identified in the
transmittal letter, and should be submitted as attachments to the Annual
Compliance Report;

a cumulative listing of all post-certification changes approved by the
Energy Commission or cleared by the CPM,;

an explanation for any submittal deadlines that were missed,
accompanied by an estimate of when the information will be provided;

a listing of filings made to, or permits issued by, other governmental
agencies during the year;

a projection of project compliance activities scheduled during the next
year,

a listing of the year’s additions to the on-site compliance file;

an evaluation of the onsite contingency plan for unplanned facility
closure, including any suggestions necessary for bringing the plan up to
date [see General Conditions for Facility Closure addressed later in this
section]; and

a listing of complaints, notices of violation, official warnings, and citations
received during the year, a description of the resolution of any resolved
complaints, and the status of any unresolved complaints. (lbid.)

Construction and Operation Security Plan, COM-8

Thirty days prior to commencing construction, a site-specific Security Plan for the

construction phase shall be developed and maintained at the project site. At

least 60 days prior to the initial receipt of hazardous materials on-site, a site

specific Security Plan and Vulnerability Assessment for the operational phase

shall be developed and maintained at the project site. The project owner shall

notify the CPM in writing that the Plan is available for review and approval at the

project site.
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Construction Security Plan

The Construction Security Plan must address:

I A

Site fencing enclosing the construction area,;
Use of security guards;
Check-in procedure or tag system for construction personnel and visitors;

Protocol for contacting law enforcement and the CPM in the event of
suspicious activity or emergency; and

Evacuation procedures.

Operation Security Plan

The Operations Security Plan must address:

W DN e
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Permanent site fencing and security gate;
Use of security guards;
Security alarm for critical structures;

Protocol for contacting law enforcement and the CPM in the event of
suspicious activity or emergency;

Evacuation procedures;

Perimeter breach detectors and on-site motion detectors;
Video or still camera monitoring system;

Fire alarm monitoring system;

Site personnel background checks; and

10. Site access for vendors and requirements for vendors delivering acutely

hazardous materials, hydrogen gas, and 93 percent sulfuric acid to
conduct personnel background security checks, consistent with the
requirements for Hazardous Materials vendors to prepare and implement
security plans as per 49 CFR 172.800 and to ensure that all hazardous
materials drivers are in compliance with personnel background security
checks as per 49 CFR Part 1572, Subparts A and B. In addition, the
project owner shall prepare a Vulnerability Assessment and implement
site security measures addressing acutely hazardous materials, hydrogen
gas, and 93 percent sulfuric acid storage and transportation consistent
with US EPA and US Department of Justice guidelines. The CPM may
authorize modifications to these measures, or may require additional
measures depending on circumstances unique to the facility, and in
response to industry-related security concerns.

The language requirements of COM-8 may be subject to replacement or

termination pursuant to the Commission’s future rulemaking or other action on
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security matters, where power plant owners have the opportunity to review and

comment.

Confidential Information, COM-9

Any information that the project owner deems confidential shall be submitted to
the Energy Commission’s Docket with an application for confidentiality. See
Title 20, CCR, section 2505(a).) Any information that is determined to be
confidential shall be kept confidential as provided for in the pertinent regulation.
(Title 20, CCR, section 2501 et. seq.) (Ex. 2a, pp. 7-8/9.)

Department of Fish and Game Filing Fee, COM-10

Pursuant to the provisions of Fish and Game Code Section 711.4, the project
owner shall pay a filing fee in the amount of $850. The payment instrument shall
be provided to the Energy Commission’s Project Manager (PM), not the CPM, at
the time of project certification and shall be made payable to the California
Department of Fish and Game. The PM will submit the payment to the Office of
Planning and Research at the time of filing of the notice of decision pursuant to
Public Resources Code Section 21080.5. (Ex. 2a, p. 7-9.)

Reporting of Complaints, Notices, and Citations, COM-11

Prior to the start of construction, the project owner must send a letter to property
owners living within one mile of the project notifying them of a telephone number
to contact project representatives with questions, complaints, or concerns. If the
telephone is not staffed 24 hours per day, it shall include automatic answering
with date and time stamp recording. All recorded inquiries shall be responded to
within 24 hours. The telephone number shall be posted at the project site and
made easily visible to passersby during construction and operation. The
telephone number shall be provided to the CPM who will post it on the Energy
Commission’s web page at:

http://www.energy.ca.gov/sitingcases/power_plants_contacts.html

45



Any changes to the telephone number shall be submitted immediately to the

CPM who will update the web page.

In addition to the monthly and annual compliance reporting requirements
described above, the project owner shall report and provide copies of all
complaint forms, notices of violation, notices of fines, official warnings, and
citations, within 10 days of receipt, to the CPM. Complaints shall be logged and
numbered. Noise complaints shall be recorded on the form provided in the
NOISE conditions of certification. All other complaints shall be recorded on the

complaint form (Attachment A). (Ibid.)

GENERAL CONDITIONS FOR FACILITY CLOSURE

Planned Closure, COM-12

In order to ensure that a planned facility closure does not create adverse
impacts, a closure process that provides for careful consideration of available
options and applicable laws, ordinances, regulations, standards, and
local/regional plans in existence at the time of closure, will be undertaken. To
ensure adequate review of a planned project closure, the project owner shall
submit a proposed facility closure plan to the Energy Commission for review and
approval at least twelve months prior to commencement of closure activities (or
other period of time agreed to by the CPM). The project owner shall file 120
copies (or other number of copies agreed upon by the CPM) of a proposed

facility closure plan with the Energy Commission. (Ex. 2a, pp. 7-12/13.)

The plan shall:

1. Identify and discuss any impacts and mitigation to address significant
adverse impacts associated with proposed closure activities and to
address facilities, equipment, or other project related remnants that will
remain at the site;
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2. Identify a schedule of activities for closure of the power plant site,
transmission line corridor, and all other appurtenant facilities constructed
as part of the project;

3. Identify any facilities or equipment intended to remain on site after closure,
the reason, and any future use; and

4. Address conformance of the plan with all applicable laws, ordinances,
regulations, standards, local/regional plans in existence at the time of
facility closure, and applicable conditions of certification. (lbid.)

In the event that there are significant issues associated with the proposed facility
closure plan approval, or the desires of local officials or interested parties are
inconsistent with the plan, the CPM shall hold one or more workshops and/or the
Energy Commission may hold public hearings as part of its approval procedure.
(Ex. 2a, p. 7-13.)

In addition, prior to submittal of the proposed facility closure plan, a meeting shall
be held between the project owner and the Energy Commission CPM for the

purpose of discussing the specific contents of the plan. (Ibid.)

As necessary, prior to or during the closure plan process, the project owner shall
take appropriate steps to eliminate any immediate threats to public health and
safety and the environment, but shall not commence any other closure activities,

until Energy Commission approval of the facility closure plan is obtained. (lbid.)

Unplanned Temporary Closure/On-Site Contingency Plan, COM-13

In order to ensure that public health, safety, and the environment are protected in
the event of an unplanned temporary facility closure, it is essential to have an on-
site contingency plan in place. The on-site contingency plan will help to ensure
that all necessary steps to mitigate public health and safety impacts and

environmental impacts are taken in a timely manner. (Ex. 2a, pp. 7-13/14.)

The project owner shall submit an on-site contingency plan for CPM review and

approval. The plan shall be submitted no less that 60 days (or other time agreed
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to by the CPM) prior to commencement of commercial operation. The approved
plan must be in place prior to commercial operation of the facility and shall be
kept at the site at all times. (lbid.)

The project owner, in consultation with the CPM, will update the onsite
contingency plan as necessary. The CPM may require revisions to the on-site
contingency plan over the life of the project. In the annual compliance reports
submitted to the Energy Commission, the project owner will review the onsite
contingency plan, and recommend changes to bring the plan up to date. Any

changes to the plan must be approved by the CPM. (lbid.)

The on-site contingency plan shall provide for taking immediate steps to secure
the facility from trespassing or encroachment. In addition, for closures of more
than 90 days, unless other arrangements are agreed to by the CPM, the plan
shall provide for removal of hazardous materials and hazardous wastes, draining
of all chemicals from storage tanks and other equipment and the safe shutdown
of all equipment. (Also, see specific conditions of certification for the technical
areas of Hazardous Materials Management and Waste Management.) (EX. 2a,
pp. 713/14.)

In addition, consistent with requirements under unplanned permanent closure
addressed below, the nature and extent of insurance coverage, and major
equipment warranties must be included in the on-site contingency plan. In
addition, the status of the insurance coverage and major equipment warranties

must be updated in the annual compliance reports. (Ex. 2a, p. 7-14.)

In the event of an unplanned temporary closure, the project owner shall notify the
CPM, as well as other responsible agencies, by telephone, fax, or e-mail, within
24 hours and shall take all necessary steps to implement the on-site contingency
plan. The project owner shall keep the CPM informed of the circumstances and

expected duration of the closure. (lbid.)
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If the CPM determines that an unplanned temporary closure is likely to be
permanent, or for a duration of more than twelve months, a closure plan
consistent with the requirements for a planned closure shall be developed and
submitted to the CPM within 90 days of the CPM’s determination (or other period
agreed to by the CPM). (lbid.)

Unplanned Permanent Closure/On-Site Contingency Plan, COM-14

The on-site contingency plan required for unplanned temporary closure shall also
cover unplanned permanent facility closure. All of the requirements specified for
unplanned temporary closure shall also apply to unplanned permanent closure.
(Ex. 2a, p. 7-14.)

In addition, the on-site contingency plan shall address how the project owner will
ensure that all required closure steps will be successfully undertaken in the

unlikely event of abandonment. (lbid.)

In the event of an unplanned permanent closure, the project owner shall notify
the CPM, as well as other responsible agencies, by telephone, fax, or e-mail,
within 24 hours and shall take all necessary steps to implement the on-site
contingency plan. The project owner shall keep the CPM informed of the status

of all closure activities. (lbid.)

A closure plan, consistent with the requirements for a planned closure, shall be
developed and submitted to the CPM within 90 days of the permanent closure or
another period of time agreed to by the CPM. (lbid.)

CBO Delegation and Agency Cooperation

In performing construction and operation monitoring of the project, Commission
staff acts as, and has the authority of, the Chief Building Official (CBO).

Commission staff may delegate CBO responsibility to either an independent third
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party contractor or the local building official. Commission staff retains CBO
authority when selecting a delegate CBO including enforcing and interpreting
state and local codes, and use of discretion, as necessary, in implementing the

various codes and standards. (Ex. 2a, p. 7-14/15.)

Commission staff may also seek the cooperation of state, regional and local
agencies that have an interest in environmental control when conducting project
monitoring. (Ex. 2a, p. 7-14.)

Enforcement

The Energy Commission’s legal authority to enforce the terms and conditions of
its Decision is specified in Public Resources Code sctions 25534 and 25900.
The Energy Commission may amend or revoke the certification for any facility,
and may impose a civil penalty for any significant failure to comply with the terms
or conditions of the Energy Commission Decision. The specific action and
amount of any fines the Energy Commission may impose would take into
account the specific circumstances of the incident(s). This would include such
factors as the previous compliance history, whether the cause of the incident
involves willful disregard of LORS, oversight, unforeseeable events, and other
factors the Energy Commission may consider. (Ex. 2a, p. 7-15.)

Moreover, to ensure compliance with the terms and conditions of certification and
applicable LORS, delegate agencies are authorized to take any action allowed by
law in accordance with their statutory authority, regulations, and administrative
procedures. (Ex. 2a, p. 7-15.)

Noncompliance Complaint Procedures

Any person or agency may file a complaint alleging noncompliance with the
conditions of certification. Such a complaint will be subject to review by the
Energy Commission pursuant to Title 20, California Code of Regulations, section

1230 et seq., but in many instances the noncompliance can be resolved by using

50



the informal dispute resolution process. Both the informal and formal complaint
procedure, as described in current State law and regulations, are described
below. They shall be followed unless superseded by current law or regulations.
(Ibid.)

Informal Dispute Resolution Procedure

The following procedure is designed informally to resolve disputes concerning
the interpretation of compliance with the requirements of this compliance plan.
The project owner, the Energy Commission, or any other party, including
members of the publc, may initiate this procedure for resolving a dispute.
Disputes may pertain to actions or decisions made by any party including the

Energy Commission’s delegate agents. (Ex. 2a, pp. 7-15/16.)

This procedure may precede the more formal complaint and investigation
procedure specified in Title 20, California Code of Regulations, section 1230 et
seq., but is not intended to be a substitute for, or prerequisite to it. This informal
procedure may not be used to change the terms and conditions of certification as
approved by the Energy Commission, although the agreed upon resolution may
result in a project owner, or in some cases the Energy Commission staff,

proposing an amendment. (Ex. 2a, p. 7-16.)

The procedure encourages all parties involved in a dispute to discuss the matter
and to reach an agreement resolving the dispute. If a dispute cannot be resolved,
then the matter must be referred to the full Energy Commission for consideration
via the complaint and investigation process. The procedure for informal dispute

resolution is as follows:
Request for Informal Investigation

Any individual, group, or agency may request the Energy Commission to conduct

an informal investigation of alleged noncompliance with the Energy
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Commission’s terms and conditions of certification. All requests for informal

investigations shall be made to the designated CPM.

Upon receipt of a request for informal investigation, the CPM shall promptly notify
the project owner of the allegation by telephone and letter. All known and
relevant information of the alleged noncompliance shall be provided to the project
owner and to the Energy Commission staff. The CPM will evaluate the request
and the information to determine if further investigation is necessary. If the CPM
finds that further investigation is necessary, the project owner will be asked to
promptly investigate the matter and within seven working days of the CPM'’s
request, provide a written report of the results of the investigation, including
corrective measures proposed or undertaken, to the CPM. Depending on the
urgency of the noncompliance matter, the CPM may conduct a site visit and/or
request the project owner to provide an initial report, within 48 hours, followed by

a written report filed within seven days. (Ex. 2a,p. 7-16.)

Request for Informal Meeting

In the event that either the party requesting an investigation or the Energy
Commission staff is not satisfied with the project owner’s report, investigation of
the event, or corrective measures undertaken, either party may submit a written
request to the CPM for a meeting with the project owner. Such request shall be
made within 14 days of the project owner’s filing of its written report. Upon
receipt of such a request, the CPM shall:

1. immediately schedule a meeting with the requesting party and the project
owner, to be held at a mutually convenient time and place;

2. secure the attendance of appropriate Energy Commission staff and staff of
any other agencies with expertise in the subject area of concern, as
necessary;

3. conduct such meeting in an informal and objective manner so as to
encourage the voluntary settlement of the dispute in a fair and equitable
manner; and

4. after the conclusion of such a meeting, promptly prepare and distribute
copies to all in attendance and to the project file, a summary
memorandum that fairly and accurately identifies the positions of all
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parties and any conclusions reached. If an agreement has not been
reached, the CPM shall inform the complainant of the formal complaint
process and requirements provided under Title 20, California Code of
Regulations, section 1230 et seq. (Ex. 2a, pp. 7-16/17.)
Formal Dispute Resolution Procedure-Complaints and Investigations
If either the project owner, Energy Commission staff, or the party requesting an
investigation is not satisfied with the results of the informal dispute resolution
process, such party may file a complaint or a request for an investigation with the
Energy Commission’s General Counsel. Disputes may pertain to actions or
decisions made by any party including the Energy Commission’s delegate
agents. Requirements for complaint filings and a description of how complaints
are processed are in Title 20, California Code of Regulations, section 1230 et

seq. (Ex.2a,p. 7-17.)

The Chairman, upon receipt of a written request stating the basis of the dispute,
may grant a hearing on the matter, consistent with the requirements of noticing
provisions. The Energy Commission shall have the authority to consider all
relevant facts involved and make any appropriate orders consistent with its
jurisdiction (Cal. Code Regs., tit. 20, 88 1232-1236). (lbid.)

POST CERTIFICATION CHANGES TO THE ENERGY COMMISSION
DECISION: AMENDMENTS, INSIGNIFICANT PROJECT CHANGES AND
VERIFICATION CHANGES, COM-15

The project owner must petition the Energy Commission to:

1. Delete or change a condition of certification;
2. Modify the project design or operational requirements; and
3. Transfer ownership or operational control of the facility. (Ex. 2a, p. 7-17.)

A petition is required for amendments and for insignificant project changes. For
verification changes, a letter from the project owner is sufficient. In all cases, the
petition or letter requesting a change should be submitted to the Energy
Commission’s Docket in accordance with Title 20, California Code of
Regulations, section 1209. (Ibid.)
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The criteria that determine which type of change process applies are explained

below.

Amendment

A proposed change will be processed as an amendment if it involves a change to
the requirement or protocol or in some cases the verification portion of a
condition of certification, an ownership or operator change, or a potential

significant environmental impact. (Ex. 2a, p. 7-17.)

Insignificant Project Change

The proposed change will be processed as an insignificant project change if it
does not require changing the language in a condition of certification, have a
potential for significant environmental impact, nor cause the project to violate

laws, ordinances, regulations or standards. (Ibid.)

Verification Change

As provided in Title 20, Section 1770 (d), California Code of Regulations,
verification may be modified by staff without requesting an amendment to the
decision if the change does not conflict with the conditions of certification. (Ex.
2a,p.7-18.)
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KEY EVENTS LIST, COM-6

PROJECT: San Joaquin Valley Energy Center Power Plant Project

DOCKET #: 01-AFC-22

COMPLIANCE PROJECT MANAGER: Lance Shaw

EVENT DESCRIPTION

Certification Date/Obtain Site Control

DATE

Online Date

POWER PLANT SITE ACTIVITIES

Start Site Mobilization

Start Ground Disturbance

Start Grading

Start Construction

Begin Pouring Major Foundation Concrete

Begin Installation of Major Equipment

Completion of Installation of Major Equipment

First Combustion of Gas Turbine

Start Commercial Operation

Complete All Construction

TRANSMISSION LINE ACTIVITIES

Start T/L Construction

SYNCHRONIZATION WITH GRID AND INTERCONNECTION

COMPLETE T/L CONSTRUCTION

FUEL SUPPLY LINE ACTIVITIES

Start Gas Pipeline Construction and Interconnection

COMPLETE GAS PIPELINE CONSTRUCTION

WATER SUPPLY LINE ACTIVITIES

START WATER SUPPLY LINE CONSTRUCTION

COMPLETE WATER SUPPLY LINE CONSTRUCTION
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CONDITION

NUMBER

TABLE 1

COMPLIANCE SECTION
SUMMARY of GENERAL CONDITIONS OF CERTIFICATION

SUBJECT

DESCRIPTION

COM-1

Access

The project owner shall grant
Energy Commission staff and
delegate agencies or consultants
unrestricted access to the power
plant site.

COM-2

Compliance
Record

The project owner shall maintain
project files on-site. Energy
Commission staff and delegate
agencies shall be given unrestricted
access to the files.

COM-3

Compliance
Verification
Submittals

The project owner is responsible for
the delivery and content of all
verification submittals to the CPM,
whether such condition was
satisfied by work performed or the
project owner or his agent.

COM-4

Pre-construction
Matrix and Tasks
Prior to Start of
Construction

Construction shall not commence
until the all of the following
activities/submittals have been
completed:
property owners living within one
mile of the project have been
notified of a telephone number to
contact for questions, complaints
or concerns,
a pre-construction matrix has been
submitted identifying only those
conditions that must be fulfilled
before the start of construction,
all pre-construction conditions
have been complied with,
the CPM has issued a letter to the
project owner authorizing
construction.

COM-5

Compliance Matrix
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The project owner shall submit a
compliance matrix (in a
spreadsheet format) with each
monthly and annual compliance
report which includes the status of
all compliance conditions of
certification.



CONDITION

NUMBER SUBJECT DESCRIPTION
COM-6 Monthly During construction, the project
Compliance owner shall submit Monthly
Report including a Compliance Reports (MCRs) which
Key Events List include specific information. The
first MCR is due the month following
the Commission business meeting
date on which the project was
approved and shall include an initial
list of dates for each of the events
identified on the Key Events List.
COM-7 Annual After construction ends and
Compliance throughout the life of the project, the
Reports project owner shall submit Annual
Compliance Reports instead of
Monthly Compliance Reports.
COM-8 Security Plans Prior to commencing construction,
the project owner shall submit a
Construction Security Plan. Prior to
commencing operation, the project
owner shall submit an Operation
Security Plan.
COM-9 Confidential Any information the project owner
Information deems confidential shall be
submitted to the Commission’s
Dockets Unit.
COM-10 Dept of Fish and The project owner shall pay a filing
Game Filing Fee fee of $850 at the time of project
certification.
COM-11 Reporting of Within 10 days of receipt, the
Complaints, project owner shall report to the
Notices and CPM, all notices, complaints, and
Citations citations.
COM-12 Planned Facility The project owner shall submit a
Closure closure plan to the CPM at least
twelve months prior to
commencement of a planned
closure.
COM-13 Unplanned To ensure that public health, safety,

Temporary Facility
Closure

and the environment are protected
in the event of an unplanned
temporary closure, the project
owner shall submit an onsite
contingency plan no less than 60
days prior to commencement of
commercial operation.
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CONDITION
NUMBER

SUBJECT

Unplanned
Permanent Facility
Closure

DESCRIPTION

To ensure that public health and
safety and the environment are
protected in the event of an
unplanned permanent closure, the
project owner shall submit an on-
site contingency plan no less than

60 days prior to commencement of
commercial operation.

Post-certification
changes to the
Decision
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Energy Commission to delete or
change a condition of certification,
modify the project design or
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control of the facility.




ATTACHMENT A

COMPLAINT REPORT/RESOLUTION FORM

PROJECT NAME: San Joaquin Valley Energy Center Power Project
AFC Number: 01-AFC-22

COMPLAINT LOG NUMBER
Complainant's name and address:

Phone number:

Date and time complaint received:

Indicate if by telephone or in writing (attach copy if written):
Date of first occurrence:

Description of complaint (including dates, frequency, and duration):

Findings of investigation by plant personnel:

Indicate if complaint relates to violation of Energy Commission requirement:
Date complainant contacted to discuss findings:

Description of corrective measures taken or other complaint resolution:

Indicate if complainant agrees with proposed resolution:
If not, explain:

Other relevant information:

If corrective action necessary, date completed:

Date first letter sent to complainant: (copy attached)

Date final letter sent to complainant: (copy attached)

This information is certified to be correct.

Plant Manager's Signature: Date:

(Attach additional pages and supporting documentation, as required.)
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V. ENGINEERING ASSESSMENT

A. FACILITY DESIGN

Facility Design encompasses the civil, structural, mechanical, and electrical
engineering design of the project. The purpose of the Facility Design analysis is
to verify that the laws, ordinances, regulations and standards (LORS) applicable
to the design and construction of the project have been identified; verify that the
project and ancillary facilities have been described in sufficient detail, determine
whether special design features should be considered during final design to deal
with conditions unique to the site describe the design review and construction
inspection process and establish Conditions of Certification that will be used to
monitor and ensure compliance with the intent of the LORS and any special

design requirements.

SUMMARY OF THE EVIDENCE

Applicant's witness sponsored testimony on Facility Design, Power Plant
Reliability, and Power Plant Efficiency. He reviewed the FSA and agreed with

Staff's proposed conditions of certification. (Ex. 3C, pp. 15-22.)

After reviewing Applicant’s design proposals for the project’s structural features,
site preparation, major structures, and equipment, mechanical systems electrical
designs and ancillary facilities, Staff concluded that as conditioned the project
design would:

meet all LORS; and

impose no significant impacts on the environment. (Ex. 1, pp. 6.1-51t0 6.1-
6.)
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FINDINGS AND CONCLUSIONS

Based upon the uncontroverted evidence of record, the Committee finds as

follows:

1.

The LORS identified in the AFC and supporting documents are those
applicable to the project.

The design, construction, and eventual closure of the project will comply
with applicable engineering LORS.

The Conditions of Certification proposed will ensure that the proposed
facilities are designed, constructed, operated, and eventually closed in
accordance with applicable LORS.

The Facility Design aspects of the proposed project do not create
significant potential cumulative impacts.

The Conditions of Certification below and the provisions of the
Compliance Plan contained in this Decision set forth requirements to be
followed in the event of the planned, or the unexpected temporary, or the
unexpected permanent closure of the facility.

We therefore conclude that with the implementation of the Conditions of

Certification listed below, the SJVEC project will be designed and constructed in

conformity with applicable laws pertinent to its geologic, and its civil, structural,

mechanical, and electrical engineering aspects.

CONDITIONS OF CERTIFICATION

GEN-1 The project owner shall design, construct and inspect the project in

accordance with the 1998 California Building Code (CBC) and all
other applicable engineering LORS in effect at the time initial
design plans are submitted to the CBO for review and approval.
(The CBC in effect is that edition that has been adopted by the
California Building Standards Commission and published at least
180 days previously.) All transmission facilities (lines, switchyards,
switching stations and substations) are handled in Conditions of
Certification in the Transmission System Engineering section of this
document.
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Protocol: In the event that the initial engineering designs are submitted
to the CBO when a successor to the 1998 CBC is in effect, the 1998 CBC
provisions identified herein shall be replaced with the applicable successor
provisions. Where, in any specific case, different sections of the code
specify different materials, methods of construction, or other requirements,
the most restrictive shall govern. Where there is a conflict between a
general requirement and a specific requirement, the specific requirement
shall govern.

Verification: Within thirty (30) days after receipt of the Certificate of Occupancy,
the project owner shall submit to the CPM a statement of verification, signed by
the responsible design engineer, attesting that all designs, construction,
installation and inspection requirements of the applicable LORS and the Energy
Commission’s Decision have been met in the area of facility design. The project
owner shall provide the CPM a copy of the Certificate of Occupancy within thirty
(30) days of receipt from the CBO [1998 CBC, Section 109-Certificate of
Occupancy].

GEN-2 Prior to submittal of the initial engineering designs for CBO review,
the project owner shall furnish to the CPM and to the CBO a
schedule of facility design submittals, a Master Drawing List, and a
Master Specifications List. The schedule shall contain a list of
proposed submittal packages of designs, -calculations, and
specifications for major structures and equipment. To facilitate
audits by Energy Commission staff, the project owner shall provide
specific packages to the CPM when requested.

Verification: At least sixty (60) days (or project owner and CBO approved
alternative timeframe) prior to the start of rough grading, the project owner shall
submit to the CBO and to the CPM the schedule, the Master Drawing List, and
the Master Specifications List of documents to be submitted to the CBO for
review and approval. These documents shall be the pertinent design documents
for the major structures and equipment listed in Table 1 below. Major structures
and equipment shall be added to or deleted from the Table only with CPM
approval. The project owner shall provide schedule updates in the Monthly
Compliance Report.

Table 1: Major Structures and Equipment List

Equipment/System Quantity
(Plant)

Combustion Turbine (CT) Foundation and |3
Connections
CT Mechanical Accessories (e.g. lube oil | 3
cooler, static motor starter, NOy control
system, compressor wash system, fire
detections system, fuel heating system, etc.)
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Equipment/System

Quantity
(Plant)

Foundation(s) and Connections

CT Structure Shell and Facade Foundation | 3
and Connections

CT Inlet Air Plenum and Filter Structure, | 3
Foundation and Connections

CT Inlet Air Evaporative Cooler Foundation | 3
and Connections

Combustion  Turbine  Generator (CTG) |3
Foundation and Connections

Heat Recovery Steam Generator (HRSG) | 3
Structure, Foundation and Connections

HRSG Exhaust Stack, Foundation and |3
Connections

HRSG Transition Duct Burner and Forced | 3
Draft Structure, Foundations and Connections
Selective Catalytic Reduction Unit Foundation | 3
and Connections

Steam Turbine (ST) Foundation and|1
Connections

ST Structure Shell and Facade Foundation |1
and Connections

Steam Turbine Generator (STG) Foundation | 1
and Connections

STG Lube Oil Skid Foundation and|1
Connections

STG Hydraulic Control System Foundation | 1
and Connections

Mechanical Draft Evaporative Cooling Tower, | 1 Lot
Support  Structures, Foundations  and
Connections

Pipe and Cable Way Structures, Foundations | 1 Lot
and Connections

Electrical Motor Control Center (MCC) |1
Building Structure, Foundation and
Connections

18kV  Auxiliary  Step-Down  Transformer | 2
Foundation and Connections

230kV Step-Up Transformer, Fire Protection | 4
System Foundation and Connections

Load Center Transformers (4,160 to 480 Volt) | 1 Lot
Foundation(s) and Connections

125 VDC Power Supply System 1Lot
Electrical Control Centers, Switchgear and | 1 Lot
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Equipment/System

Quantity
(Plant)

Switchyard Equipment Foundations and
Connections

Power Distribution Center Foundation and
Connections

1 Lot

Generator — Natural Gas Fired 1,000 kwW
Emergency, Foundation and Connections

Natural Gas Filter/Scrubber/Separator
Foundation and Connections

1 Lot

Natural Gas Separator/Heater Foundation
and Connections

1 Lot

Natural Gas Metering and Regulating Station
Foundations and Connections

1Lot

All Building Structures, Foundations and
Connections (e.q. Control Room,
Administration Building, Warehouse, Bulk
Storage Building, Equipment Shelter, De-
Mineralized Water Treatment Building,
Mechanical Shop, Fire Pump Building, Fuel
Gas Compressor Building, Compressor
Building, Switchyard Control Building, Boiler
Feed Pump Building, etc.)

1 Lot

Skid — Ammonia Blower Injection Foundation
and Connections

1 Lot

Tank — Ammonia Storage, Foundation and
Connections

Tank — Raw/Fire Water, 5 Million Gallon,
Foundation and Connections

Tank — Oily Water Separator, Foundation and
Connections

Tank — Combustion Turbine Water,
Foundation and Connections

Tank — Demineralized Water, 500,000 Gallon,
Foundation and Connections

Tank — Boiler Blowdown, Foundation and
Connections

1 Lot

Tanks — Water Treatment Facilities (e.g.
Sulfuric  Acid, Scale Inhibitor, Sodium
Hypochlorite, Bromine, Non-Oxidizing
Biocide, = Oxygen  Scavenger, Amine,
Phosphate, etc.) Foundation and Connections
(as required by CBC)

1 Lot

Pump — Fire Water Pump Skid (electric jockey
pump, electric main pump, and diesel back-up
pump) Foundation and Connections

1Lot
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Equipment/System

Quantity

(Plant)
Pump — HSRG Feedwater Foundation and | 6
Connections
Pump — Boiler Water Feed Pump Foundation | 1 Lot
and Connections
Pump — Demineralized Water Transfer Pump | 1 Lot
Foundation and Connections
Pump — Condensate Pump Foundation and | 3
Connections
Pump — Circulating Water Foundation and | 2
Connections
Pumps — Water Treatment and Cooling |1 Lot
Systems (e.g. Auxiliary Cooling Water,
Aqueous Ammonia Transfer, Aqueous
Ammonia Unloading, Closed Loop Cooling
Water, Oily Water Sump, Raw Water, Sulfuric
Acid, Scale Inhibitor, Sodium Hypochlorite,
Bromine, Non-Oxidizing Biocide, Oxygen
Scavenger,  Amine, Phosphate, etc.)
Foundation and Connections (as required by
CBCQC)
Cooling  Tower/Air Cooled Condenser |1 Lot
Structure, Foundation and Connections
Boiler — Auxiliary, Stack, Foundation and |1
Connections
Auxiliary Boiler SCR System Foundation and | 1 Lot
Connections
Compressors — Air Foundation(s) and |1 Lot
Connections
Compressors — Fuel Gas Foundation(s) and | 1 Lot
Connections
Pipeline — Water Supply 1
Pipeline — Recycled Water Supply 1
Pipeline — Natural Gas 1
Potable Water Systems 1 Lot
Chemical Containment Systems 1 Lot
Fire Suppression Systems 1Lot
Drainage Systems (including sanitary, storm | 1 Lot
drain, and waste)
Waste Water Evaporation Ponds (5 Acres |2
Each)
Building Energy Conservation Systems 1Lot
Temperature Control and Ventilation Systems | 1 Lot

(including water and sewer connections)
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Equipment/System Quantity

(Plant)
High Pressure Piping 1Lot
HVAC and Refrigeration Systems 1 Lot
GEN-3 The project owner shall make payments to the CBO for design

review, plan check and construction inspection based upon a
reasonable fee schedule to be negotiated between the project
owner and the CBO. These fees may be consistent with the fees
listed in the 1998 CBC [Chapter 1, Section 107 and Table I1-A,
Building Permit Fees; Appendix Chapter 33, Section 3310 and
Table A-33-A, Grading Plan Review Fees; and Table A-33-B,
Grading Permit Fees], adjusted for inflation and other appropriate
adjustments; may be based on the value of the facilities reviewed;
may be based on hourly rates; or may be as otherwise agreed by
the project owner and the CBO.

Verification: The project owner shall make the required payments to the CBO in
accordance with the agreement between the project owner and the CBO. The
project owner shall send a copy of the CBO'’s receipt of payment to the CPM in
the next Monthly Compliance Report indicating that the applicable fees have

been paid.

GEN-4

Prior to the start of rough grading, the project owner shall assign a
California registered architect, structural engineer or civil engineer,
as a resident engineer (RE), to be in general responsible charge of
the project [Building Standards Administrative Code (Cal. Code
Regs., tit. 24, 8§ 4-209, Designation of Responsibilities).] All
transmission facilities (lines, switchyards, switching stations, and
substations) are handled in Conditions of Certification in the
Transmission System Engineering section of this document.

The RE may delegate responsibility for portions of the project to
other registered engineers. Registered mechanical and electrical
engineers may be delegated responsibility for mechanical and
electrical portions of the project respectively. A project may be
divided into parts, provided each part is clearly defined as a distinct
unit. Separate assignment of general responsible charge may be
made for each designated part.

Protocol: The RE shall:

1.

Monitor construction progress of work requiring CBO design review
and inspection to ensure compliance with LORS;
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2. Ensure that construction of all the facilities subject to CBO design
review and inspection conforms in every material respect to the
applicable LORS, these Conditions of Certification, approved plans,
and specifications;

3. Prepare documents to initiate changes in the approved drawings
and specifications when directed by the project owner or as
required by conditions on the project;

4. Be responsible for providing the project inspectors and testing
agency (ies) with complete and up-to-date set(s) of stamped
drawings, plans, specifications and any other required documents;

5. Be responsible for the timely submittal of construction progress
reports to the CBO from the project inspectors, the contractor, and
other engineers who have been delegated responsibility for
portions of the project; and

6. Be responsible for notifying the CBO of corrective action or the
disposition of items noted on laboratory reports or other tests as not
conforming to the approved plans and specifications.

The RE shall have the authority to halt construction and to require
changes or remedial work, if the work does not conform to
applicable requirements.

If the RE or the delegated engineers are reassigned or replaced,
the project owner shall submit the name, qualifications and
registration number of the newly assigned engineer to the CBO for
review and approval. The project owner shall notify the CPM of the
CBO's approval of the new engineer.

Verification: At least thirty (30) days (or project owner and CBO approved
alternative timeframe) prior to the start of rough grading, the project owner shall
submit to the CBO for review and approval, the resume and registration number
of the RE and any other delegated engineers assigned to the project. The
project owner shall notify the CPM of the CBO’s approvals of the RE and other
delegated engineer(s) within five days of the approval.

If the RE or the delegated engineer(s) are subsequently reassigned or replaced,
the project owner has five days in which to submit the resume and registration
number of the newly assigned engineer to the CBO for review and approval. The
project owner shall notify the CPM of the CBO’s approval of the new engineer
within five days of the approval.

GEN-5 Prior to the start of construction, the project owner shall assign at

least one of each of the following California registered engineers to
the project: A) a civil engineer; B) a geotechnical engineer or a civil
engineer experienced and knowledgeable in the practice of soils
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engineering; C) a design engineer, who is either a structural
engineer or a civil engineer fully competent and proficient in the
design of power plant structures and equipment supports; D) a
mechanical engineer; and E) an electrical engineer. [California
Business and Professions Code section 6704 et seq., and sections
6730 and 6736 require state registration to practice as a civil
engineer or structural engineer in California.] All transmission
facilities (lines, switchyards, switching stations, and substations)
are handled in Conditions of Certification in the Transmission
System Engineering section of this document.

The tasks performed by the civil, mechanical, electrical or design
engineers may be divided between two or more engineers, as long
as each engineer is responsible for a particular segment of the
project (e.g., proposed earthwork, civil structures, power plant
structures, equipment support). No segment of the project shall
have more than one responsible engineer. The transmission line
may be the responsibility of a separate California registered
electrical engineer.

Protocols:  The project owner shall submit to the CBO for review and
approval, the names, qualifications, and registration numbers of all
responsible engineers assigned to the project [1998 CBC, Section 104.2,
Powers and Duties of Building Official].

If any one of the designated responsible engineers is subsequently
reassigned or replaced, the project owner shall submit the name,
qualifications and registration number of the newly assigned responsible
engineer to the CBO for review and approval. The project owner shall
notify the CPM of the CBO’s approval of the new engineer.

The civil engineer shall:

1. Design, or be responsible for design, stamp and sign all plans,
calculations, and specifications for proposed site work, civil works,
and related facilities requiring design review and inspection by the
CBO. At a minimum, these include: grading, site preparation,
excavation, compaction, construction of secondary containment,
foundations, erosion and sedimentation control structures, drainage
facilities, underground utilities, culverts, site access roads, and
sanitary sewer systems; and

2. Provide consultation to the RE during the construction phase of the
project, and recommend changes in the design of the civil works
facilities and changes in the construction procedures.

The geotechnical engineer or civii engineer, experienced and
knowledgeable in the practice of soils engineering, shall:
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1. Review all the engineering geology reports, and prepare final soils
grading report;

2. Prepare the soils engineering reports required by the 1998 CBC,
Appendix Chapter 33, Section 3309.5, Soils Engineering Report;
and Section 3309.6, Engineering Geology Report;

3. Be present, as required, during site grading and earthwork to
provide consultation and monitor compliance with the requirements
set forth in the 1998 CBC, Appendix Chapter 33, Section 3317,
Grading Inspections;

Recommend field changes to the civil engineer and RE;

5. Review the geotechnical report, field exploration report, laboratory
tests, and engineering analyses detailing the nature and extent of
the site soils that may be susceptible to liquefaction, rapid
settlement or collapse when saturated under load; and

6. Prepare reports on foundation investigation to comply with the 1998
CBC, Chapter 18 section 1804, Foundation Investigations.

This engineer shall be authorized to halt earthwork and to require changes
if site conditions are unsafe or do not conform with predicted conditions
used as a basis for design of earthwork or foundations [1998 CBC, section
104.2.4, Stop orders].

The design engineer shall:

1. Be directly responsible for the design of the proposed structures
and equipment supports;

2. Provide consultation to the RE during design and construction of
the project;

3. Monitor construction progress to ensure compliance with
engineering LORS;

4. Evaluate and recommend necessary changes in design; and

5. Prepare and sign all major building plans, specifications and
calculations.

The mechanical engineer shall be responsible for, and sign and stamp a
statement with, each mechanical submittal to the CBO, stating that the
proposed final design plans, specifications, and calculations conform with
all of the mechanical engineering design requirements set forth in the
Energy Commission’s Decision.

The electrical engineer shall:
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Be responsible for the electrical design of the project; and

2. Sign and stamp electrical design drawings, plans, specifications,
and calculations.

Verification: At least thirty (30) days (or project owner and CBO approved
alternative timeframe) prior to the start of rough grading, the project owner shall
submit to the CBO for review and approval, the resumes and registration
numbers of all the responsible engineers assigned to the project. The project
owner shall notify the CPM of the CBO’s approvals of the engineers within five
days of the approval.

If the designated responsible engineer is subsequently reassigned or replaced,
the project owner has five days in which to submit the resume and registration
number of the newly assigned engineer to the CBO for review and approval. The
project owner shall notify the CPM of the CBO’s approval of the new engineer
within five days of the approval.

GEN-6 Prior to the start of an activity requiring special inspection, the
project owner shall assign to the project, qualified and certified
special inspector(s) who shall be responsible for the special
inspections required by the 1998 CBC, Chapter 17[Section 1701,
Special Inspections; Section, 1701.5, Type of Work (requiring
special inspection)]; and Section 106.3.5, Inspection and
Observation Program. All transmission facilities (lines, switchyards,
switching stations, and substations) are handled in Conditions of
Certification in the Transmission System Engineering section of this
document.

Protocols:

The special inspector shall:

1. Be a qualified person who shall demonstrate competence, to the
satisfaction of the CBO, for inspection of the particular type of
construction requiring special or continuous inspection;

2. Observe the work assigned for conformance with the approved
design drawings and specifications;

3. Furnish inspection reports to the CBO and RE. All discrepancies
shall be brought to the immediate attention of the RE for correction,
then, if uncorrected, to the CBO and the CPM for corrective action
[1998 CBC, Chapter 17, Section 1701.3, Duties and
Responsibilities of the Special Inspector]; and

4. Submit a final signed report to the RE, CBO, and CPM, stating
whether the work requiring special inspection was, to the best of
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the inspector’'s knowledge, in conformance with the approved plans
and specifications and the applicable provisions of the applicable
edition of the CBC.

5. A certified weld inspector, certified by the American Welding
Society (AWS), and/or American Society of Mechanical Engineers
(ASME) as applicable, shall inspect welding performed onsite
requiring special inspection (including structural, piping, tanks and
pressure vessels).

Verification: At least fifteen (15) days (or project owner and CBO approved
alternative timeframe) prior to the start of an activity requiring special inspection,
the project owner shall submit to the CBO for review and approval, with a copy to
the CPM, the name(s) and qualifications of the certified weld inspector(s), or
other certified special inspector(s) assigned to the project to perform one or more
of the duties set forth above. The project owner shall also submit to the CPM a
copy of the CBO'’s approval of the qualifications of all special inspectors in the
next Monthly Compliance Report.

If the special inspector is subsequently reassigned or replaced, the project owner
has five days in which to submit the name and qualifications of the newly
assigned special inspector to the CBO for approval. The project owner shall
notify the CPM of the CBO'’s approval of the newly assigned inspector within five
days of the approval.

GEN-7 If any discrepancy in design and/or construction is discovered in
any engineering work that has undergone CBO design review and
approval, the project owner shall document the discrepancy and
recommend the corrective action required [1998 CBC, Chapter 1,
Section 108.4, Approval Required; Chapter 17, Section 1701.3,
Duties and Responsibilities of the Special Inspector; and Appendix
Chapter 33, Section 3317.7, Notification of Noncompliance]. The
discrepancy documentation shall be submitted to the CBO for
review and approval. The discrepancy documentation shall
reference this Condition of Certification and, if appropriate, the
applicable sections of the CBC and/or other LORS.

Verification: The project owner shall transmit a copy of the CBO’s approval of
any corrective action taken to resolve a discrepancy to the CPM in the next
Monthly Compliance Report. If any corrective action is disapproved, the project
owner shall advise the CPM, within five days, of the reason for disapproval and
the revised corrective action to obtain CBO’s approval.

GEN-8 The project owner shall obtain the CBO’s final approval of all
completed work that has undergone CBO design review and
approval. The project owner shall request the CBO to inspect the
completed structure and review the submitted documents. When
the work and the “as-built” and “as graded” plans conform to the
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approved final plans, the project owner shall notify the CPM
regarding the CBO’s final approval. The marked up “as-built”
drawings for the construction of structural and architectural work
shall be submitted to the CBO. Changes approved by the CBO
shall be identified on the “as-built” drawings [1998 CBC, Section
108, Inspections]. The project owner shall retain one set of
approved engineering plans, specifications, and calculations at the
project site or at another accessible location during the operating
life of the project [1998 CBC, Section 106.4.2, Retention of Plans].

Verification: Within fifteen (15) days of the completion of any work, the project
owner shall submit to the CBO, with a copy to the CPM in the next Monthly
Compliance Report, (a) a written notice that the completed work is ready for final
inspection, and (b) a signed statement that the work conforms to the final
approved plans. After storing final approved engineering plans, specifications
and calculations as described above, the project owner shall submit to the CPM
a letter stating that the above documents have been stored and indicate the
storage location of such documents.

CIVIL-1 The project owner shall submit to the CBO for review and approval
the following:

Design of the proposed drainage structures and the grading plan;
An erosion and sedimentation control plan;

Related calculations and specifications, signed and stamped by
the responsible civil engineer; and

Soils report as required by the 1998 CBC [Appendix Chapter 33,
Section 3309.5, Soils Engineering Report and Section 3309.6,
Engineering Geology Report].

Verification: At least fifteen (15) days (or project owner and CBO approved
alternative timeframe) prior to the start of site grading, the project owner shall
submit the documents described above to the CBO for design review and
approval. In the next Monthly Compliance Report following the CBO’s approval,
the project owner shall submit a written statement certifying that the documents
have been approved by the CBO.

CIVIL-2 The resident engineer shall, if appropriate, stop all earthworks and
construction in the affected areas when the responsible
geotechnical engineer or civil engineer experienced and
knowledgeable in the practice of soils engineering identifies
unforeseen adverse soil or geologic conditions. The project owner
shall submit modified plans, specifications, and calculations to the
CBO based on these new conditions. The project owner shall
obtain approval from the CBO before resuming earthwork and
construction in the affected area [1998 CBC, Section 104.2.4, Stop
orders].
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Verification: The project owner shall notify the CPM within 24 hours, when
earthwork and construction is stopped because of unforeseen adverse
geologic/soil conditions. Within 24 hours of the CBO’s approval to resume
earthwork and construction in the affected areas, the project owner shall provide
to the CPM a copy of the CBO’s approval.

CIVIL-3 The project owner shall perform inspections in accordance with the
1998 CBC, Chapter 1, Section 108, Inspections; Chapter 17,
Section 1701.6, Continuous and Periodic Special Inspection; and
Appendix Chapter 33, Section 3317, Grading Inspection. All plant
site-grading operations for which a grading permit is required shall
be subject to inspection by the CBO.

Protocol: If, in the course of inspection, it is discovered that the work is
not being performed in accordance with the approved plans, the
discrepancies shall be reported immediately to the resident engineer, the
CBO, and the CPM [1998 CBC, Appendix Chapter 33, Section 3317.7,
[Notification of Noncompliance]. The project owner shal prepare a written
report detailing all discrepancies and noncompliance items, and the
proposed corrective action, and send copies to the CBO and the CPM.

Verification: Within five (5) days of the discovery of any discrepancies, the
resident engineer shal transmit to the CBO and the CPM a Non-Conformance
Report (NCR), and the proposed corrective action. Within five days of resolution
of the NCR, the project owner shall submit the details of the corrective action to
the CBO and the CPM. A list of NCRs, Pbr the reporting month, shall also be
included in the following Monthly Compliance Report.

CIVIL-4 After completion of finished grading and erosion and sedimentation
control and drainage facilities, the project owner shall obtain the
CBO'’s approval of the final “as-graded” grading plans, and final “as-
built” plans for the erosion and sedimentation control facilities [1998
CBC, Section 109, Certificate of Occupancy].

Verification: Within thirty (30) days of the completion of the erosion and
sediment control mitigation and drainage facilities, the project owner shall submit
to the CBO the responsible civil engineer’s signed statement that the installation
of the facilities and all erosion control measures were completed in accordance
with the final approved combined grading plans, and that the facilities are
adequate for their intended purposes. The project owner shall submit a copy of
this report to the CPM in the next Monthly Compliance Report.

STRUC-1  Prior to the start of any increment of construction of any major
structure or component listed in Table 1 of Condition of Certification
GEN-2, above, the project owner shall submit to the CBO for
design review and approval the proposed lateral force procedures
for project structures and the applicable designs, plans and
drawings for project structures. Proposed lateral force procedures,
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designs, plans, and drawings shall be those for the following items
(from Table 1, above):

1. Major project structures;

2. Major foundations, equipment supports and anchorage;
3. Large field fabricated tanks;

4. Turbine/generator pedestal; and

5. Switchyard structures.

Construction of any structure or component shall not commence
until the CBO has approved the lateral force procedures to be
employed in designing that structure or component.

Protocol: The project owner shall:

1. Obtain approval from the CBO of lateral force procedures proposed
for project structures;

2. Obtain approval from the CBO for the final design plans,
specifications, calculations, soils reports, and applicable quality
control procedures. If there are conflicting requirements, the more
stringent shall govern (i.e., highest loads, or lowest allowable
stresses shall govern). All plans, calculations, and specifications for
foundations that support structures shall be filed concurrently with
the structure plans, calculations, and specifications [1998 CBC,
Section 108.4, Approval Required];

3. Submit to the CBO the required number of copies of the structural
plans, specifications, calculations, and other required documents of
the designated major structures at least 60 days (or a lesser
number of days mutually agreed to by the project owner and the
CBO) prior to the start of on-site fabrication and installation of each
structure, equipment support, or foundation [1998 CBC, Section
106.4.2, Retention of plans and Section 106.3.2, Submittal
documents]; and

4. Ensure that the final plans, calculations, and specifications clearly
reflect the inclusion of approved criteria, assumptions, and methods
used to develop the design. The final designs, plans, calculations
and specifications shall be signed and stamped by the responsible
design engineer [1998 CBC, Section 106.3.4, Architect or Engineer
of Record].

Verification: At least thirty (30) days (or project owner and CBO approved
alternative timeframe) prior to the start of any increment of construction of any
structure or component listed in Table 1 of Condition of Certification GEN-2
above, the project owner shall submit to the CBO, with a copy to the CPM, the
responsible design engineer's signed statement that the final design plans,
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specifications and calculations conform with all of the requirements set forth in
the Energy Commission’s Decision.

If the CBO discovers non-conformance with the stated requirements, the project
owner shall resubmit the corrected plans to the CBO within twenty (20) days of
receipt of the nonconforming submittal with a copy of the transmittal letter to the
CPM.

The project owner shall submit to the CPM a copy of a statement from the CBO
that the proposed structural plans, specifications, and calculations have been
approved and are in conformance with the requirements set forth in the
applicable engineering LORS.

STRUC-2  The project owner shall submit to the CBO the required number of
sets of the following documents related to work that has undergone
CBO design review and approval:

1. Concrete cylinder strength test reports (including date of
testing, date sample taken, design concrete strength, tested
cylinder strength, age of test, type and size of sample,
location and quantity of concrete placement from which
sample was taken, and mix design designation and
parameters);

Concrete pour sign-off sheets;

Bolt torque inspection reports (including location of test,
date, bolt size, and recorded torques);

4. Field weld inspection reports (including type of weld, location
of weld, inspection of non- destructive testing (NDT)
procedure and results, welder qualifications, certifications,
qualified procedure description or number (ref: AWS); and

5. Reports covering other structural activities requiring special
inspections shall be in accordance with the 1998 CBC,
Chapter 17, Section 1701, Special Inspections; Section
1701.5, Type of Work (requiring special inspection); Section
1702, Structural Observation and Section 1703,
Nondestructive Testing.

Verification: If a discrepancy is discovered in any of the above data, the project
owner shall, within five (5) days, prepare and submit an NCR describing the
nature of the discrepancies to the CBO, with a copy of the transmittal letter to the
CPM [1998 CBC, Chapter 17, Section 1701.3, Duties and Responsibilities of the
Special Inspector]. The NCR shall reference the Condition(s) of Certification and
the applicable CBC chapter and section. Within five (5) days of resolution of the
NCR, the project owner shall submit a copy of the corrective action to the CBO
and the CPM.
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The project owner shall transmit a copy of the CBO’s approval or disapproval of
the corrective action to the CPM within fifteen (15) days. If disapproved, the
project owner shall advise the CPM, within five days, the reason for disapproval,
and the revised corrective action to obtain CBO’s approval.

STRUC-3  The project owner shall submit to the CBO design changes to the
final plans required by the 1998 CBC, Chapter 1, Section 106.3.2,
Submittal documents, and Section 106.3.3, Information on plans
and specifications, including the revised drawings, specifications,
calculations, and a complete description of, and supporting
rationale for, the proposed changes, and shall give the CBO prior
notice of the intended filing.

Verification: On a schedule suitable to the CBO, the project owner shall notify
the CBO of the intended filing of design changes, and shall submit the required
number of sets of revised drawings and the required number of copies of the
other above-mentioned documents to the CBO, with a copy of the transmittal
letter to the CPM. The project owner shall notify the CPM, via the Monthly
Compliance Report, when the CBO has approved the revised plans.

STRUC-4 Tanks and vessels containing quantities of toxic or hazardous
materials exceeding amounts specified in Chapter 3, Table 3-E of
the 1998 CBC shall, at a minimum, be designed to comply with
Occupancy Category 2 of the 1998 CBC.

Verification: At least thirty (30) days (or project owner and CBO approved
alternate timeframe) prior to the start of installation of the tanks or vessels
containing the above specified quantities of toxic or hazardous materials, the
project owner shall submit to the CBO for design review and approval final
design plans, specifications, and calculations, including a copy of the signed and
stamped engineer’s certification.

The project owner shall send copies of the CBO approvals of plan checks to the
CPM in the following Monthly Compliance Report. The project owner shall also
transmit a copy of the CBO’s inspection approvals to the CPM in the Monthly
Compliance Report following completion of any inspection.

MECH-1 The project owner shall submit, for CBO design review and
approval, the proposed final design, specifications, and calculations
for each plant major piping and plumbing system listed in Table 1,
Condition of Certification GEN-2, above. Physical layout drawings
and drawings not related to code compliance and life safety need
not be submitted. The submittal shall also include the applicable
QA/QC procedures. Upon completion of construction of any such
major piping or plumbing system, the project owner shall request
the CBO’s inspection approval of said construction [1998 CBC,
Section 106.3.2, Submittal Documents; Section 108.3, Inspection
Requests; Section 108.4, Approval Required; 1998 California
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Plumbing Code, Section 103.5.4, Inspection Request; Section
301.1.1, Approval].

Protocol: The responsible mechanical engineer shall stamp and sign
all plans, drawings and calculations for the major piping and plumbing
systems subject to the CBO design review and approval, and submit a
signed statement to the CBO when the said proposed piping and plumbing
systems have been designed, fabricated and installed in accordance with
all of the applicable laws, ordinances, regulations and industry standards
[Section 106.3.4, Architect or Engineer of Record], which may include, but
not be limited to:

1. American National Standards Institute (ANSI) B31.1 (Power Piping
Code);

ANSI B31.2 (Fuel Gas Piping Code);
ANSI B31.3 (Chemical Plant and Petroleum Refinery Piping Code);
ANSI B31.8 (Gas Transmission and Distribution Piping Code);

Title 24, California Code of Regulations, Part 5 (California Plumbing
Code);

6. Title 24, California Code of Regulations, Part 6 (California Energy
Code, for building energy conservation systems and temperature
control and ventilation systems);

ok W

7. Title 24, California Code of Regulations, Part 2 (California Building
Code); and

8. Specific City/County code.

The CBO may deputize inspectors to carry out the functions of the code
enforcement agency [1998 CBC, Section 104.2.2, Deputies].

Verification: At least thirty (30) days (or project owner and CBO approved
alternative timeframe) prior to the start of any increment of major piping or
plumbing construction listed in Table 1, Condition of Certification GEN-2 above,
the project owner shall submit to the CBO for design review and approval the
final plans, specifications and calculations, including a copy of the signed and
stamped statement from the responsible mechanical engineer certifying
compliance with the applicable LORS, and shall send the CPM a copy of the
transmittal letter in the next Monthly Compliance Report.

The project owner shall transmit to the CPM, in the Monthly Compliance Report
following completion of any inspection, a copy of the transmittal letter conveying
the CBO'’s inspection approvals.

MECH-2 For all pressure vessels installed in the plant, the project owner

shall submit to the CBO and California Occupational Safety and
Health Administration (Cal-OSHA), prior to operation, the code
certification papers and other documents required by the applicable
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LORS. Upon completion of the installation of any pressure vessel,
the project owner shall request the appropriate CBO and/or Cal-
OSHA inspection of said installation [1998 CBC, Section 108.3,
Inspection Requests].

Protocol: The project owner shall:

1. Ensure that all boilers and fired and unfired pressure vessels are
designed, fabricated and installed in accordance with the appropriate
section of the American Society of Mechanical Engineers (ASME) Boiler
and Pressure Vessel Code, or other applicable code. Vendor certification,
with identification of applicable code, shall be submitted for prefabricated
vessels and tanks; and

2. Have the responsible design engineer submit a statement to the
CBO that the proposed final design plans, specifications and calculations
conform to all of the requirements set forth in the appropriate ASME Boiler
and Pressure Vessel Code or other applicable codes.

Verification: At least thirty (30) days (or project owner and CBO approved
alternative timeframe) prior to the start of on-site fabrication or installation of any
pressure vessel, the project owner shall submit to the CBO for design review and
approval, the above listed documents, including a copy of the signed and
stamped engineer’s certification, with a copy of the transmittal letter to the CPM.

The project owner shall transmit to the CPM, in the Monthly Compliance Report
following completion of any inspection, a copy of the transmittal letter conveying
the CBO’s and/or Cal-OSHA inspection approvals.

MECH-3 The project owner shall submit to the CBO for design review and
approval the design plans, specifications, calculations and quality
control procedures for any heating, ventilating, air conditioning
(HVAC) or refrigeration system. Packaged HVAC systems, where
used, shall be identified with the appropriate manufacturer’s data
sheets.

Protocol: The project owner shall design and install all HVAC and
refrigeration systems within buildings and related structures in accordance
with the CBC and other applicable codes. Upon completion of any
increment of construction, the project owner shall request the CBO’s
inspection and approval of said construction. The final plans,
specifications, and calculations shall include approved criteria,
assumptions, and methods used to develop the design. In addition, the
responsible mechanical engineer shall sign and stamp all plans, drawings
and calculations and submit a signed statement to the CBO that the
proposed final design plans, specifications and calculations conform with
the applicable LORS [1998 CBC, Section 108.7, Other Inspections;
Section 106.3.4, Architect or Engineer of Record].
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Verification: At least thirty (30) days (or project owner and CBO approved
alternative timeframe) prior to the start of construction of any HVAC or
refrigeration system, the project owner shall submit to the CBO the required
HVAC and refrigeration calculations, plans and specifications, including a copy of
the signed and stamped statement from the responsible mechanical engineer
certifying compliance with the CBC and other applicable codes, with a copy of
the transmittal letter to the CPM.

ELEC-1

Prior to the start of any increment of electrical construction for
electrical equipment and systems 480 volts and higher, listed
below, with the exception of underground duct work and any
physical layout drawings and drawings not related to code
compliance and life safety, the project owner shall submit, for CBO
design review and approval, the proposed final design,
specifications and calculations [CBC 1998, Section 106.3.2,
Submittal documents]. Upon approval, the above listed plans,
together with design changes and design change notices, shall
remain on the site or at another accessible location for the
operating life of the project. The project owner shall request that
the CBO inspect the installation to ensure compliance with the
requirements of applicable LORS [1998 CBC, Section 108.4,
Approval Required, and Section 108.3, Inspection Requests]. All
transmission facilities (lines, switchyards, switching stations, and
substations) are handled in Conditions of Certification in the
Transmission System Engineering section of this document.

Protocols: Final plant design plans to include:

1. one-line diagrams for the 13.8 kV, 4.16 kV and 480 V
systems; and

2. system grounding drawings.

Final plant calculations to establish:

short-circuit ratings of plant equipment;
ampacity of feeder cables;
voltage drop in feeder cables;

system grounding requirements;

AN I .

coordination study calculations for fuses, circuit breakers
and protective relay settings for the 13.8 kV, 4.16 kV and
480 V systems;

6. system grounding requirements; and

7. lighting energy calculations.
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The following activities shall be reported to the CPM in the
Monthly Compliance Report:

receipt or delay of major electrical equipment;

testing or energization of major electrical equipment; and
a signed statement by the registered electrical engineer
certifying that the proposed final design plans and
specifications conform to requirements set forth in the
Energy Commission Decision.

a signed statement by the registered electrical engineer
certifying that the proposed final design plans and
specifications conform to requirements set forth in the
Energy Commission Decision.

Verification: At least thirty (30) days (or project owner and CBO approved
alternative timeframe) prior to the start of each increment of electrical
construction, the project owner shall submit to the CBO for design review and
approval the above listed documents. The project owner shall include in this
submittal a copy of the signed and stamped statement from the responsible
electrical engineer attesting compliance with the applicable LORS, and shall
send the CPM a copy of the transmittal letter in the next Monthly Compliance
Report.
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B. POWER PLANT EFFICIENCY

The Energy Commission makes findings as to whether energy use by the SJVEC
will result in significant adverse impacts on the environment, as defined in the
California Environmental Quality Act (CEQA). If the Energy Commission finds
that the SIJVEC consumption of energy creates a significant adverse impact, it
must determine whether there are any feasible mitigation measures that could
eliminate or minimize the impacts. In this analysis, we address the issue of

inefficient and unnecessary consumption of energy.

SUMMARY OF THE EVIDENCE

As proposed, the SIVEC is an exclusively natural gas burning facility that would engage:

three Siemens-Westinghouse 501FD combustion turbine generators with
inlet air fogging systems and steam injection, producing approximately
183 MW each at average ambient conditions with inlet air fogging and no
steam injection;

three multi-pressure heat recovery steam generators (HRSGs) with duct
burners; and

one three-pressure, reheat, condensing steam turbine generator
producing a maximum of 512 MW (average ambient conditions). (Ex. 2a,
p.5.3-2.)

The facility would be arranged in a three-on-one combined cycle train, totaling
approximately 1,060 MW at average ambient conditions. Staff testified that
under expected project conditions, the SIJVEC would burn natural gas at a
nominal rate of 120 billion Btu per day lower heating value (LHV). Under
expected project conditions, electricity would be generated:

at a baseload (840 MW) efficiency of approximately 53.2 percent LHV;

at an additional peaking capacity (up to 220 MW) with an incremental
efficiency of 41 to 42 percent LHV,

yielding a full load (up to 1,060 MW) efficiency ranging from 51 to 51.5
percent LHV. (EX. 2a, pp. 5.3-2/3.)

Staff concluded that SJVEC's generating efficiency of approximately 56 percent
LHV compares favorably to the average fuel efficiency of a typical 1960s-era
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utility company baseload power plant at approximately 35 percent LHV. Further,
Staff concluded that:

SJVEC's natural gas would be supplied from the existing PG&E system
via PG&E’s Line 401 and Line 2 (located approximately 20 miles west of
the SJVEC site);

Line 401 is capable of delivering the required quantity of gas to the
SJVEC;

PG&E gas supply infrastructure is extensive, with access to vast reserves
of gas from Canada and the southwest United States, thus it offers far
more gas supply than would be required for a project this size so that it is
highly unlikely that the SJVEC could represent a substantial increase in
demand for natural gas in California;

SJVEC's project configuration (combined cycle) and generating equipment
(F-class gas turbines) represent the most efficient and feasible
combination to satisfy the project objectives, which include competing as a
merchant plant, generating energy for sale on the spot market, and
directly to customers via short-, mid- and long-term contracts;

There are no alternatives that could significantly reduce energy
consumption.

No cumulative impacts on energy resources are likely; and

Closure of the facility will not present significant impacts on electric system
efficiency. (Ex. 2a, pp. 5.3-3/8.)

FINDINGS AND CONCLUSIONS

Based on the uncontroverted evidence of record, the Energy Commission finds as follows:

1. The SJVEC project will not create significant adverse effects on energy
supplies or resources in California.

2. The SJVEC project will not consume energy in a wasteful or inefficient
manner.
3. The SJVEC project will consist of three “f’-class combustion turbine

generators with inlet air fogging systems and power augmentation via
steam injection generating approximately 183 MW each at base load
under average ambient conditions, three multi-pressure heat recovery
steam generators (HRSGs) with duct burners, and one three pressure,
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reheat, condensing steam turbine generator generating approximately
512-MW under average ambient conditions with maximum HRSG duct
firing, arranged in a three-on-one combined cycle configuration, totaling
approximately 840-MW at base load, with up to an additional 220-MW of
peaking capacity provided by HRSG duct burners and combustion turbine
power augmentation via steam injection.

We therefore conclude that the SIJVEC project will not cause any significant
adverse impacts to energy supplies or energy resources. The project will
conform will all applicable laws, ordinances, regulations, and standards (LORS)
related to Power Plant Efficiency. No Conditions of Certification are proposed

concerning the topic of Power Plant Efficiency.
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C. POWER PLANT RELIABILITY

In this analysis, the Energy Commission addresses the reliability issues of the
project to determine if the power plant is likely to be built in accordance with
typical industry norms for reliability of power generation. This level of reliability is
useful as a benchmark because the resulting project would likely not degrade the

overall reliability of the electric system it serves. (Ex. 2a, p. 5.4-1.)

SUMMARY OF THE EVIDENCE

Staff concluded that the SJVEC project would be:

built and operated in a manner consistent with industry norms for reliable
operation, and that Applicant’'s predicted equivalent availability factor in
the 92 to 98 percent range is achievable in light of the industry norm of
91.5 percent for this type of plant;

designed with appropriate functional redundancy to ensure its reliable
performance over an intended 30-year life span, and that the facility would
implement quality assurance/quality control programs during design,
procurement, construction, and operation to ensure acceptable reliability;
and

serviced by natural gas and water supplies in adequate quantity. (Ex. 2a,
p.5.4-1, 3/5, 7/8.)

Flooding

The site is essentially flat with an elevation of approximately 170 feet above
mean sea level and is not within either the 100- or 500-year flood plain.
Applicant will employ a storm water detention pond to limit storm water
discharges to pre-construction flow rates. Staff believes there are no concerns
with the power plant functional reliability due to flooding events. (Ex. 2a, p. 5.4-
6.)
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Seismic Shaking

The site lies within Seismic Zone 3 (as delineated on Figure 16-2 of the California
Building Code (CBC).) The SJVEC project would be designed and constructed
based upon the latest appropriate LORS, which include the CBC. Compliance
with current LORS (the CBC’s applicable seismic design requirements)
represents an upgrade to performance during seismic shaking compared to older
facilities, because the CBC is revised when necessary to keep it current. CBC
compliance will ensure that the SJVEC is constructed following the latest seismic
design LORS. Staff therefore believes that the SJVEC project will likely perform
at least as well as, and perhaps better than, existing plants in the electric power
system and that there is no real concern over its reliability affecting the electric
system’s reliability due to seismic events. (Ex. 2a, p. 5.4-6; see Facility Design
Condition GEN-1, supra.)

FINDINGS AND CONCLUSIONS

Based on the uncontroverted evidence of record, the Energy Commission makes

the following findings:

1. The SJVEC project will ensure equipment availability by implementing
quality assurance/quality control programs during design, procurement,
construction, and operation of the plant and by providing for adequate
maintenance and repair of the equipment and systems.

2. There is adequate fuel and water availability and capacity for project
operations.
3. In light of the historical performance of California power plants and the

electrical system in seismic events, there is no special concern with power
plant functional reliability affecting the electric system’s reliability due to
seismic events.

4. The SJVEC project's estimated 92-98 percent availability factor is
consistent with, or exceeds industry norms for power plant reliability.
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We therefore conclude that the project will not have an adverse effect on system

reliability. No Conditions of Certification are required for this topic.
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D. TRANSMISSION SYSTEM ENGINEERING

The WarrenAlquist Act requires the Energy Commission to “prepare a written

decision that includes:

Specific provisions relating to the manner in which the proposed facility is
to be designed, sited, and operated in order to protect environmental
quality and assure public health and safety, and

Findings regarding the conformity of the proposed site and related
facilities...with public safety standards...and with other relevant local,

regional, state and federal standards, ordinances, or laws. (Pub. Res.
Code, § 25523 (a) & (d) 1.)

SUMMARY OF THE EVIDENCE

Located in the City of San Joaquin, the proposed SJVEC would interconnect
1,500 feet to the south with the existing PG&E transmission network through
PG&E’s Helm Substation. PG&E’s transmission network in the City of San
Joaquin is part of the Greater Fresno [Transmission] Area and, according to
PG&E's draft study, which is contained in the “Greater Fresno Area Long Term
Supply Planning Report™:

[The Greater Fresno Area] “primarily imports electric transmission
power through eleven 230 kV circuits and one 115 kV double circuit
tower.” (Exs. 3G, p. 84; 2a, p. 5.5-4.)

Applicant provided a System Impact Study (SIS) for the SIJVEC that studied the
impacts of the proposed project on PG&E’s network in the Greater Fresno Area.
According to Staff, the SIS concluded that SJVEC’s operation could result in
several normal overloads and many contingency overloads. Staff in turn
identified three transmission lines whose reconductoring is a reasonably
foreseeable consequence of SJVEC's operation. (Exs. 3G, p. 84; 3G.1; 2a, p.
5.5-4; 2b, p. 4-28.)
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Applicant plans to construct approximately 1,500 feet of new double-circuit
230-kV overhead transmission lines for the interconnection to the PG&E
electrical grid. As proposed, the SJVEC will connect by looping the Panoche—
McCall 230 kV line and the Panoche—Kearney 230 kV line into the SJVEC
switchyard.  This would require two new double circuit 230 kV lines
approximately 1,500 feet in length. These lines would use the same right-of-way
and would change the existing PG&E network by looping into two lines. The
existing Panoche—McCall (Helm) 230 kV line would become the Panoche-—
SJVEC 230 kV line and the SJVEC—-McCall 230 kV line. The existing Panoche—
Kearney 230 kV line would become the Panoche—Helm 230 kV, and the SIVEC-
Kearney 230 kV lines. The new lines would be constructed with 954 thousand
circular mills (kcmil) 45/7 ACSS “rail” or a similar conductor. Applicant, PG&E,
the California Independent System Operation (Cal-ISO) and the CEC staff have
all concluded that the proposed interconnection will comply with all LORS and
will have no impact on PG&E’s transmission system.'® (Exs. 3G, p. 84; 3G.1-
3G.3; 2a, p. 5.5-1/3-4.)

Staff concluded that reconductoring of the Helm and Kearney 230 kV lines and
the Panoche—Helm #1 and #2 circuits would result in local system benefits to
include:

providing considerably greater flexibility in routing power in the Greater
Fresno Area transmission network, even should the San Joaquin Valley
Energy Center not be built;

ensuring that the SJVEC could generate at its rated net maximum
generation output of 1,097-MW; and

® The cal-ISO is responsible for ensuring electric system reliability for all participating

transmission owners. In addition, the Cal-ISO determines both the standards necessary to
achieve reliability, and whether a proposed project conforms to those standards. On December
14, 2001, the Cal-1SO issued a preliminary approval to connect the SJVEC to the PG&E network.
The Cal-ISO will grant final approval for interconnection based on the results of the Detailed
Facility Study. (Exs. 3G, p. 84; 3G.2; 2a, p. 5.5-6.)

88



increasing the capacity and reliability of power deliveries to and from the
Greater Fresno Area.’* (Exs. 3G, p. 84; 3G.4; 2a, p. 5.5-4; 2b, p. 4-28.)

Finally, Staff concluded that SJVEC’s operation in conjunction with existing and
anticipated generation projects in California could have significant negative
cumulative impacts. SJVEC'’s proposed location in the Greater Fresno Area
places the project near a significant load center and the size of the plant (1,097-
MW) places a significant stress on the existing transmission network as the SIS
identified. The Cal-ISO will identify those additional mitigation measures that are
necessary to address cumulative impacts beyond the Energy Commission’s
jurisdiction. We have imposed here the necessary mitigation to ensure that the
SJVEC'’s direct and indirect impacts are less than significant. Other, currently
unknown, plants located in the Greater Fresno Area will also have impacts on the
transmission network and could require significant downstream facilities.
Impacts of these potential projects will be analyzed and mitigated as part of the

application process of each project. (Exs. 2a, p. 5.5-7; 2b, p. 4-28.)

At our Committee Conference on December 23, 2003, the Committee accepted
the parties’ stipulation to reopen our ewvidentiary record to accept Staff's
November 19, 2003, supplemental analysis of reconductoring (Supplemental
Analysis). Our Exhibit List herein is amended to accept the Supplemental
Analysis as Exhibit 3G.5. We agree with Staff's conclusions in the Supple mental
Analysis of no environmental impact due to reconductoring. (12/23/03 RT 4:14-
6:5;14:6-16.)

14 staff also concluded that other parts of the transmission and distribution system in the Greater
Fresno Area might also have to be upgraded in order to take full advantage of the increased
capacity of the Helm-Kearney 230-kV and the Panoche-Helm #1 and #2 lines. However, these
“downstream upgrades” would be outside of the Energy Commission’s jurisdiction. (Exs. 3G, p.
84; 2a, p. 5.5-4; 2b, p. 4-28.)
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FINDINGS AND CONCLUSIONS

Based on the uncontroverted evidence of record, the Energy Commission makes
the following findings:

1. Applicant provided a System Impact/Facilities Study to analyze any
potential reliability and congestion impacts that could occur when the
proposed project interconnects to PG&E’s transmission grid.

2. With implementation of the proposed Conditions of Certification, the
proposed project will comply with applicable federal, state, and local
LORS.

3. The analysis contained in the testimony of record establishes that the

proposed SJVEC switchyard and interconnection facilities to PG&E'’s

transmission grid will be adequate and reliable.
We therefore conclude that with the implementation of the various mitigation
measures specified in this Decision, the proposed transmission interconnect for
the project will not contribute to significant direct, indirect, or cumulative
environmental impacts within the Energy Commission’s jurisdiction. The
Conditions of Certification below ensure that the transmission related aspects of
the SJVEC would be designed, constructed, and operated in conformance with
applicable LORS identified in the appropriate portions of Appendix A of this
Decision.

We further conclude that interconnection of the project at PG&E’s transmission
grid is acceptable, and that it will not result in the violation of any criteria pertinent

to transmission engineering.

CONDITIONS OF CERTIFICATION

TSE-1The project owner shall furnish to the CPM and to the CBO a schedule of
transmission facility design submittals, a Master Drawing List, a Master
Specifications List, and a Major Equipment and Structure List. The
schedule shall contain a description and list of proposed submittal
packages for design, calculations, and specifications for major structures
and equipment. To facilitate audits by Energy Commission staff, the
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project owner shall provide designated packages to the CPM when
requested.

Verification: At least 60 days (or a lesser number of days mutually agreed to by
the project owner and the CBO) prior to the start of construction, the project
owner shall submit the schedule, a Master Drawing List, and a Master
Specifications List to the CBO and to the CPM. The schedule shall contain a
description and list of proposed submittal packages for design, calculations, and
specifications for major structures and equipment (see a list of major equipment
in Table 1: Major Equipment List below). Additions and deletions shall be
made to the table only with CPM and CBO approval. The project owner shall
provide schedule updates in the Monthly Compliance Report.

Table 1: Major Equipment List

Breakers

Step-up Transformer

Switchyard

Busses

Surge Arrestors

Disconnects

Take Off Facilities

Electrical Control Building

Switchyard Control Building

Transmission Pole/Tower

Grounding System

TSE-2Prior to the start of construction the project owner shall assign an electrical
engineer and at least one of each of the following to the project: A) a civil
engineer; B) a geotechnical engineer or a civil engineer experienced and
knowledgeable in the practice of soils engineering; C) a design engineer
who is either a structural engineer or a civil engineer fully competent and
proficient in the design of power plant structures and equipment supports;
or D) a mechanical engineer. (Business and Professions Code Sections
6704 et seq., require state registration to practice as a civil engineer or
structural engineer in California.)

The tasks performed by the civil, mechanical, electrical or design
engineers may be divided between two or more engineers, as long as
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each engineer is responsible for a particular segment of the project (e.g.,
proposed earthwork, civil structures, power plant structures, equipment
support). No segment of the project shall have more than one responsible
engineer. The transmission line may be the responsibility of a separate
California registered electrical engineer. The civil, geotechnical or civil
and design engineer assigned in conformance with Facility Design
condition GEN-5 may be responsible for design and review of the TSE
facilities.

The project owner shall submit to the CBO for review and approval the
names, qualifications and registration numbers of all engineers assigned
to the project. If any one of the designated engineers is subsequently
reassigned or replaced, the project owner shall submit the name,
qualifications and registration number of the newly assigned engineer to
the CBO for review and approval. The project owner shall notify the CPM
of the CBO’s approval of the new engineer. This engineer shall be
authorized to halt earthwork and to require changes if site conditions are
unsafe or do not conform with predicted conditions used as a basis for
design of earthwork or foundations.

The electrical engineer shall:

1. Be responsible for the electrical design of the power plant
switchyard, outlet and termination facilities; and

2. Sign and stamp electrical design drawings, plans, specifications,
and calculations.

Verification: At least 30 days (or a lesser number of days mutually agreed to by
the project owner and the CBO) prior to the start of rough grading, the project
owner shall submit to the CBO for review and approval the names, qualifications
and registration numbers of all the responsible engineers assigned to the project.
The project owner shall notify the CPM of the CBO’s approvals of the engineers
within five days of the approval.

If the designated responsible engineer is subsequently reassigned or replaced,
the project owner has five days in which to submit the name, qualifications, and
registration number of the newly assigned engineer to the CBO for review and
approval. The project owner shall notify the CPM of the CBQO’s approval of the
new engineer within five days of the approval.

TSE-3The project owner shall keep the CBO informed regarding the status of
engineering design and construction. If any discrepancy in design and/or
construction is discovered, the project owner shall document the
discrepancy and recommend the corrective action required. The
discrepancy documentation shall become a controlled document and shall
be submitted to the CBO for review and approval. The discrepancy
documentation shall reference this condition of certification.
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Verification: The project owner shall submit monthly construction progress
reports to the CBO and CPM to be included in response to TSE-3. The project
owner shall transmit a copy of the CBO’s approval or disapproval of any
corrective action taken to resolve a discrepancy to the CPM within 15 days. |If
disapproved, the project owner shall advise the CPM, within five days, of the
reason for disapproval, and the revised corrective action to obtain CBO's
approval.

TSE-4For the power plant switchyard, outlet line and termination, the project
owner shall not begin any increment of construction until plans for that
increment have been approved by the CBO. These plans, together with
design changes and design change notices, shall remain on the site for
one year after completion of construction. The project owner shall request
that the CBO inspect the installation to ensure compliance with the
requirements of applicable LORS. The following activities shall be
reported in the Monthly Compliance Report:

a) receipt or delay of major electrical equipment;
b) testing or energization of major electrical equipment; and

c) the number of electrical drawings approved, submitted for approval,
and still to be submitted.

Verification: At least 30 days (or a lesser number of days mutually agreed to by
the project owner and the CBO) prior to the start of each increment of
construction, the project owner shall submit to the CBO for review and approval
the final design plans, specifications and calculations for equipment and systems
of the power plant switchyard, outlet line and termination, including a copy of the
signed and stamped statement from the responsible electrical engineer attesting
compliance with the applicable LORS, and send the CPM a copy of the
transmittal letter in the next Monthly Compliance Report.

TSE-5The project owner shall ensure that the design, construction, and
operation of the proposed transmission facilities will conform to all
applicable LORS, including the requirements listed below. The
substitution of Compliance Project Manager (CPM) and CBO approved
“equivalent” equipment and equivalent substation configurations is
acceptable. The project owner shall submit the required number of copies
of the design drawings and calculations as determined by the CBO.

a. The power plant switchyard and outlet line shall meet or exceed the
electrical, mechanical, civil and structural requirements of CPUC
General Order 95 or National Electric Safety Code (NESC), Title 8 of
the California Code and Regulations (Title 8), Articles 35, 36 and 37 of
the “High Voltage Electric Safety Orders,” National Electric Code
(NEC) and related industry standards.
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b. Breakers and busses in the power plan switchyard and other
switchyards, where applicable, shall be sized to comply with a short-
circuit analysis.

c. Outlet line crossings and line parallels with transmission and
distribution facilities shall be coordinated with the transmission line
owner and comply with the owner’s standards.

d. Termination facilities shall comply with PG&E’s Interconnection
Handbook and applicable interconnection standards.

e. The project conductors shall be sized to accommodate the full output
from the project.

f.  The project owner shall provide:

i. The final Detailed Facility Study (DFS) including a description of
facility upgrades, operational mitigation measures, and/or Special
Protection System seque ncing and timing if applicable,

ii. Executed Facility Interconnection Agreement,
iii. Cal-1SO Participating Generator Agreement, and
iv. Verification of Cal-1ISO Notice of Synchronization.

Verification: At least 60 days prior to the start of construction of transmission
facilities, the project owner shall submit the following materials to the CBO for
approval:

1. Design drawings, specifications and calculations conforming with CPUC
General Order 95 or NESC, Title 8, Articles 35, 36 and 37 of the “High Voltage
Electric Safety Orders,” NEC, applicable interconnection standards and related
industry standards, for the poles/towers, foundations, anchor bolts, conductors,
grounding systems and major switchyard equipment.

2. For each element of the transmission facilities identfied above, the
submittal package to the CBO shall contain the design criteria, a discussion of
the calculation method(s), a sample calculation based on *“worst case
conditions”*® and a statement signed and sealed by the registered engineer in
responsible charge, or other acceptable alternative verification, that the
transmission element(s) will conform with CPUC General Order 95 or NESC,
Title 8, California Code of Regulations, Articles 35, 36 and 37 of the, “High
Voltage Electric Safety Orders,” NEC, PG&E’s Interconnection Handbook,
applicable interconnection standards, and related industry standards.

3. Electrical one-line diagrams signed and sealed by the registered
professional electrical engineer in responsible charge, a route map, and an
engineering description of equipment and the configurations covered by
requirements TSE-5 a) through f) above.

1% Worst-case conditions for the foundations would include, for instance, a dead-end or angle pole.

94



4. The Facilities Study and signed letter from the applicant stating that
mitigation is acceptable shall be provided concurrently to the CPM and CBO.
Substitution of equipment and substation configurations shall be identified and
justified by the project owner for CBO approval.

TSE-6The project owner shall inform the CPM and CBO of any impending
changes that may not conform to the requirements TSE-5 a) through f),
and have not received CPM and CBO approval, and request approval to
implement such changes. A detailed description of the proposed change
and complete engineering, environmental, and economic rationale for the
change shall accompany the request. Construction involving changed
equipment or substation configurations shall not begin without prior written
approval of the changes by the CBO and the CPM.

Verification: At least 60 days prior to the construction of transmission facilities,
the project owner shall inform the CBO and the CPM of any impending changes
that may not conform to requirements of TSE-5 and request approval to
implement such changes.

TSE-7The applicant shall provide the following Notice to the Cal-1SO prior to
synchronizing the facility with the California Transmission system:

1. Atleast one week prior to synchronizing the facility with the grid for
testing, provide the Cal-ISO a letter stating the proposed date of
synchronization; and

2. At least one business day prior to synchronizing the facility with the
grid for testing, provide telephone notification to the ISO Outage
Coordination Department, Monday through Friday, between the hours
of 0700 to 1530 at (916) 351-2300.

Verification: The applicant shall provide copies of the Cal-ISO letter to the CPM
when it is sent to the Cal-ISO one week prior to initial synchronization with the
grid. A report of conversation with the Cal-ISO shall be provided electronically to
the CPM one day before synchronizing the facility with the California
transmission system for the first time.

TSE-8The project owner shall be responsible for the inspection of the
transmission facilities during and after project construction, and any
subsequent CPM and CBO approved changes thereto, to ensure
conformance with CPUC GO-95 or NESC, Title 8, CCR, Articles 35, 36
and 37 of the, “High Voltage Electric Safety Orders,” PG&E’s
Interconnection Handbook, NEC and related industry standards. In case
of non-conformance, the project owner shall inform the CPM and CBO in
writing, within 10 days of discovering such non-conformance and describe
the corrective actions to be taken.

Verification: Within 60 days after first synchronization of the project, the project
owner shall transmit to the CPM and CBO:
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1. “As built” engineering description(s) and one-line drawings of the electrical
portion of the facilities signed and sealed by the registered electrical engineer in
responsible charge. A statement attesting to conformance with CPUC GO-95 or
NESC, Title 8, California Code of Regulations, Articles 35, 36 and 37 of the,
“High Voltage Electric Safety Orders,” PG&E’s Interconnection Handbook NEC,
related industry standards, and these conditions shall be provided concurrently.

2. An “as built” engineering description of the mechanical, structural, and civil
portion of the transmission facilities signed and sealed by the registered engineer
in responsible charge or acceptable alternative verification. “As built” drawings of
the mechanical, structural, and civil portion of the transmission facilities shall be
maintained at the power plant and made available, if requested, for CPM audit as
set forth in the “Compliance Monitoring Plan.”

3. A summary of inspections of the completed transmission facilities, and
identification of any nonconforming work and corrective actions taken, signed
and sealed by the registered engineer incharge.
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E. TRANSMISSION LINE SAFETY AND NUISANCE

The project transmission line must be constructed and operated in a manner that
protects environmental quality, assures public health and safety, and complies
with applicable law. This analysis reviews the potential impacts of the project
transmission line on aviation safety, radio-frequency interference, audible noise,
fire hazards, nuisance shocks, hazardous shocks, and electric and magnetic field

exposure.

SUMMARY OF THE EVIDENCE

SJVEC'’s proposed site is in the City of San Joaquin, in an area zoned for
industrial uses with relatively few residences. The surrounding land is mainly
agricultural through which the routes of the new 230 kV lines and the re-routed
70 kV lines would pass as they extend from the project site to the proposed
points of interconnection with PG&E’s electrical grid at the Helm Substation 1500
feet to the south. The relative lack of residences along the identified routes
means that the residential power-line-field-exposure, which is at the root of the
present health concern in this analysis, would be relatively insignificant for this
project. The only exposure of potential significance would be to workers on site,
as well as visitors to the site. Such exposures are short term and are not a

significant part of the present health concern. (Ex. 2a, p. 4-11.4.)

Aviation Hazard

Airports nearest to the project site are the Du Bois Ranch Airport, 6.2 miles to the
northeast and the San Joaquin Airport, approximately 1.7 miles northwest of the
proposed site. At such distances, the project’s line towers, which would have a
maximum height of 125 feet-less than the FAA danger threshold of 200 feet,
would not pose a significant hazard to any aircraft utilizing area airports. (Ex. 2a,
p.4-11.5.)
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Audible Noise and Radio Frequency Interference

The proposed interconnection and re-routed transmission lines would be
designed, built, and maintained to minimize the features responsible for line-
related audible noise and interference with radio or television reception around
their rights-of-way. The potential for such electric field-related impacts (and
related complaints) is further minimized by the general lack of residences in the
line’s field impact area. FCC regulations require that Applicant mitigate all
interference-related complaints and Staff has recommended a specific condition
of certification in the unlikely event of occurrence. (Ex. 2a, p. 4-11.5; see TLSN-
2)

Fire Hazard

Applicant intends to comply with the requirements of California Public Utilities
Commission (CPUC) General Order-95, which would ensure that the proposed
transmission line is adequately located away from trees and other combustible
objects to prevent contact-related fires or minimize such fires when they occur.
The potential for such fires is further minimized by the general absence of trees,
brush, or other large combustible objects within the line’s route, which is over
mostly agricultural land. Staff has recommended two conditions of certification to

ensure implementation of the necessary preventive measures. (Ex. 2a, p. 4
11.5; see TLSN-1 & TLSN-4.)

Shock Hazards

Applicant intends to comply with the requirements of applicable regulations and
standards intended to prevent hazardous or nuisance shocks to workers or the
public. Staff has recommended two conditions of certification to ensure

implementation of the necessary preventive measures. (Ex. 2a, p. 4-11.6; see
TLSN-1 & TLSN-2.)

Electric and Magnetic Field Exposure (EMF)

Applicant has presented the details of their field reducing design and operational

plan for Staff-required compliance with CPUC requirements. This plan includes
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specific measures to (a) decrease the spacing between conductors thereby
ensuring maximum field cancellation, (b) measures to minimize line current
thereby reducing field strength and (c) measure to utilize current flow patterns for
maximum field cancellation. Staff concluded that the estimated EMF exposures
from the transmission lines are significantly below field levels established by
states with regulatory limits for such fields. Staff recommended that Applicant’s
field reducing design and operational plan be approved and that Applicant verify
achievement of the field strength reduction design. (Ex. 2a, p. 411.6/7; see
TLSN-3))

FINDINGS AND CONCLUSIONS

Based on the uncontroverted evidence of record, the Energy Commission finds

as follows:

1. The proposed project’'s transmission lines are overhead 230 kV lines that
would traverse an agricultural area.

2. SJVEC's transmission lines will be designed in accordance with the electric
and magnetic field reducing guidelines applicable to PG&E’s transmission
service area.

3. The site and the route of the project’s transmission lines are located in the
City of Joaquin in an area zoned for industrial uses with relatively few
residences.

4. The estimated EMF exposures from the transmission lines are significantly
below field levels established by states with regulatory limits for such fields.

5. The Conditions of Certification reasonably ensure that the transmission lines
will not have significant adverse environmental impacts on public health and
safety nor cause impacts in the areas of aviation safety, radio/TV
communication interference, audible noise, fire hazards, nuisance or
hazardous shocks, or electric and magnetic field exposure.

99



We therefore conclude that with implementation of the Conditions of Certification,
the project will conform with all LORS applicable to Transmission Line Safety and

Nuisance as identified in the pertinent portions of Appendix A of this Decision.
CONDITIONS OF CERTIFICATION

TLSN-1 The project owner shall construct the proposed transmission line
according to the requirements of CPUC’'s GO-95, GO-52,
applicable sections of Title 8, Section 2700 et seq. of the California
Code of Regulations, and PG&E’s EMF-reduction guidelines arising
from CPUC Decision 93-11-013.

Verification: At least 30 days before starting construction of the transmission line
or related structures and facilities, the project owner shall submit to the CPM a
letter signed by a California registered electrical engineer affirming compliance
with this requirement.

TLSN-2 The project owner shall ensure that every reasonable effort will be
made during project operations to identify and correct, on a case-
specific basis, any complaints of interference with radio or
television reception or the functioning of any electrical devices or
equipment.

The project owner shall maintain written records for a period of five
years of all such complaints, together with the corrective action
taken in response to each complaint.

Verification: All reports of line-related complaints shall be summarized for the
project-related lines and included during the first five years of plant operation in
the Annual Compliance Report.

TLSN-3 The project owner shall engage a qualified consultant or a qualified
Applicant’s representative to measure the strengths of the line
electric and magnetic fields from the SJVEC and existing 230 kV
lines and the re-routed Helm-Kerman lines before and after they
are energized, with the project running at near maximum
generating capacity. Measurements should be made at
representative points identified as Points A, B, C, and D within and
along the edges of the rights-of-way for which field strength
estimates were provided.

Verification: The project owner shall file copies of the pre-and post-energization
measurements with the CPM within 60 days after completion of the
measurements.

TLSN-4 The project owner shall ensure that the right-of-way of the project-
related lines are kept free of combustible material, as required

100



under the provisions of Section 4292 of the Public Resources Code
and Section 1250 of Title 14 of the California Code of Regulations.

Verification: During the first five years of plant operation, the project owner shall
provide a summary of inspection results and any fire prevention activities carried
out along the right-of-way, and provide such summaries in the Annual

Compliance Report.
TLSN-5 The project owner shall ensure that all permanent metallic objects

within the right-of-way of the project-related lines are grounded
according to industry standards.

Verification: At least 30 days before the line is energized, or an alternate period
mutually agreed upon by the CPM and the project owner, the project owner shall
transmit to the CPM a letter confirming compliance with this condition.
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V. PUBLIC HEALTH AND SAFETY ASSESSMENT

SJVEC's operation will create combustion products and utilitze certain hazardous
materials that could expose the general public and workers at the facility to
potential health effects. The following sections summarize the regulatory

programs, standards, protocols, and analyses that address these issues.

A. AIR QUALITY

1. Background

This section examines the potential adverse impacts of criteria air pollutant
emissions resulting from project construction and operation and whether the

project complies with applicable LORS related to air quality.

The SJVEC is proposed for siting in Fresno County, in the southeastern portion
of the City of San Joaquin. The air quality monitoring station closest to the
proposed project site is the Fresno-Drummond Street Station. There are also
several other monitoring stations in Fresno, Hanford and Corcoran that are
representative of area-wide ambient conditions. Additional SO, data from
Bakersfield is required, since the Fresno-area stations stopped measuring SO,
concentrations after 1997. All of the foregoing monitoring stations are within the

SJVAPCD, as is the proposed facility. (Exs. 2a, pp. 4.1-1/10 & 55; 2b, p. 4.1-61;
4A, p. 3; & Table 1, below.)

The climate of the San Joaquin Valley where the SIJVEC is proposed to be
located is controlled by a semi-permanent subtropical high-pressure system that
is located off the Pacific Ocean. In the summer, this strong high-pressure system
results in clear skies, high temperatures, and low humidity. Very little
precipitation occurs during the summer months because storms are blocked by

the high-pressure system. Beginning in the fall, continuing through the winter,
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the high pressure weakens, and moves south, allowing storm systems to move
through the area. Temperature, winds, and rainfall are more variable during
these months, but also stagnant conditions occur more frequently than during
summer months. Weather patterns include periods of stormy weather with rain
and gusty winds, clear weather that can occur after a storm, or persistent fog.
The project site receives an average of seven inches of rain annually.
Temperature, wind speed, and wind direction data have been collected at the
Lemoore Naval Air Station (NAS). The predominant wind direction in the project
area is from the north through west-northwest. The wind speeds are higher
during the spring, summer, and fall. Along with the wind flow, atmospheric
stability and mixing heights are important factors in the determination of pollutant
dispersion. Atmospheric stability reflects the amount of atmospheric turbulence
and mixing. In general, the less stable an atmosphere, the greater the
turbulence, which results in more mixing and better dispersion. The mixing
height, measured from the ground upward, is the height of the atmospheric layer
in which convection and mechanical turbulence promote mixing. Good
ventilation results from a high mixing height and at least moderate wind speeds
within the mixing layer. (Exs. 2a & 2b, pp. 4.1-8.)

The U. S. Environmental Protection Agency (USEPA), California Air Resources
Board (CARB), and the local air district, the San Joaquin Valley Air Pollution
Control District (SJVAPCD) are the regulatory agencies with jurisdiction over the
proposed SJVEC. Both USEPA and CARB have established allowable
maximum ambient concentrations for the following six criteria pollutants.

1. ozone (O3),
carbon monoxide (CO),
nitrogen dioxide (NO>),
sulfur dioxide (SO,),

particulate matter less than 10 and 2.5 microns in diameter, (PMyp), and
(PM5), respectively, and

6. lead (Pb). (Exs. 2a & 2b, pp. 4.1-1/10; 4A, p.3.)

o A~ WD
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The California standards are typically more stringent (protective) than federal

standards. Federal and state ambient air quality standards are shown below.

AIR QUALITY Table 1
Federal and State Ambient Air Quality Standards

Pollutant Averaging Time | Federal Standard California Standard
Ozone 1 Hour 0.12 ppm (235 pg/ms) 0.09 ppm (180 ug/m3)
(0s) 8 Hour 0.08 ppm (160 pg/m°) —

Carbon  Monoxide | 8 Hour 9 ppm (10 mg/m°) 9 ppm (10 mg/m°)
(CO) 1 Hour 35 ppm (40 mg/m3) 20 ppm (23 mg/m3)

Nitrogen Dioxide
(NO2)

Annual Average

0.053 ppm (100 pg/m®)

1 Hour

0.25 ppm (470 ug/mS)

Sulfur Dioxide

Annual Average

0.03 ppm (80 ug/ms)

24 Hour

0.14 ppm (365 ug/ms)

0.04 ppm (105 ug/mS)

(S02) 3 Hour 0.5 ppm (1300 pg/ms) —
1 Hour — 0.25 ppm (655 ug/m3)
Annual 3
Respirab|e Geometric Mean T 30 ug/m
Particulate  Matter | 24 Hour 150 pg/m® 50 pg/m®
(PMo) Annual 3
Arithmetic Mean | 20 H9/M B
Fine Annual 15 pg/m® —
Particulate Matter Arithmetic Mean
(PMyg) * 24 Hour 65 pg/m’ —
Sulfates (SO.,) 24 Hour — 25 pg/m®
Load 30 Day Average | — 1.5 pg/m®
Calendar Quarter | 1.5 pug/m® —
I(-||_|y2dSr;Jgen Sulfide 1 Hour — 0.03 ppm (42 ug/m3)
Vinyl Chloride 24 Hour — 0.010 ppm (26 pg/m3)

(chloroethene)

Visibility Reducing
Particulates

1 Observation
(8 hour)

In sufficient amount to
produce an extinction
coefficient of 0.23 per
kilometer due to particles
when the relative
humidity is less than 70
percent.

Note: a. The State of California is currently in the process of revising its annual PM;, ambient air

quality standard and in the process of enacting PM; s ambient air quality standards.
standards being proposed as of September 26, 2002, are as follows:

PMjo — 20 ug/m3 (annual standard - arithmetic mean)
PM,s—12 ug/m3 (annual standard - arithmetic mean)
Source: (Exs. 2a & 2b, pp. 4.1-8.)
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The SJVEC is proposed for an area of the SIVAPCD that is designated as
nonattainment for both the federal and state ozone and PM; standards.?’
Summarized below are the federal and state attainment statuses of criteria

pollutants for Fresno County.

AIR QUALITY Table 218
Federal and State Attainment Status for Fresno County

Pollutant Attainment Status
Federal State
Ozone — One hour Severe Nonattainment 2 Severe Nonattainment
CO Unclassified/Attainment® | Attainment
NO, Unclassified/Attainment ® | Attainment
SO, Unclassified Attainment
PMsg Serious Nonattainment Nonattainment
Lead No Designation Attainment

a. Region 9 News Release San Francisco, CA, “U.S. EPA Downgrades San Joaquin Valley
Air,” October 23, 2001 (Ozone).

b. Unclassified/Attainment — The attainment status for the subject pollutant is classified as

either attainment or unclassified.

Source: (Exs. 2a & 2b, pp. 4.1-1/10.)
The jurisdictional regulatory bodies classify an area depending on whether or not
the monitored ambient air quality data show compliance with ambient air quality
standards (AAQS). Areas that comply with the AAQS are designated
attainment/unclassified (where there is insufficient data) areas, and those that do
not comply with the AAQS are designated areas of non-compliance

(nonattainment).

" Also included in SIVEC's LORS review is the precursor pollutants for ozone, which are
nitrogen oxides (NOy) and volatile organic compounds (VOCSs) (referred to interchangeably as
precursor organic compounds (POCs) and the precursors for PM;o, which are NOy, VOC, and
sulfates (SOy).

B AIR QUALITY Table 2 shows that the times over which the air quality standards are measured
(averaging times), range from one-hour to an annual average. The standards are read as a mass
fraction, in parts per million (ppm), or as a concentration, in milligrams or micrograms of pollutant

per cubic meter of air (mg/m3 and rTg/mS). (Exs. 2a & 2b, pp. 4.1-8.)
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USEPA administers the federal Clean Air Act!® under which there are two major
components of pollution control requirements for stationary sources such as the
SJVEC:

Nonattainment New Source Review (NSR); and

Prevention of Significant Deterioration (PSD).
The entire program, including both nonattainment NSR and PSD review, is
referred to as the federal NSR program and the program applies to the facility as
awhole. (Exs. 2a & 2b, pp. 4.1-1/2; 4A, p.6.)

Nonattainment NSR is a permitting process for evaluation of those pollutants that
violate federal ambient air quality standards. Conversely, PSD is a permitting
process for evaluation of those pollutants that do not violate federal ambient air
quality standards. Here, USEPA has delegated the nonattainment NSR analysis
to the District so that the SIVAPCD is the regulating agency br all air quality
regulations (with the exception of the federal PSD program). (Exs. 2a & 2b, pp.
4.1-3--District Rule 2201.)

Accordingly, the SIVEC is subject to SIVAPCD rules and regulations that define
requirements for the entire range of construction and operating standards and
permits to include such matters as:

Best Available Control Technology (BACT) and

Emission reduction credits (ERCs) offsets. (Exs. 2a & 2b, pp. 4.1-2/7; 4A,
p.6.)

BACT is defined as:

the mandatory performance levels that are contained in any State
Implementation Plan and that have been approved by USEPA,;

the most stringent emission limitation or control technique that has been
achieved in practice for a class of source; or

19 See 42 U.S.C. § 7401 et seq.
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any other emission limitation or control technique that the District's Air
Pollution Control Officer (APCO) finds is technologically feasible and is
cost effective. (Exs. 2a & 2b, pp. 4.1-4.)

BACT is required for any new or modified emission unit that results in an
emissions increase of 2 Ib/day, and CO emissions that exceed 550 Ib/day: the
following pollutants from all point sources at the proposed SJVEC are subject to
the SJVAPCD'’s requirements for BACT:

NOx:

VOC;

CO;
SO,.and
PMao. (lbid.)

ERC dfsets are required because, if constructed, the SIVEC will exceed the
following emission levels set by the SIVAPCD. The SJVAPCD therefore will
require the SJVEC to provide ERCs for the following pollutants:
NOx—(exceeds the SJVAPCD'’s threshold of 10 tons/year);
VOCs—(exceeds the SJVAPCD'’s threshold of 10 tons/year);
CO—(exceeds the SIVAPCD'’s threshold of 550 Ibs/day); and

PM;io—(exceeds the SIVAPCD’s threshold of 80 Ibs/day). (Exs. 2a & 2b,
pp. 4.1-3/4.)

Sulfur Oxides (SOy) will not be emitted in excess of the District’s threshold for
ERCs of 150-Ibs/day; therefore, the District will not require offsets br SOy. In
addition, ERCs provided must be adjusted according to their distance from the
SJVEC. The distance ratios are as follows:

Internal or on-site source—1 to 1;

Within 15 miles of the same source-1.2 to 1; and

15 miles or more from the source-1.5t0 1. (Exs. 2a & 2b, pp. 4.1-4.)
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2. USEPA's and the District’s Role In the Siting Process

The USEPA will determine if the SJVEC project will conform to PSD regulations.
Federal PSD requirements apply to the SJVEC because it is designated as a
major source of new air pollution under guidelines provided in the federal rules
that implement the Clean Air Act. The USEPA’s Region IX will demonstrate
SJVEC’s compliance with the requirements of the federal PSD program through
issuance of the PSD permit. (Exs. 2a & 2b, pp. 4.1-1/2; 4A, p. 6.)

In addition, Title V of the Clean Air Act requires states to implement and
administer an operating permit program to ensure that large sources of air
pollution operate in compliance with the requirements included in the Act's
implementing regulations.?® A Title V permit contains all of the requirements
specified in different air quality regulations that affect an individual project; as a
new major source of air pollution, the SIVEC will require a Title V permit, which
the SJVAPCD will administer under District Regulation XXX. (See AQ-110.) The
SJVEC is also subject to other requirements imposed by the Clean Air Act that
the USEPA has delegated to the SJVAPCD, such as the:

federal New Source Performance Standards (NSPS) for the combustion
turbines;

authority to implement the “acid rain” program (AQ-59); and

Title IV program requirements, implemented through District Regulation
XXXI, that will include obtaining a Title IV permit prior to operation, the
installation of continuous emission monitors to monitor acid deposition
precursor pollutants, and obtaining Title IV allowances for emissions of
SOy. (Exs. 2a & 2b, pp. 4.1-2.)

The USEPA reviews and approves the SJVAPCD’s regulations, which are in

most cases as stringent as the federal regulations. Therefore, compliance with

20 gee 40 CFR, Part 70.

% However, the NSPS regulation has pollutant emission requirements that are less stringent than
those that will be required by SIVAPCD'’s non-attainment NSR requirements for BACT. (Exs. 2a
& 2b, pp. 4.1-2.)

108



the District’s rules and regulations generally will result in compliance with federal

requirements.

The SJVEC project is a major stationary source subject to NSR and PSD
permitting because its emissions will exceed the threshold emission limits for
such a review. The requirements of the NSR and PSD programs apply to the
SJVEC facility as a whole. (Exs. 2a, p. 4.1-2 & 2b, pp. 4.1-2/61; 4A, p. 6; .2/19
RT 136:8-145:25.)

3. The Area’s Historical Air Quality Data

Summarized below is the historical air quality data for the project location,
recorded at the Fresno Olive Street (1980-1989) and Fresno 1°' Street (1990-
2000) air monitoring stations for ozone, PMjg, NO,, CO, SO, and PM,s. The
short-term normalized concentrations are provided from 1980 to 2000. The
District does not have EPA-approved attainment plans for ozone or PMyg;
therefore, the use of major source shutdowns would not comply with pre-
February 13, 2003, District NSR rules. (Exs. 2a & 2b, pp. 4.1-11 & 52.)
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AIR QUALITY Figure 1
Normalized Maximum Short-Term Historical Air Pollutant
Concentrations
Fresno Olive Street (1980-1989) and Fresno 1°! Street (1990-2000)
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A Normalized Concentration is the ratio of the highest measured concentration to
the applicable most stringent air quality standard. For example, in 1999 the
highest 1-hour average ozone concentration measured in Fresno was 0.135
ppm. Since the most stringent ambient air quality standard is the state standard
of 0.09 ppm, the 1999 normalized concentration is 0.135/0.09 = 1.50.

Source: ((Exs.2a & 2b, pp. 4.1-11.)
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Summary and Discussion of the Evidence

1. Overview of the Issues Presented

A primary issue of dispute between the parties involves Staff's rejection of
Applicant’s revised construction impact emissions analysis in favor of its own
analysis. In general, Applicant argues in favor of construction mitigation
measures as specified in District rules and regulations, and against those
measures that Staff has recommended to us. (Cf. Exs. 2b, pp. 4.1-34/38, 48-49;
& 4A, pp. 9-16; 4A.24)

In addition, there are four general issues in our section on Air Quality. They can
be summarized as follows:
Issues surrounding Applicant’s use of pre-1990 ERCs;

Issues surrounding Applicant's-proposed use of ERC Certificate No. S
1340-2-allocated to both SJVEC and the Pastoria Energy Facility project
(No. 99-AFC-7) (Pastoria);*?

Issues surrounding whether it is appropriate for Staff to require Applicant
to provide SO, ERCs when the District has not done so; and

Issues surrounding appropriate Conditions of Certification to mitigate all
project impacts. (2/19 RT 310:22-312:21; 318:17-319:9.)

Pre-1990 ERCs

Staff's Addendum, filed on December 24, 2002, recommended against project
approval. Staff concluded that the project’'s operational emissions of nitrogen
oxides (NOx), volatile organic compounds (VOCs), sulfur dioxide (SO,) and
particulate matter less than 10 microns in diameter (PM,,) could be significant if
left unmitigated. Specifically in the cover letter to the Addendum, Staff described

“major problems” with Applicant’'s proposed mitigation of these operational air

22 See our discussion below of Condition AQ-C7.
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quality impacts with pre-1990 ERCs that the USEPA had found to be invalid.
(Cover letter to Addendum [Ex. 2b] dated December 24, 2002.)

Relying on the USEPA’s original assessment that the pre-1990 ERC’s were not
valid, Staff originally concluded against recommending approval for the project
until and unless Applicant provided additional approved ERCs (not pre-1990) as
mitigation for operational impacts. However, the dispute between
Applicant/SJVAPCD on one hand and USEPA/Staff on the other over pre-1990
ERCs has largely dissipated because USEPA'’s position changed shortly before
our evidentiary hearing on air quality when the agency published its pending
approval of SJVAPCD’s NSR rule in the Federal Register. USEPA’s pending
rule action approving SJVAPCD’s NSR rules would validate the District’'s action
in its Final Determination of Compliance (FDOC) approving Applicant’s proposed
pre-1990 ERCs for the SIVEC. (2/19 RT 135:11-12; 136:8-145:25; Ex. 4.A.53.%)

The USEPA’s position is that because Applicant's pre-1990 ERCs are not

included in a rate of progress plan and an approved attainment plan inventory,

their value is “zero.”?*

Stated differently, Applicant’'s pre-1990 ERCs are not
surplus. Accordingly, the District must draw from its bank of surplus credits to
balance the amount at the time Applicant surrenders its pre-1990 ERCs. USEPA

pointed out at our evidentiary hearing that this poses some risks for the District:

[EPA witness]: There are, however, some risks | wanted to flag for
everybody here. EPA has, to date, proposed, but not yet finalized, the
new source review rule. EPA's intent is to finalize the rule, including
the tracking system, taking into account any comments we receive. It

% Vol. 68 Federal Register No. 30 dated Thursday, February 13, 2003, found at 68 F.R. 7330-
7337.

24 Currently, neither the SIVAPCD’s ozone nor PMjp Air Quality Management Plans (AQMP) is
approved by the USEPA. (Exs. 2b, p. 4.1-61; 4A.28 (Applicant’s response to a December 5,
2002, letter from the USEPA to the Energy Commission recommending that we deny the SJVEC
license.) The USEPA letter recommending against the SJVEC project was docketed on
December 6, 2002, and is part of our administrative record. (2/19 RT 144:12-20; 338:25-339:15;
355:18-357:7.)
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is possible, however, although very unlikely, that we will receive
comments on this or another aspect of our proposal that would cause
us to rethink our direction. It's also possible that too many nonsurplus
credits would be used in any one year. For example, unless San
Joaquin Valley District withdraws its approval of this project, Calpine's
NOXx credits would need to be entered into the tracking system with a
zero value. This immediately creates the need for 300-some tons of
surplus credits in the tracking system, a substantial amount. If too
many nonsurplus credits were to be used in one year projects with
permits would not be jeopardized for that reason. Rather, under the
proposed rule, the District would be obligated to make up the shortfall
for, by example, retiring other surplus credits. In the worst case the
District would default to federal requirements, issuing permits only to
those with surplus credits, at least until the shortfall was remedied.
Thus, we think the District rules allow Calpine to rely on nonsurplus
credits, and we're comfortable allowing the permit to move forward. If
there is a shortfall, the District may need to reconsider the permit, or it
will need to ensure that new permits do not rely on these types of
nonsurplus credits in the future. Lastly, | just want to address our
request of the Energy Commission, and emphasize that the dispute
that | referred to earlier in my comments is between us and the District.
We're not asking the Energy Commission to adjudicate that dispute.
The Energy Commission doesn't have that authority, we're not asking
them to do that. Rather, what we're hoping to do is reduce the risk that
Calpine or other applicants will be exposed to, citizen or EPA
enforcement action after construction has begun, which is an outcome
that we prefer not to happen. Thank you.

[Staff counsel]: Question for you. The shortfall you described in the
tracking system, if one were to be created, you suggested that could
be made up by taking -- I'm not clear, but it sounded that you were
describing a process where other credits that were in the system and
not currently used, but were just in the bank, could be reduced to
create a surplus that could then be used to make up the shortfall? Is
that-do | understand that that's what you were telling us?

[USEPA witness]. Right. There are a number of mechanisms the
District could use to make up for any shortfall. — But sort of
fundamentally starting out, the District believes, and we agree, that
some of its requirements go beyond the minimum federal
requirements. Such as the fact that more sources are required to
provide offsets, and in some circumstances more offsets are required
of a source that we would both require offsets of, but the District would
require greater amount. And that should, under the scheme, prevent a
shortfall from occurring. But if a shortfall were to occur the District
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could go back, for example, and take a cut off of all of the current
surplus credits and use those to fund the shortfall. Or the District could
pass a rule exclusively to create reductions to make up for the shortfall.
And there are conceivably other mechanisms the District could use.
(2/19 RT 139:2-140:25.)

Staff, pointing to comments on the USEPA’s proposed rulemaking submitted to
the agency by the District and the Center on Race, Poverty & the Environment
(CPRE), contends that we should not recognize Applicant’s pre-1990-ERCS until
USEPA approval is final. (Staff Opening Brief, pp. 11-12 & Atts. A & B; 2/19 RT
295:15-298:18.)

Staff contends that the District's written comments and testimony demonstrate
that it may not accept the USEPA'’s limiting approach to pre-1990 ERC credits.
Staff expresses a particular concern that

the District’s tracking system is new and unproven;

the District continues to maintain that pre-1990 ERCs have intrinsic value
and need not be entered into the tracking system with no value; and

the District's written comments, which seek to refute the USEPA’s
assessment of SJVAPCD'’s accounting of pre-1990 ERCs under the Clean
Air Act. (2/19 RT 316:22-317:24; Opening Brief, p. 11 & Att. A.)

With respect to CPRE’s written comments to the USEPA, Staff agrees with its
characterization that the USEPA’s pending approval of the District's NSR rule

would:

be premature in view of the District’'s poor administrative history of
compliance with USEPA mandates;

violate the Clean Air Act in terms of its allowance for the use of pre-1990
ERCs;

create and foster an environment where no mitigation would result for
those developers using pre-1990 credits in the District. (2/19 RT 169:10-
170:9; 278:19-279:8; Staff Opening Brief, p. 11 & Att. A.)
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SO, Mitigation

Staff considers it necessary that Applicant mitigate secondary particulate impacts
in the form of 21.8 tons of SO, (based on a 1:1 mitigation ratio). SO, emissions
are a precursor to PM;o, which is a nonattainment pollutant at the project site
area. As part of its CEQA evaluation, Staff recommends hat all nonattainment
pollutants and their precursors that do not require offsets by District regulation be
mitigated at a minimum 1:1 ratio. The District does not require ERC offsets for
the project's SO, emissions, and Applicant is not proposing directly to offset
these emissions. Therefore, Staff has recommended to us that Applicant
mitigate approximately 21.8 tons per year of SO,. (2/19 RT 24:19-28:22; 179:9-
184:15; 286:10-294:11; Ex. 2b, p. 4.1-55/57.)

According to Staff, Applicant has available SO, ERCs, thus SO, impacts can be
fully mitigated by providing the required SO, ERCs. Further, Staff has suggested
a compromise to Applicant. amend Pastoria by recalculating SO, emissions
using the lower fuel sulfur levels assumed for other projects, such as that
assumed for SJVEC, which would avoid the need for District required offsets.
Assuming that a minimum 1:1 SO, offset ratio will be applied for both projects as
secondary PM;o mitigation; Applicant would save a total of approximately 25 to
30 tons per year of SO, ERCs that would otherwise be required for Pastoria.
(Ibid.)

Conditions of Certification
Applicant generally is in agreement with the Conditions proposed by the District,
but finds objectionable, either wholly or in part, four of Staff's eight proposed

Conditions. (Ex. 4.A, pp. 13-16, 33-38; Applicant Opening Brief, pp. 13-21 & Att.
A, pp. A1-A10.)
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Unobjectionable conditions include:

AQ-C1 (Applicant to provide an air quality construction mitigation manager
(AQCMM);

AQ-C2 (provides the reporting mechanism for enforcement of AQ-C3-C5)
However, to the extent it reaches beyond Condition AQ-C4 (plume
management), Applicant finds it objectionable;

AQ-C4 (plume management); and

AQ-C8 (project owner to submit quarterly compliance reports to the

Energy Commission’s Compliance Project Manager (CPM). (Exs. 2b, p.
4.1-48; 4A, pp. 13-15.)

With respect to Conditions AQ-C1 and AQ-C 4, the parties were able to reach

consensus so the Decision we issue will reflect the consensus agreement
between Applicant and Staff. ~Condition AQ-C8 is a standard reporting

condition, a version of which our Decisions will impose in every siting case. (2/21
RT 202:20-204-:5; Ex. 2 O, pp. 1-6.)

Conditions AQ-C3, and 5-7 Applicant finds objectionable. Staff testified that its
position regarding construction emissions mitigation was that rather than seek
ERCs, it was recommending in the challenged conditions “the maximum feasible
mitigation that we consider necessary to deal with the impacts,” in light of Staff’s
overall public health concerns. (2/19 RT 164:16-165:4; 311:19-312:11.)

2. Objectionable Condition AQ-C3

Condition AQ-C3 is the so-called “soot filter” condition that Applicant finds
objectionable, for several reasons.® First, Condition AQ-C3 provides for a dust
control program that Applicant feels in many ways duplicates the requirements of

the “very detailed provisions” of the District's fugitive dust rules. Regarding the

% The catalyzed diesel particulate filters are passive, self-regenerating filters that reduce

particulate matter, carbon monoxide, and hydrocarbon emissions through catalytic oxidation and
filtration. The degree of particulate matter reduction by using ultra low sulfur fuel and soot filters
is comparable for both mitigation measures in the range of approximately 85-92 percent. We find
that soot filters will reduce diesel emissions during construction and reduce any potential for
significant health impacts. (Ex. 2a, p. 4.7-9.)
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“soot filter” provisions of Condition AQ-C3, Applicant raises a federal
preemption argument that the Commission recently rejected in approving
Calpine’s East Altamont Energy Center (01-AFC-4) project (East Altamont).
(2/19 RT 26:19-33:17; 247:17-248:4; 268:22-269:14; Exs. 3A, p. 2; 4A, pp. 13-
14; 4A.24; Applicant Opening Brief, pp. 17-21, Att. A, pp. A-1/A-9; see
Conditions AQ-111-117.)

Staff points out that the use of catalyzed diesel particulate filters (soot filters) was
recommended by its expert to mitigate the health risks associated with
construction diesel equipment. In particular, Staff:

identified a public health concern over the elevated asthma and particulate
matter rates in Fresno and San Joaquin Counties;

demonstrated that the elevated particulate matter rates have a direct
connection to the generation of toxic air contaminants, which are harmful
to public health;

demonstrated how the District's dust-suppression rule was not designed
for the type of construction pollutants that SIVEC might encounter, such
as tail pipe diesel emissions and soils containing hazardous waste at the
SJVEC site;

demonstrated how its dust suppression concern carried over to Staff's
recommendations in the areas of our analysis of Public Health and Waste
Management. (2/19 RT 165:7/11; 166:15-167:6; 190:16-206:22; 282:21-
286:9; 302:11-304:6; Ex. 4.1-48; Staff Opening Brief, pp. 8-9; Staff Reply
Brief, pp. 2-3; see Waste-6.)

In view of the record taken as a whole, our resolution is to overrule Applicant’s
objections to Condition AQ-C3. In doing so, we will adopt the precise condition
and the language from the East Altamont Commission Decision that (1) approves
of Staff’'s dust control measures, and (2) requires, inter alia, soot filters on 100-hp
or more engines when a determination is made by the on-site air quality manager

that the device is available and practical for use.
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3. Objectionable Condition AQ-C5

Condition AQ-C5, as recommended to us by Staff, would impose a requirement
that Applicant implement an Ambient Air Quality Monitoring Program (AAMP) to
measure PM;o emissions during construction activities. The AAMP would require
Applicant to perform upwind and downwind monitoring of PMio during project
construction. Staff testified that:

the District's own fugitive dust rules do not provide the same degree of
particulate matter reductions as would Condition AQ-C3; and

Condition AQ-C5 provides the mechanism to ensure that Condition AQ-
C3 is followed as a matter of public health concerns. (2/19 RT 165:12-
167:6;194:24-196:3; 227:23-229:20; Ex. 2b, p. 4.1-49; Staff Reply Brief,
pp. 2-3.)

[Staff expert] Well, AQC-5 is essentially a demonstration that the
mitigation is actually effective. And without that demonstration, you
know, it's basically just, the condition is just paper. The problem being
that the CEC does not have the manpower to be down here every day
to make sure that they're doing what they're supposed to do. The
District doesn't have the manpower to be here every day to make sure
they're meeting the regulation 8 rules. As a matter of fact | made a call
to another applicant who has three projects going on in the District,
one currently under construction and two that have completed
construction. He indicated he never saw a District personnel there
once during the construction interval to do any compliance on the
regulation 8 rules. So, basically regulation C(5) is there for the
protection of the community to make sure that fugitive dust mitigation is
actually being applied, because we're not going to have eyes out here
every day to make sure it's happening. But the data will show that the
work is being done properly in terms of mitigation. (2/19 RT 165:14-
166:13; see also 242:25-244:22; 304:8-20.)

Applicant noted that there is a similar requirement in the fugitive dust rules in the
South Coast Air Quality Management District (SCAQMD), but that the SCAQMD
requirement is triggered only when projects opt out of SCAQMD’s own rules for
dust control measures. Applicant argues that because the SIVAPCD does not
require upwind/downwind monitoring, and the District has “a well defined and

very detailed set of fugitive dust control rules,” SJVEC should not have to employ
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an AAMP, which includes upwind/downwind monitoring of PMio during project
construction. Applicant also argues that Staff's significance criterion for PMjg
impacts at the nearest residential location is “merely the latest in a series of
unsupported, continuously changing criteria....” (2/19 RT 28:1-6; 33:18-35:22;
Exs. 4A, pp. 15-16; 4A.24; Applicant Opening Brief, pp. 14-17.)

Applicant correctly noted that the Energy Commission has required
upwind/downwind monitoring of construction impacts in a previous siting case:
the Los Esteros Critical Energy Facility project (01-AFC-12) (Los Esteros). In
Los Esteros, Applicant agreed to a demonstration program of upwind/downwind
monitoring because the project's accelerated construction schedule produced the
likelihood that:

earthmoving activities were likely to occur around the clock for the first one
to two months;

the Los Esteros project would produce extensive dust moving activities
during periods when there is poor dispersion;

the foregoing factors would create rather unique circumstances, which
justified the imposition of a demonstration program for upwind/downwind
monitoring.

Applicant suggests here that we delete Condition AQC-5 because the “unique
factors” present in Los Esteros have not been demonstrated in SJVEC. (2/19 RT
33:18-35:22; 269:15-273:10; 276:19-278:18; Ex. 4A.24; Att. 2, p. 2-5; Applicant
Reply Brief, pp. 20-21.)

We believe the importance of the Los Esteros project lies in the fact that the
Energy Commission demonstrated its intent to impose a requirement for
upwind/downwind monitoring of construction impacts when circumstances

warranted. (Staff Reply Brief, p. 3.)

Here Staff points out the following factors that were considered in formulating

and recommending to us Condition AQC-5:

local PMjp ambient air quality conditions, which violate federal and state
annual AAQS;
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peak PMjio concentrations predominantly occur in the fall and winter.
During winter there is a high frequency of winds to the northwest (i.e. from
the site towards the City of San Joaquin) and the wind speeds in this
direction are generally low, which reduces dispersion potential;

the City of San Joaquin is located within a mile of the site;

Fresno County has one of the highest rates of diagnosed asthma in the
State of California;

Potentially significant cancer risks were found due to diesel particulate.
(Ex. 20, p. 4.)
For the above reasons, notwithstanding Applicant’s revised analysis, we are

persuaded that the unique factors present here and detailed in our discussions
above of Conditions AQC-3 & 5 require us to impose a requirement for

upwind/downwind monitoring in Condition AQC-5. (2/19 RT 319:10-321:15.)

4. Objectionable Condition AQ-C6

Condition AQ-C6, which deals with modifications to existing permits, is
objectionable to Applicant, who is recommending some very minor modifications
to the language that Staff recommended. Applicant's and Staff's versions of
Condition AQ-C6 are very close. Rather than engage in the minutia of
reconciling minor differences in language, we again adopt the language from
East Altamont as the appropriate resolution to the differences between the
parties. (2/19 RT 26:19-33:17; cf. Ex. 2 O, p. 4 & 4.A, p. 36; see also Applicant
Opening Brief, Att. A, p. A-7.)

5. Objectionable Condition AQ-C7

Condition AQ-C7, as recommended to us by Staff, would track the ERCs that

Applicant has proposed to ensure that the identical ERCs are surrendered at the
appropriate time under the District’s rules. Here, SJVAPCD rules in place at the
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time of the District's publication of the Authority to Construct (ATC/PDOC)?
required only that ERCs be identified; the District did not require that identical
ERCs be surrendered. (Staff Opening Brief, pp. 7-8; 2/19 RT 331:12-333:24;
Exs. 4A.26/27/37, p. 40; Applicant Reply Brief, pp. 27-29 & Att. A.)

Under Saff's view, any changes to ERC allocation as identified in proposed
Condition AQ-C7 would be subject to Energy Commission approval.?’” With
respect to the more immediate issue of ERC Certificate No. S1340-2, Staff
recommends that Applicant file an amendment to the Commission Decision in
Pastoria to free the errant ERC. (2/19 RT 173:18-179:5; 298:19-302:7.)

The issue of ERC reallocation arises in the context of Staff's discovery in these
proceedings of a “double accounting” of ERC Certificate No. S-1340-2, which is
allocated to both SJVEC and to Pastoria. The FDOC notes that ERC Certificate
# S-1340-2 is still registered to Pastoria. There is no dispute but that such a
“double accounting” is improper in that an ERC may only be committed to a
single project. (Cf. Exs. 2A, p. 105 (Pastoria Decision ERC allocation table) &
2C/4A.26%® (SIVEC ERC allocation table); 20, p.5; Staff Opening Brief, pp. 7-8.)

Staff points out that the USEPA stated a similar view with respect to any
proposed interchange of ERCs in its February 13, 2003, rulemaking action to
approve the District’s revised NSR rules, as follows:

[T]he new or modified source must identify the source of the emissions
reduction to be used to meet the offset requirements, must provide an
opportunity for review of the proposed emission reduction credits and,
once the ATC is issued, cannot change the emission reduction credits

% Under SJVAPCD's rules, the Authority to Construct (ATC) is the Preliminary Determination Of
Compliance (PDOC). The FDOC incorporates comments on the PDOC and the FDOC
represents the final District action on the ATC.

" Staff has indicated that it plans to recommend similar conditions in all future siting cases to
track applicant’s allocation of ERCs. (Staff Opening Brief, pp. 7-8.)

8 Staff Exhibit 2C and Applicant Exhibit 4A.26 (Applicant's December 5, 2002, letter to Staff on
ERC reconciliation) are identical, each party having offered it into evidence.
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unless a new ATC is proposed identifying the new emission reduction
credits to be relied upon. (Staff Opening Brief, p. 8 citing 68 FR 7330,
7333; Ex. 4A.53, p. 7333.)

Subsequent to February 13, 2003, the District has pledged to follow the USEPA
practice, under which the SJVEC is required to:

identify the source of the emissions reduction to be used to meet the offset
requirements,

provide an opportunity for review of the proposed ERCs, and

surrender the identical ERC to the District unless a new ATC/PDOC is
proposed identifying the new ERCs to be relied upon. (Ibid.)

As currently situated, Staff is recommending disapproval of the project because
Applicant has already dedicated ERC Certificate No. S-1340-2 to Pastoria,
without it, SIVEC lacks sufficient offsets to meet its offset obligations under the
District’'s rules. Staff's position is that Applicant cannot unilaterally reallocate
ERC Certificate # S-1340-2 from Pastoria to SJVEC, and that Applicant is
required either:

to renotice the Pastoria ERC package under USEPA and District rules or
practices in place subsequent to February 13, 2003; or

to renotice the SIVEC ERC package under USEPA and District rules or
practices in place subsequent to February 13, 2003. (Staff Opening Brief,
p.8.)

Staff’s position stated in the FSA is that the Commission requires Applicant to list
ERC certificate numbers and the quantities of reductions to be surrendered prior
to licensing. If Applicant determines to surrender different ERCs, Staff

recommends that we require Applicant to submit an amendment to the CPM so

that a revision to the offset package may be processed. (Ex. 2b, p. 4.1-57.)

Here, Staff's processing of an amendment would involve the District either:

approving an amended Pastoria ERC package under USEPA and District
rules or practices in place subsequent to February 13, 2003; or
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approving an amended SJVEC ERC package under USEPA and District
rules or practices in place subsequent to February 13, 2003. (2/19 RT
279:9-281:9.)

We discuss the relative merits of the parties’ position below in our discussion

section.

6. USEPA

USEPA Region IX's Senior Energy Advisor Matt Haber appeared at our
evidentiary hearings and offered testimony on the subject of the agency’s
pending approval of the District’'s NSR rule, as published in the Federal Register
shortly before our evidentiary hearing. Mr. Haber testified that the agency’s
pending regulatory action approving SJVAPCD’s NSR rule would validate the
District’s action in its FDOC approving Applicant’s proposed pre-1990 ERCs for
the SJVEC. (2/19 RT 135:11-12; 136:8-145:25; Ex. 4.A.53))

Finally, on the question of identification of ERCs to be used to offset the SJIVEC'’s
operational air quality impacts, Mr. Haber testified that USEPA's view is a general
departure from California's approach requiring the offsets to be achieved before a
certificate is issued. USEPA’s position is more liberal: the offsets must be
identified and enforceable when the project is permitted. By the time project
operation begins, offsets must be achieved. (2/19 RT 144:21-145:8.)

In terms of any later change to the mix of offsets, USEPA’s view is that an
interchange would trigger a need to go through a subsequent public process of
some sort at the District level. Mr. Haber gave several reasons supporting a
public process should the mix of offsets originally proposed be changed:

for most districts, the banking rule, itself, is not part of the SIP, so any
public process associated with that doesn't have the gloss of federal
approval,

there are often disputes between USEPA and the local district, or
applicants as to the validity of credits. Going through a public process
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before the credits are used is really the best time from a public policy
standpoint to deal with any disagreements, because at that time the
project hasn't been constructed, and any defects can be corrected before
significant investment has occurred. (2/19 RT 145:9-146:8.)

With respect to Staff's proposed Condition AQC-7, Mr. Haber testified that
USEPA supports direct action by the SJVAPCD to include in its ATC during the
licensing phase those ERCs that Applicant has identified and plans to surrender
for the project. Absent such a condition in the SIVEC project’'s ATC, USEPA
would support Staff's proposed Condition AQC-7. (2/19 RT 144:22-143:22.)

7. SJVAPCD'’s Final Determination of Compliance and Testimony

On September 26, 2002, SIVAPCD issued its FDOC on the SIJVEC project. The
FDOC concludes that the SJVEC will comply with all applicable air quality
requirements and imposes certain conditions necessary to ensure compliance.
David Warner, SIVAPCD’s Manager of Permit Services, appeared and provided
testimony at our evidentiary hearings in support of the FDOC's conclusions. (EX.
4A.37; 2/19 RT 322:14-326:16.)%°

On the issue of whether Applicant had identified sufficient ERCs to mitigate
SJVEC's operational impacts, Mr. Warner testified that Staff had discovered a
problem with ERC Certificate No. S-1340-2, which Applicant had proposed for
both Pastoria and SJVEC. Mr. Warner confirmed that such a *“double
accounting” is improper in that an ERC may only be committed to a single
project. He stated that Applicant had “remedied” the problem, which is an
apparent reference to Applicant’s letter to Mr. Warner dated December 16, 2002,
explaining Applicant’s unilateral ERC reallocation that had occurred subsequent
to both the Pastoria Commission Decision and the SJVEC ATC. (2/19 RT
331:12-358:19-360:6; 4A.27.)

2 Following Energy Commission regulations, the conditions contained in the FDOC are

incorporated into this Decision. (20, CCR § 17522.3.)
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Contemporaneously with the USEPA’s February 13, 2003, pending rulemaking
approval of the Districts NSR rule, the SIJVAPCD will require applicants to
identify for inclusion in the ATC those ERCs to be allocated to a project. The
District will then impose a condition in the FDOC requiring applicants to
surrender those identical ERCs. Should the applicant propose a new allocation
after publication of the FDOC, the applicant would be required to obtain approval
of the revised ERC package under the District's procedure. In short, if the
District were currently engaged in the ATC for the SJVEC project, it would
impose in the FDOC that which Staff is seeking to apply in Condition AQC-7.
(2/19 RT 331:12-335:20.)

8. CEQA Guidance

The Commission not only reviews compliance with SJVAPCD rules, but also
evaluates potential air quality impacts following CEQA Guidelines.®® The
Guidelines require analysis to determine whether a project will:

conflict with or obstruct implementation of the applicable air quality plan;

violate any air quality standard or contribute substantially to an existing or
projected air quality violation;

result in a cumulatively considerable net increase of any criteria pollutant
for which the region is non-attainment for state or federal standards;

expose sensitive receptors to substantial pollutant concentrations; and

create objectionable odors affecting a substantial number of people. (14
Cal. Code of Regs. 8 15000 et seq., Appendix G.)

9. Staff

Staff’'s Ambient Ozone Analysis

In the presence of ultraviolet radiation, both NOy and VOC go through a number

of complex chemical reactions to form ozone. Ozone formation is higher in

%0 See 20 Cal. Code of Regs. §8§ 1744.5, 1752.3.
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spring and summer and lower in the winter. The San Joaquin Valley Air Basin
(SJVAB) is classified as a severe nonattainment area for ozone; it violates both
federal and state AAQS. Table 3 below charts the best representative ambient
ozone data collected from three different monitoring stations close to the project
site; it shows maximum 1-hour and 8-hour ozone levels and the number of days
above the state and national standards. (2/19 RT 147:22-148:14; 193:17-194:17;
Exs. 2a & 2b, pp. 4.1-10/11 & Table 2; 4A, p. 8.)%

AIR QUALITY Table 3
Ozone Air Quality Summary, 1991-2000 (ppm)

Year Fresno Fresno Hanford
1% Street Drummond Street S. Irwin Street
Days Max. Days Max. Days Max. Days Max. Days Max. Days Max.
Above 1-Hr Above 8-Hr Above 1-Hr Above 8-Hr Above 1-Hr Above 8-Hr
CAAQS Avg. NAAQS Avg. CAAQS Avg. NAAQS Avg. CAAQS Avg. NAAQS Avg.
1-Hr 8-Hr 1-Hr 8-Hr 1-Hr 8-Hr

1991 76 0.180 72 0.130 44 0.150 34 0.118
1992 56 0.140 42 0.111 44 0.140 30 0.100
1993 59 0.160 54 0.120 27 0.150 17 0.107
1994 56 0.140 51 0.111 17 0.114 6 0.092 9 0.119 12 0.102
1995 65 0.173 53 0.126 20 0.120 9 0.097 2 0.096 1 0.085
1996 59 0.146 49 0.123 45 0.154 34 0.122 78 0.144 81 0.121
1997 30 0.128 23 0.107 19 0.131 11 0.099 23 0.126 26 0.106
1998 46 0.151 44 0.118 49 0.148 41 0.115 27 0.143 31 0.113
1999 53 0.135 45 0.123 38 0.132 28 0.108 28 0.140 25 0.111
2000 48 0.143 41 0.109 37 0.131 24 0.104 48 0.124 51 0.110
California Ambient Air Quality Standard (CAAQS): 1-Hr, 0.09 ppm
National Ambient Air Quality Standard (NAAQS): 1-Hr, 0.12 ppm; 8-Hr, 0.08 ppm
Source: CARB web site, http://www.arb.ca.gov/adam/, Accessed November 2001.
Source: CARB Air Quality Data CD, November 2000 (1980-1999).

Source: (Exs.2a & 2b, pp. 4.1-12))

Staff’s Ambient PMy, Analysis

PMjo can be emitted directly or it can be formed many miles downwind from
emission sources when various precursor pollutants interact in the atmosphere.
Gaseous emissions of pollutants like NOy, SOx and VOC from turbines, and
ammonia from NOx control equipment, given the right meteorological conditions,

can form particulate matters in the form of nitrates (NOs3), sulfates (SOq4), and

31 Both Staff and Applicant agree that there has been a gradual, long-term reduction in peak
ozone levels in the SJVAB. (Exs. 2a & 2b, pp. 4.1-11/12; 4A, p. 8.)
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organic particles. These pollutants are known as secondary particulates,
because they are not directly emitted but are formed through complex chemical
reactions in the atmosphere. The highest PM concentrations are measured in
the winter. During wintertime high PM episodes, the contribution of ground level
releases to ambient PM concentrations is disproportionately high. The
contribution of wood-smoke particles to the PM, s concentrations may be even
higher, considering that most of the wood-smoke particles are smaller than 2.5
microns. (Exs.2a & 2b, pp. 4.1-13/14.)

PM nitrate (mainly ammonium nitrate) is formed in the atmosphere from the
reaction of nitric acid and ammonia. Nitric acid in turn originates from NOy
emissions from combustion sources. The nitrate ion concentrations during the
wintertime are a significant portion of the total PMig, and should be an even
higher contributor to particulate matter of less than 2.5 microns (PM.s).3?> The
nitrate ion is only a portion of the PM nitrate, which can be in the form of
ammonium nitrate (ammonium plus nitrate ions) and some as sodium nitrate. If
the ammonium and the sodium ions associated with the nitrate ion were taken
into consideration, PM nitrate contributions to the total PM would be even more
significant. (Exs. 2a & 2b, pp. 4.1-13/14.)

SJVEC's project area annually experiences a number of violations of the state
24-hour PMjo standard. Annual average PMo levels are above the state
standard, except for 1998. Annual average PMs levels are generally above the
federal standard. The SJVAB is considered to be in serious nonattainment of
both federal and state PM;o standards. Table 4 below charts the best
representative PMjo ambient data collected from three different monitoring

stations close to the project site; it shows maximum daily and annual PMyg levels

3 california’s air quality agencies are now deploying PM,s ambient air quality monitors

throughout the state to register PM, s USEPA AAQAPSs, if needed, which are due by 2005. (Exs.
2a & 2b, pp. 4.1-14.)
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and the number of days above the state or national standards. (2/19 RT 147:22-
148:14; 313:22-316:8; Exs. 2a & 2b, pp. 4.1-1/10.)

Both Staff and Applicant agree that there has been in the SJVAB for the recent
past decade:

a very slight overall gradual downward trend for both maximum 24-hour
PMio concentrations and Annual Geometric Mean PM;g concentrations;
and

a very slight gradual downward trend in the number of days of violations of
the state 24-hour average PMjo standard. (2/19 RT 150:13-151:13; EXs.
2a & 2b, pp. 4.1-14/16; 4A, p. 8.)

AIR QUALITY Table 4
PMzo Air Quality Summary, 1991-2000 (ng/m?®)

Year Fresno Fresno Hanford
15 Street Drummond Street S. Irwin Street

Days * Max. | Annual | Annual | Days * Max. Annual | Annual Days * Max. | Annual | Annual

Above Daily Geo. Avrith. Above Daily Geo Arith. Above Daily Geo Arith.

CAAQS [ Avg. Mean Mean CAAQS Avg. Mean Mean CAAQS Avg. Mean Mean
1991 174 147 47.7 60.0 174 152 52.1 66.1 -
1992 114 120 44.0 48.8 162 116 47.5 52.1 ---
1993 132 129 37.5 46.7 150 152 44.3 53.0 36 192 69.8 -
1994 48 125 33.8 39.0 150 127 43.2 49.7 156 116 44.3 50.1
1995 136 122 37.9 44.5 138 126 40.0 48.8 150 185 43.6 52.9
1996 57 144 33.0 37.0 84 121 33.8 39.3 105 120 34.7 40.8
1997 72 124 37.1 42.6 108 121 415 46.7 102 143 41.3 46.2
1998 60 141 27.1 33.7 84 132 31.2 39.3 90 146 29.8 39.2
1999 114 154 35.8 44.6 108 162 42.1 53.1 102 143 41.6 53.4
2000 66 138 33.5 40.3 114 130 39.6 42.7 102 119 41.9 49.0

California Ambient Air Quality Standard: 24-Hr, 50 ng/m?>; Annual Geometric, 30 ng/m°
National Ambient Air Quality Standard: 24-Hr, 150 ng/m?®; Annual Arithmetic, 50 mym?
Source: CARB web site, http://www.arb.ca.gov/adam/, Accessed November 2001.
Source: CARB Air Quality Data CD, November 2000 (1980-1999).

* Days above the state standard (calculated): Because PMio is monitored approximately once every six days, the
potential number of violation days is calculated by multiplying the actual number of days of violations by six.

Source: (Exs. 2a & 2b, pp. 4.1-1/14))

Staff’'s Ambient SO, Analysis

Sulfur dioxide is typically emitted as a result of the combustion of a fuel
containing sulfur. Fuels such as natural gas contain very little sulfur and
consequently have very low SO, emissions when combusted. By contrast fuels
high in sulfur content such as lignite (a type of coal) emit very large amounts of
SO, when combusted. Staff's analysis demonstrate that the SJVAB is
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designated attainment for all SO, state and federal AAQS standards. (Exs. 2a &
2b, pp. 4.1-13))

However, the SJVEC would produce ammonia emissions at a high rate, totaling
more than 400 tons per year at an emission rate of 10 ppm. Because ammonia
emissions have a direct role in converting SOy emissions to secondary PMjo,
Staff believes it is necessary to mitigate directly the project’'s SO, emissions with
emission reductions at a minimum ratio of 1:1. Staff also contends that Applicant
“overstated the amount of ‘excess’ credits’ in its proposed [ERC] package.”
Staff’s recalculation suggests that Applicant “overstated the amount of excess
credits by 66.4 tons for VOC and 11 tons for PMio. (Ex. 2b, pp. 4.1-56; Staff
Opening Brief, pp. 8-9; Reply Brief, p. 2 & Att. A.)

Staff’s Analysis Regarding Construction

SJVEC'’s on-site construction activities are expected to last approximately 24
months; both on-site and off-site construction would generate air emissions from
earth moving activities and construction equipment. Highest daily dust emissions
will occur during the 7" month and the highest daily exhaust emissions will occur
during the 16™ month. Off-site construction of the natural gas pipeline and
reclaimed water pipeline is expected to last 12 months. Construction of the new
230-kV transmission line interconnect is expected to last one month. (Exs. 2a &
2b, pp. 4.1-22.)

The SIVEC would include the following major elements at the project site:

three Siemens-Westinghouse 501FD (or equivalent) combustion turbine
generators with duct-fired heat recovery steam generators (HRSG) driving
one steam turbine generator (STG);

a 16-cell cooling tower using reclaimed water;

a 370-horsepower (hp) diesel firewater pump;

a 1,040-kilowatt (kW) natural gas-fired emergency generator;
a 230-kilovolt (kV) switchyard;
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a deaerating surface condenser; and

a 125,000 pound-per-hour (Ib/hr) forced-draft auxiliary boiler. (Exs. 2a &
2b, pp. 4.1-2.)

The SJVEC would also include the following linear ancillary projects off the
project site:
an approximately 1,500 feet long, 230-kV electrical transmission line;

rerouting of approximately 2,900 feet of the 70-kV sub transmission line
that crosses the project site;

an approximately 20 mile, 24-inch natural gas supply pipeline;
a 21 mile, 27 inch reclaimed water supply pipeline;
a 1 mile domestic water supply pipeline; and

a 2.5 mile sanitary sewer line. (Exs. 2a & 2b, pp. 4.1-21/22.)

Staff alone undertakes for the Energy Commission an analysis of SJVEC's
construction impacts; the District does not do an analysis of construction
emissions or construction impacts. Staff remodeled an Applicant-provided
construction emissions and modeling analysis using a combination of point
sources, volume sources, and an area source. Additionally, Staff used a

corrected meteorological file in its modeling analysis. (2/19 RT 151:23-164:15;
184:18-190:15; 262:7-264:13; Exs. 2b, pp. 4.1-34/38; see AIR QUALITY Tables

5 & 6 below.)

Staff modeled Applicant’s suggested 7 a.m. to 5 p.m. daily construction schedule,
as well as an unlimited daily construction schedule to assess the potential short-
term averaging period construction impacts could occur without any restrictions
to the construction schedule.® Staff's air quality expert witness testified that the

recommended construction mitigation measures were not based upon the 24-

hour modeling, which was done to support Staff’'s original recommendation for

3 Applicant objects to Staff's methodology and argues that the results, shown below in Tables 4
and 5, significantly overstate the SJVEC project’s construction impacts. (Exs. 4A, pp. 9-12.)
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limiting construction time. However, because Staff's Noise experts are

recommending a similar limiting condition, a like air quality condition was not
needed and thus abandoned. (2/19 RT 265:21-268:21; see NOISE-8.)

Staff did not conduct a revised construction emissions and modeling analysis
based on Applicant’s revised analysis that was submitted to Staff in August 2002,
after the PSA'’s release on July 16, 2002.%* Based upon a host of comparative
evaluation factors, Staff did not consider Applicant's revised analysis to be
credible. (2/19 RT 151:23-164:15; 265:21-268:21; 274:22-276:18; EX. 2b, pp.
4.1-35/38.)

Therefore, Staff’'s evaluation of Applicant’s original data, as submitted in the AFC,
formed the basis for Staff's recommended mitigation to minimize the construction
emissions, and to otherwise mitigate the construction 24-hour PM;p, ambient air

quality impacts. (2/19 RT 151:23-164:15; Ex. 2b, pp. 4.1-35/38; 4.1-46/49.)

Air Quality Table 5
SJVEC Ambient Air Quality Impact
Staff Construction ISC Modeling Results
7 am to 5 pm Construction Schedule

Pollutant | Averaging | Project Background Total Limiting Type of Percent
Period Impact (mg/m?3)® Impact | Standard | Standard of
(mg/m?) (mg/m®) (my/m?) Standard
NO, © 1-Hour 317.9 161.7 479.6 470 CAAQS 102
Annual 7.3 30.2 37.5 100 NAAQS 38
PMjo 24-Hour 64.9 146 211 50 CAAQS 422
Annual 11.0 41.9 52.9 30 CAAQS 176
CO 1-Hour 217 4,370 4,587 23,000 CAAQS 20
8-Hour 119 2,900 3,019 10,000 CAAQS 30
SO, 1-Hour 20.0 28.8 48.8 655 CAAQS 7
3-Hour 12.9 26.0 38.9 1,300 NAAQS 3
24-Hour 5.1 16.5 21.6 105 CAAQS 21
Annual 0.32 8.5 8.8 80 NAAQS 11
Note(s):a. 1-hour NOx value was modeled using NO,-OLM. The annual value is multiplied by the Annual NOx Ratio

Method (ARM) of 0.75. b. Background values have been adjusted per staff recommended background concentrations
shown in Table 9.

Source: (Ex. 2b, pp. 4.1-37.)

3 Applicant’'s supplemental air quality impact analysis was docketed on August 9, 2002. It
contains modeled revised construction emission estimates and provides Applicant’s view on the
propriety of Staff's recommended conditions set forth in the PSA. (Ex. 4A.24.)
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Air Quality Table 6
SJVEC Ambient Air Quality Impact
Staff Construction ISC Modeling Results
Unlimited Daily Construction Schedule — Short Term Impacts

Pollutant | Averaging | Project | Background Total Limiting Type of Percent
Period Impact (mg/m?3)® Impact | Standard | Standard of
(mg/m?) (my/m?) (my/m?) Standard
NO, ° 1-Hour 317.9 161.7 479.6 470 CAAQS 102
PMig 24-Hour 184.0 146 330 50 CAAQS 660
CO 1-Hour 272 4,370 4,642 23,000 CAAQS 20
8-Hour 148 2,900 3,048 10,000 CAAQS 30
SO, 1-Hour 25.2 28.8 54.0 655 CAAQS 8
3-Hour 16.1 26.0 42.1 1,300 NAAQS 3
24-Hour 6.8 16.5 23.3 105 CAAQS 22

Note(s):

a. 1-hour NOy value was modeled using OLM_ISC.
b. Background values have been adjusted per staff recommended background concentrations shown in Table 9.

Source: (Exs. 2b, pp. 4.1-37/38.)

According to Staff, Tables 5 and 6 demonstrate that:

the project’s 1-hour NO; construction impacts to be less than significant
and that a violation of the state 1-hour NO; standard is unlikely to occur;

maximum CO and SO, impacts will remain well below the CAAQS and
NAAQS; therefore, there are no significant construction impacts for these
two pollutants;

predicted maximum 24-hour and annual PM;y concentrations are
potentially significant;

increasing the construction schedule greatly increases the predicted
maximum 24-hour PM;o concentrations;

maximum 24-hour PM;o concentrations predicted to occur within the
residential areas of the City of San Joaquin are over 30 ug/m® for an
unlimited construction schedule, and over 10 ug/m?® for a 7 am to 5 pm
construction schedule;

the more hazardous diesel equipment exhaust PM;p impacts were found
to be over 5 ug/m? within the City of San Joaquin;

annual PM;o construction impacts decrease very rapidly with distance and
the predicted concentrations within the residential areas of the City of San
Joaquin are approximately 0.25 ug/m?®; and

maximum annual PMjg construction residential mpact of approximately
1.5 ug/m® is predicted to occur at a single residential receptor located
approximately 1,000 feet south of the project fence line. (Ex. 2a, pp. 4.7-
37-39; 2/19 RT 264:14-20.)

132




Operational Emissions Estimates and Staff Recommended Mitigation

Applicant proposes to employ the following control features to minimize the
emission of toxic pollutants:

dry low NOx (DLN) combustors;

selective catalytic reduction (SCR), with ammonia injection;

an oxidation catalyst;

air inlet filter cooler;

lube oil vent coalescer; and

exclusive operation on pipeline quality natural gas to limit turbine emission
levels. (Ex. 2b, pp. 4.1-49/50; 2/19 RT 282:6-20.)

The FDOC provides the following BACT emission limits for each CTG:

1. NOyx: Emissions--2.0 ppmvd at 15 percent O, (1-hour average, excluding
startup/shutdown) and 14.27 Ib/hr with no duct firing and 19.01 Ib/hr with
duct firing (1 hr rolling average).

2. CO: Emissions--4.0 ppmvd at 15 percent O, and 17.37 Ib/hr with no duct
firing and 23.14 Ib/hr with duct firing (3-hr rolling average, excluding
startup/shutdown).

3. VOC: Emissions--2.0 ppmvd at 15 percent O, and 3.48 Ib/hr with no duct
firing and 6.63 Ib/hr with duct firing (3-hr rolling average, excluding
startup/shutdown).

4. PMio. Emissions--9.0 Ib/hr with no duct firing and 11.5 Ib/hr with duct
firing.

5. SO;: Emissions--1.38 Ib/hr with no duct firing and 1.84 Ib/hr with duct
firing.

6. NHs: Emission-- 10 ppmvd at 15 percent O (1-hour rolling average) and

26.41 Ib/hr with no duct firing and 35.19 Ib/hr with duct firing. (Exs. 2a &
2b, pp. 4.1-50.)

For the auxiliary boiler, Applicant would employ low NOy burners, SCR with
ammonia injection, an oxidation catalyst and operate exclusively on pipeline
guality natural gas to limit the project’'s emission levels to provide the following
emission rates:

1. NOy: Emissions --9 ppmvd at 3 percent O, and 1.80 Ib/hr.

2. CO: Emissions--50 ppmvd at 3 percent O, and 6.20 Ib/hr.
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VOC: Emissions--10 ppmvd at 3 percent O, and 0.69 Ib/hr.
PMio: Emissions--3.30 Ib/hr.

SO,: Emissions--0.11 Ib/hr.

NHz Emissions--0.74 Ib/hr. (Exs. 2a & 2b, pp. 4.1-50.)

o 0 kW

For the cooling tower, the Applicant has proposed a high efficiency drift
eliminator to reduce the PM;o emissions from the cooling tower. The drift rate for
the drift eliminator will be limited to 0.0005 percent. (Ibid.)

Additionally, the diesel fire pump and emergency generator must meet SIVAPCD
BACT requirements, and the following emissions control technology, or emission

limits, or estimated emission rates are provided:

Natural Gas Emergency IC Engines Driving Generators:

1. NOx: Emissions--2.63 Ib/hr, and 0.78 g/hp-hr (grams per horsepower
hour).

CO: Emissions--8.43 Ib/hr, and 2.5 g/hp-hr.

VOC: Emissions--1.42 Ib/hr, and 0.42 g/hp-hr.

PMjio: Emissions--0.10 Ib/hr, 0.01 Ib/MMBtu, and natural gas fuel.
SO,: Emissions--0.01 Ib/hr, 0.0007 Ib/MMBtu, and natural gas fuel.

o bk 0N

Diesel Emergency IC Engines Driving Fire Pumps:

NOy: Emissions--3.89 Ib/hr, and 5.89 g/hp-hr.
CO: Emissions--2.35 Ib/hr.

VOC: Emissions--0.48 Ib/hr.

PMjio: Emissions--0.17 Ib/hr, and 0.25 g/hp-hr.
SO,: Emissions —0.11 Ib/hr.

SO2: Fuel sulfur content limit of 0.05 percent sulfur by weight. (Ex. 2b,
pp. 4.1-50/51.)

A T o A
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Staff’s Analysis of Emission Offsets

Staff agrees with the general level of SIVEC’s proposed ERCs, aside from the
issues surrounding the specific offset package that's being proposed for the
project. One such issue involves Staff's recommendation for additional SO,
offsets to deal with secondary PM;o formation from the project. Applicant must
provide emission offsets, in the form of banked ERCs, for the project’s emissions
of NOy, VOC and PMjo under District Rule 2201. For CEQA compliance, Staff
recommends that all nonattainment pollutants and their precursors that do not
require offsets by District regulation be mitigated at a minimum 1:1 ratio (i.e. for
SJVEC such a pollutant is SOy). (2/19 RT 169:5/9; Ex. 2b, pp. 4.1-51.)

The SJVEC's estimated emission liabilities that require mitigation in the form of
banked ERCs are set forth below in AIR QUALITY Table 7. Staff concluded that
Applicant has demonstrated that they have purchased or have the rights to
purchase ERCs in quantities that are sufficient to offset the project's NOx, PMsy,
and VOC emissions per District requirements. (Exs. 2a & 2b, pp. 4.1-/52 &
Tables 30-32.)
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AIR QUALITY Table 7
SJVEC Annual Emission Liability (Ib/year)

NO VOC PMio SO, coP®

Emissions @ 534,982 157,357 | 294,136 | 43,646 1,667,3
84

Offset Threshold 20,000 20,000 29,200 54,750 200,000

District Offset Liability | 514,982 | 137,357 | 264,936 | ---

Applicants Offset | 514,982 | 137,357 | 264,936 | ---

Proposal

Note(s):

a. Emissions from the diesel fire pump and emergency generator are exempt
from requiring emissions offsets because they do not operate more than 200
hours per year for non-emergency purposes and are not used pursuant to
voluntary arrangements with a power supplier to curtail power.

b. Emission offsets are not required for CO in attainment areas since the
Applicant has demonstrated to the satisfaction of the Air Pollution Control Officer
(APCO) that the AAQS are not violated in the areas to be affected, and such
emissions will be consistent with Reasonable Further Progress, and will not
cause or contribute to a violation of the AAQS.

Source: (Ex. 2b, p. 4.1-51.)

Emergency equipment that is used exclusively as emergency standby equipment
for electrical power generation or any other emergency equipment as approved
by the APCO that does not operate more than 200 hours per year for norn
emergency purposes and is not pursuant to voluntary arrangements with a power
supplier to curtail power, is exempt by District rules from providing emission
offsets. With the exception of SO,, a minimum offset ratio of greater than 1:1 is

proposed for all non-attainment pollutants and their precursors. (lbid.)

All air pollutant offsets provided for the project are estimated on a quarterly basis.
The Applicant is proposing several sources of offsets to mitigate the project’s
potential emissions. Calculations of the required ERCs are based on the
distance of the project from different sources of offsets. The District requires a
1.2:1 offsetting ratio for off-site ERCs within 15 miles. For areas outside of the
15 miles, ERCs must be provided at a ratio of 1.5:1. The District determines

appropriate interpollutant offset ratios on a case-by-case basis. (lbid.)
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Staff’s Analysis of Cumulative Impacts

To evaluate SJVEC’s cumulative emission impacts, Staff evaluated District
records to determine other sources that may cumulatively impact the site area.
Staff applied the following criteria to identify other stationary emission sources
located within six miles of the SIJVEC site that may contribute to cumulative
impacts:°

Sources that have received an Authority to Construct (ATC) permit and
operation began after 1999.

Sources that have received an Authority to Construct (ATC) permit but are
not yet operational; or

Sources that have submitted complete ATC applications to the District.
(Ex. 2b, pp. 4.1-57/58.)

A review of District records indicates that there are no new permitted projects or
proposed projects with any nonVOC emissions potential of greater than 5 tons
per year being permitted within 6 miles of the project site. These are the types of
projects that would have the potential to contribute to cumulative impacts.
Although there are three other known large power plant projects, including
GWF'’s Henrietta and Hanford Peaker facilities and the Avenal Combined Cycle
facility, all proposed within 40 miles of the SJVEC, ro significant overlap of the
emission plumes from these widely spaced projects would be expected.
Therefore, no cumulative modeling analysis was required and no significant
cumulative impacts are expected as a result of this project in combination with

other known projects. (Ex. 2b, pp. 4.1-58.)

10.Applicant

Applicant objects to Staff's methodology and argues that the results, shown
above in Tables 5 and 6, significantly overstate the SIVEC project’s construction

% Emissions from existing projects operating prior to and during 1999 are reflected in the

background ambient air quality data. Therefore, it was not necessary to include them in the
cumulative impact analysis. (Exs. 2b, pp. 4.1-58.)
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impacts. In rejecting Applicant’s construction impact analysis in favor of its own,

Applicant argues that Staff improperly:

modified meteorological data inconsistent with EPA guidelines;

changed the way in which sources were characterized

assumed without technical justification that construction could occur up to
24 hours per day.

In doing so, Applicant argues that Staff has substantially overstated the project's

emissions impacts during construction as demonstrated below in AIR QUALITY
Table 8 (Exs. 4A, pp. 9-12; 4A.24;2/19 RT 24:19-28:22.)

AIR QUALITY Table 8

Comparison of Applicant and CEC Staff Construction Impacts

Pollutant Averaging Applicant’s CEC sStaff's | CEC Staff
Period Results Results Overstatement
NO2 1-hour 142.9 317.9 122%
Annual 15.6 7.3 -
PMsg 24-hour 54.4 184.0 118%
Annual 5.0 11.0 414%
CO 1-hour 307.5 272 35%
8-hour 117.0 148.0 29%
SO, 1-hour 18.1 28.8 113%
24-hour 34 16.5 115%
Annual 0.6 0.3 133%

Source: (Ex. 4A.10, p. 10.)

In summary, Applicant argues that its revised estimate of construction impacts

demonstrates that:

the SJVEC project’s impacts are not worse than those for other projects
approved by the Commission and, hence, do not warrant significantly
different mitigation measures than those that have been previously
adopted;

maximum 24-hour average PMp impacts are less than 10 pug/m3 within
the residential portion of the town of San Joaquin;

maximum 24-hour average diesel combustion PMyp impacts are less than
5 pg/m3 withinthe residential portion of the town of San Joaquin;

the foregoing impacts, as well as all other impacts related to project
construction, are mitigated to a less-than-significant level in conjunction
with the Applicant’s proposed mitigation measures. (Ex. 4A, p.12.)
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Summary of Applicant’s Pre-1990 ERCs Contentions

Applicant argues that the SJVEC project has identified and obtained emission
reduction credits to fully offset and mitigate and potential regional air quality
impact. (2/19 RT 220:17-221:10; Ex. 4A, pp. 30-33; Applicant Opening Brief, p.
8.)

Summary of Applicant’s Contentions on SO, Mitigation

Applicant contends that “small amounts of SO, emissions” from the project are
mitigated by excess mitigation to be provided to the District to offset SIVEC's
PMjo emissions. (Ex. 4A, pp. 30-33; 2/19 RT 36:2-37:13; 286:10-294:11.)

Summary of Applicant’s Contentions on Conditions of Certification

With respect to Staff's recommended Conditions AQC-3, 57, which Applicant
finds objectionable, we have stated our belief above that the conditions are
appropriate based under the factual scenario presented and our recent
precedent. We will discuss Condition AQ-C7 in more detail since it is a matter

of first impression.

Regarding Condition AQC-7, Applicant asserts that:

Staff is seeking an improper attempt at independent review of the validity
of the proffered ERCs, because

Staff’'s authority is confined by statute and only USEPA and CARB have
SJVAPCD oversight. (Ex 4A.52; Applicant Opening Brief, pp. 12-13 & Att.
A.; Applicant Reply Brief, pp. 7-12; Pub. Res. Code § 25523 (d) (2).)

In relevant part, the Warren-Alquist Act provides that:

The commission may not find that the proposed facility conforms with
applicable air quality standards pursuant to paragraph (1) unless
[option 1] the applicable air pollution control district or air quality
management district certifies, prior to the licensing of the project by
the commission, that complete emissions offsets for the proposed
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facility have been identified and will be obtained by the applicant
within the time required by the district's rules or [option 2] unless the
applicable air pollution control district or air quality management
district certifies that the applicant requires emissions offsets to be
obtained prior to the commencement of operation consistent with
Section 42314.3 of the Health and Safety Code and prior to
commencement of the operation of the proposed facility. The
commission shall require as a condition of certification that the
applicant obtain any required emission offsets within the time
required by the applicable district rules, consistent with any
applicable federal and state laws and regulations, and prior to the
commencement of the operation of the proposed facility. (Pub. Res.
Code § 25523 (d) (2); inserts provided.)

Applicant asserts that each of the conditions precedent has occurred under
option 1 so that

once these prerequisites have been satisfied, PRC 25523(d) @)
imposes on the Commission simply a requirement to ensure that
offsets are obtained within the time frames required by the applicable
district rules. To implement the requirement of the provision,
Applicant's proposed Condition AQC-7 would simply track the
language of the statute. (Ex. 4A.52.)

It is clear to us that Applicant is relying on the provisions of state law, in
particular, that the SJVAPCD has given its guarded approval for the use of ERC
Certificate No. S-1340-2 in the FDOC. (Applicant Opening Brief, p. 9.)

We think that Applicant’s view is too conservative. On its face, the applicable
state law provision requires consistency with BOTH applicable federal and state
laws and regulations.

The commission shall require as a condition of certification that the
applicant obtain any required emission offsets within the time required by
the applicable district rules, consistent with any applicable federal and
state laws and regulations, and prior to the commencement of the
operation of the proposed facility. (Pub. Res. Code § 25523 (d) (2);
emphasis added.)

Because federal rules require that Applicant identify and surrender the identical

ERCs, and ERC Certificate No. S-1340-2 is already dedicated to Pastoria, it is no
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longer available for use here. Federal rules dictate that Applicant cannot
unilaterally change ERC Certificate No. S-1340-2 from Pastoria to SJVEC,
unless a new ATC is proposed in Pastoria identifying the new emission reduction

credit(s) to be relied upon.

COMMITTEE DISCUSSION

We accept Staff's methodology and modifications to Applicant's data on
construction impacts. We find that Staff's approach was objective and
comprehensive and we accept Staff's explanation that the data Applicant

supplied in its revised construction impact analysis simply was not credible.

Pre-1990 ERCs

As the USEPA witness testified, the dispute over the District's accounting for pre-
1990 ERC's is outside the Energy Commission’s jurisdiction. The issue presents
complicated questions under federal law and the USEPA alone is responsible to
ensure appropriate administration of the Clean Air Act. We will follow the

guidance the agency provides.

To date, the USEPA has given its limited approval of the District's use of pre-
1990 ERCs in a federal rulemaking action. Although not final, we accept the
guidance and we provide for the contingency that the USEPA'’s action is not final.
In this regard our record demonstrates some lack of harmony between the
USEPA and the District that extends back more than a decade. We are mindful
of this lack of accord between the federal and state agency on the appropriate
use and accounting of pre-1990 ERCs in framing our Decision here. This is
especially true because our own Staff has noted this tension and indeed has
expressed some concern over whether the District will fulfill its USEPA imposed

obligations.
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We believe that should the USEPA in the final analysis reverse its course and
disapprove of the District's and Calpine’s use of pre-1990 ERCS, a serious
problem arises within our jurisdiction. Under state law, we must ensure that all
air quality impacts are mitigated over the life of the project. Without pre-1990
ERCs, SJVEC's is unable to fulfill that requirement as Staff and CPRE have
noted.

Accordingly, to ensure CEQA compliance, we are imposing a new condition of
certification: Condition AQ-C9. Itis in essence a requirement that the project
owner provide to the Energy Commission’s Compliance Project Manager (CPM)
guarterly reports on the District’s tracking system to the USEPA that accounts for
all pre-1990 ERCs that the project owner or predecessor surrenders to the
District to mitigate air quality impacts for operation of the SJVEC project. Should
USEPA ultimately reject Applicant's use of pre-1990 credits, the project owner
will have to return to us for an amendment that demonstrates a new offset
package that meets USEPA requirements. We believe that AQ-C9 provides an
appropriate mechanism for us to ensure that all the identified operational air

quality impacts will be mitigated to less than substantial.

SO, Mitigation

Staff considers it necessary that Applicant mitigate secondary particulate impacts
in the form of 21.8 tons of SO, (based on a 1:1 mitigation ratio). Staff's air quality
expert witness testified that:

the Energy Commission’s Tracy Peaker Project applicant mitigated SO,
impacts (contribution to secondary PM;o formation) on a 1.5 to 1 basis;

adding the SJVEC project's ammonia emissions, which are not being
otherwise offset, to the contribution of secondary PM;o formation would
create a net positive 242.5 tons of PMyg precursors that are not offset;

Applicant could effectuate the Staff-recommended SO, mitigation and
even accrue a net savings of SO, ERCs, without having to purchase any
additional ERCs, simply by amending Pastoria to be consistent with other
District projects. (2/19 RT 179:6-184:15; 268:22-269:16; 281:10-282:5.)
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We adopt this approach as reasonable.

In addition, Staff pointed out in its reply papers “overstatements” in Applicant’s
accounting for excess credits sufficient to offset SO, emissions.  Any
overstatement aside, we feel that there is sufficient evidence of record to support
Staff's recommendation for additional SO, mitigation. In particular, the SIVEC
project’s 415 tons of unmitigated ammonia emissions (another PM;o precursor)
and the area’s serious PMjip nonattainment status convinces us of the need to
require the SO, mitigation. We also take into account that Applicant may achieve
the desired result at very little cost. (Staff Reply Brief, p. 2 & Att. A.)

Conditions of Certification

We have several issues to address on the matter of conditions of certification that
have been recommended to us by Staff, but which Applicant finds objectionable.
With respect to Conditions AQ-C3 (dust suppression and soot filters) & AQ-C6
(permit modifications), we have resolved the dispute by imposing the like
conditions from the Commission’s recent East Altamont Decision as the most

appropriate way to address the issues.

In AQ-C5, Staff has recommended that we require Applicant to implement an
Ambient Air Quality Monitoring Program to measure PMjo emissions during
construction activities. Such a condition is not unprecedented, and we believe it
is warranted in light of the evidence Staff presented on public health concerns in

the region proposed for licensing the facility.

Staff's recommendation in Condition AQ-C7 for the Energy Commission to track
ERCs identified by the project owner to ensure that the identical ERCs are
surrendered to the District when required under District rules appears to be a
matter of first impression in our siting cases. Here, the SIVAPCD requires the

ERCs to be identified prior to its issuing an Authority to Construct and to be
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surrendered prior to Applicant commencing project operations. Our issue arises

in the following context:

What occurs when Applicant identifies an ERC to the District for surrender in a
current project, but previously has committed it to another project? May
Applicant at its own discretion decide how to appropriate its ERCs when its bank
is sufficient, or is Energy Commission/District approval needed through a tracking
mechanism imposed by a condition of certification? We find that Applicant has
no such discretion under either USEPA or Energy Commission practice, which
requires some official notice procedure to affect the interchange. Based upon
Staff's comments at the Committee Conference, we wil follow recent precedent
and allow for a tracking system so that there is absolute certainly regarding the
exchange of ERCs. (12/23/03 RT 31:13-37:8.)

Staff also believes that we should deny the license based on the “double
accounting” alone. We again disagree because we find this conclusion harsh.
We recognize the serious breach that Applicant causes to the prevailing rules
that require mitigation for all air quality impacts are to be provided in a forum
subject to public scrutiny. While serious, such an error may be appropriately
remedied short of denying the license precisely because Staff was vigilant in

discovering the error at this relatively early stage.

Accordingly, we will require in Condition AQ-C7 that Applicant correct the
“double accounting” error in one of two ways. Applicant will file an amendment
with the CPM and the District, to affect a change to the Pastoria ERC offset
package that will free ERC Certificate No. S-1340-2 for SJVEC's use.
Alternatively, Applicant will file simultaneously with the District and the Energy

Commission an amended ERC offset package for SJVEC.
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FINDINGS AND CONCLUSIONS

Based upon the weight of the evidence of record, we find and conclude as

follows:

1. The SJVEC is located in Fresno County, in the southeastern portion of the
City of San Joaquin, under the jurisdiction of the San Joaquin Valley Air
Pollution Control District (SJVAPCD).

2. The SIJVUAPCD collects meteorological data near the project site that are
representative of the project area’s meteorology, and are appropriate to use
for air quality dispersion modeling analysis for the SJVEC project.

3. Construction activities for the SJVEC, both on-site and off-site, would
generate air emissions from earth moving activities and construction
equipment.

4. Staff alone undertakes for the Energy Commission an analysis of SJVEC’s
construction impacts; the District does not do an analysis of construction
emissions or construction impacts.

5. Staff's recommended construction mitigation measures are based upon
Applicant’s suggested 7 a.m. to 5 p.m. daily construction schedule.

6. Ambient Air Quality Standards (AAQS) have been established for six air
contaminants identified as criteria air pollutants, including Sulfur Dioxide
(S0O2), Carbon Monoxide (CO), Ozone (Os), Nitrogen Dioxide (NO,), Lead
(Pb) and particulate matter (PM) less than 10 microns and 2.5 microns
respectively.

7. Maximum CO and SO, impacts will remain well below the CAAQS and
NAAQS; therefore, there are no significant construction impacts for these two
pollutants.

8. The proposed site for the SJVEC project is classified as a severe
nonattainment area for ozone, and a serious nonattainment area for both
federal and state PM;g standards.

9. For CEQA compliance, Staff recommends that all non-attainment pollutants
and their precursors that do not require offsets by District regulation be
mitigated at a minimum 1:1 ratio (i.e. for SJVEC such a pollutant is SOy).

10 The SJVEC project as proposed is a major stationary source subject to the
SJVAPCD’s non-attainment NSR permitting rules and USEPA’'s PSD
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permitting rules because its emissions will exceed the threshold emission
limits for such a review.

11.0n September 26, 2002, the SIVAPCD issued its FDOC on the SJVEC
project. The FDOC concludes that the SIJVEC, as conditioned, will comply
with all applicable nonrattainment NSR air quality requirements.

12.The USEPA's regulatory action approving SJVAPCD’s non-attainment New
Source Review rule would validate the District's action in its Final
Determination of Compliance (FDOC) approving Applicant’s proposed pre-
1990 ERCs for the SJVEC.

13.The USEPA’s Region IX will demonstrate SJVEC’s compliance with the
requirements of the federal PSD program through issuance of the PSD
permit.

14.The SJVEC will require both Title IV and Title V operating permits under the
federal Clean Air Act, which the SIVAPCD will implement under District
Regulation XXXI, and XXX, respectively Title IV program requirements,
implemented through District Regulation XXXI,.

15.The USEPA reviews and approves the SIVAPCD’s regulations, which are, at
a minimum, as stringent as the federal regulations. Therefore, compliance
with the District’s rules and regulations will result in compliance with federal
requirements.

16.The District does not require ERC offsets for the project’'s SO, emissions, and
Applicant is not proposing directly to offset these emissions.

17 Currently, neither the SIVAPCD’s ozone (out of date) nor PM;o AQMPs are
approved by the USEPA.

18.SJVEC has the potential to contribute significantly to existing violations of
ozone and PM,, standards in the SJVAPCD.

19.The SIVEC will use BACT to control emissions of NOy, CO, SO,, PM,,, and
VOCs.

20.Applicant has identified all required offsets to mitigate fully the project in
accordance with SJVAPCD's regulatory rules and requirements.

21.Applicant applied a “double accounting” of ERC Certificate No. S1340-2--

allocated in both SJVEC and Pastoria. Such a “double accounting” allocation
is improper in that an ERC may only be committed to a single project.
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22.Contemporaneously with the USEPA’'s February 13, 2003, pending
rulemaking approval of the District's NSR rule, the SIVAPCD will impose a
condition in the FDOC requiring applicants to surrender identical ERCs.
Should applicant propose an ERC exchange, the District’s original noticing
procedure would have to be duplicated.

23.USEPA rules in place prior to February 13, 2003, require new sources such
as the SJVEC: (1) to identify an ERCs source, (2) provide an opportunity for
its public review/comment on the PDOC, and (3) to surrender the identical
ERC to the District, unless a new public action is proposed identifying the new
ERCs to be relied upon.

24.0n its face, Pub. Res. Code § 25523 (d) (2), the applicable state law
provision, requires consistency with BOTH applicable federal and state laws

and regulations.

25.Because federal rules require that Applicant identify and surrender identical
ERCs, and ERC Certificate No. S-1340-2 is already dedicated to Pastoria, it
is no longer available for use here in SJVEC. Federal rules dictate that
Applicant cannot unilaterally change ERC Certificate No. S-1340-2 from
Pastoria to SJVEC, unless a new ATC is proposed in Pastoria identifying the
new emission reduction credits to be relied upon.

26.No cumulative impacts are expected as a result of this project in combination
with other known projects.

27.Applicant has carried its burden of proof to demonstrate that, with
implementation of the Conditions of Certification specified below, the SJVEC
will be constructed and operated in compliance with all applicable laws,
ordinances, regulations, and standards identified in the pertinent portion of
Appendix A of this Decision.

CONDITIONS OF CERTIFICATION

AQ-C1 The project owner shall fund all expenses for an on-site air quality
construction mitigation manager (AQCMM) who shall be
responsible for maintaining compliance with conditions AQ-C2
through AQ-C4 for the entire project site and linear facility
construction. The onsite AQCMM may delegate responsibilities
identified in Conditions AQ-C1 through AQ-C4 to one or more air
guality construction mitigation monitors. The on-site AQCMM shall
have full access to areas of construction of the project site and
linear facilities, and shall have the authority to appeal to the CPM to
have the CPM stop any or all construction activities as warranted
by applicable construction mitigation conditions. The onsite
AQCMM, and any air quality construction mitigation monitors
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responsible for compliance with the requirements of AQ-C3, AQ-C4
and District Regulation VIII, shall have a current certification by the
California Air Resources Board for Visible Emission Evaluation prior
to the commencement of ground disturbance. The AQCMM may
have responsibilities in addition to those described in this condition.
The on-site AQCMM shall not be terminated without written consent
of the CPM.

Verification: At least 60 days prior to the start of ground disturbance, the project
owner shall submit to the CPM, for approval, the name, current ARB Visible
Emission Evaluation certificate, and contact information for the on-site AQCMM
and air quality construction mitigation monitors.

AQ-C2

The project owner shall provide a construction mitigation plan
(CMP), for approval, which shows the steps that will be taken, and
reporting requirements, to ensure compliance with conditions AQ-
C3 and AQ-CA4.

Verification: At least 60 days prior to start any ground disturbance, the project
owner shall submit to the CPM, for approval, the construction mitigation plan.
The CPM will notify the project owner of any necessary modifications to the plan
within 30 days from the date of receipt.

AQ-C3

The on-site AQCMM shall submit to the CPM, in the monthly

compliance report (MCR), a construction mitigation report that
demonstrates compliance with the following mitigation measures:

a. All unpaved roads and disturbed areas in the project and
linear construction sites shall be watered until sufficiently wet. The
frequency of watering can be reduced or eliminated during periods
of precipitation.

b. No vehicle shall exceed 10 miles per hour within the
construction site.

C. The construction site entrances shall be posted with visible
speed limit signs.

d. All vehicle tires shall be washed or cleaned free of dirt prior
to entering paved roadways.

e. Gravel ramps of at least 20 feet in length must be provided
at the tire washing/cleaning station.

f. All entrances to the construction site shall be treated with
dust soil stabilization compounds.

g. No construction vehicles can enter the construction site
unless through the treated entrance roadways.

h. Construction areas adjacent to any paved roadway shal be
provided with sandbags to prevent run-off to the roadway.
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I All paved roads within the construction site shall be swept
twice daily when construction activity occurs.

J- At least the first 500 feet of any public roadway exiting from
the construction site shall be swept twice daily on days when
construction activity occurs, and twice daily on any other day when
dirt or runoff from the construction site is visible on the public
roadways.

k. All soil storage piles and disturbed areas that remain inactive
for longer than 10 days shall be covered, or be treated with
appropriate dust suppressant compounds.

l. All vehicles that are used to transport solid bulk material and
that have potential to cause visible emissions shall be provided with
a cover, or the materials shall be sufficiently wetted and loaded
onto the trucks in a manner to provide at least one foot of
freeboard.

m. Wind erosion control techniques, such as windbreaks, water,
chemical dust suppressants, and vegetation shall be used on all
construction areas that may be disturbed. Any windbreaks used
shall remain in place until the soil is stabilized or permanently
covered with vegetation.

n. Diesel Fired Engines.

(1)  All diesel-fueled engines used in the construction of
the facility shall be fueled only with ultra-low sulfur
diesel, containing no more than 15-ppm sulfur.

(2)  All diesel-fueled engines used in the construction of
the facility shall have clearly visible tags issued by the
on-site AQCMM that shows the engine meets the
conditions set forth herein.

(3)  All large construction diesel engines, which have a
rating of 50 hp or more, shall meet, at a minimum, the
Tier 1 ARB/EPA certified standards for off-road
equipment unless certified by the on-site AQCMM that
a certified engine is not available for a particular item
of equipment. In the event a Tier 1 ARB/EPA certified
engine is not available for any off-road engine larger
than 50 hp, that engine shall be equipped with a
catalyzed diesel particulate filter (soot filter), unless
certified by engine manufacturers or the on-site
AQCMM that the use of such soot filters is not
practical for specific engine types.
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The Tier 1 diesel engine is not available. For
purposes of this condition, “not available” means
that a Tier 1 diesel engine certified by either CARB
or EPA is: (i) not in existence at any location for
use by the project owner at or near the time
project construction commences; (ii) in existence
but the construction equipment is intended to be
on-site for ten (10) days or less or (iii) not available
for a particular piece of equipment.

Despite the project owner’s best efforts, use of the
soot filter is not practical. For the purposes of this
condition, “not practical” means any of the
following: (i) the use of the soot filter is excessively
reducing normal availability of the construction
equipment due to increased downtime for
maintenance and/or reduced power output due to
an excessive increase in backpressure; (ii) the
soot filter is causing or is reasonably expected to
cause significant engine damage; (iii) the soot filter
is causing or is reasonably expected to cause a
significant isk to workers or the public; (iv) the
construction equipment is intended to be on-site
for ten (10) days or less or (v) other good cause
approved by the CPM.

0. Any conflict between mitigation measures (a) through (m)
and District Rules 8021 through 8081 will be identified in the CMP.
In the event such a conflict precludes compliance with both the
CEC and District requirements, not including District exemption and
applicability thresholds, which reduce or eliminate fugitive dust
control requirements, the provisions of District rules shall govern.

p. Observations of visual dust plumes, and/or a differential in
the downwind minus upwind PM10 instrument results of 5-ug/m3 or
more would indicate that the existing mitigation measures are not
resulting in effective mitigation. The CMM shall implement the
following procedures for additional mitigation measures if the CMM
determines that the existing mitigation measures are not resulting in
effective mitigation:

Step One--The CMM shall direct more aggressive application of the
existing mitigation methods within 15 minutes of making such a
determination.

Step Two--The CMM shall direct implementation of additional
methods of dust suppression if Step One fails to result in adequate
mitigation within 30 minutes of the original determination.
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Step Three--The CMM shall direct a temporary shutdown of the
source of the emissions if Step Two fails to result in adequate
mitigation within one hour of the original determination. The activity
shall not be restarted until the implemented dust control mitigation
is effective or, due to changed conditions, unnecessary. The
owner/operator may appeal to the CPM any directive from the CMM
to shutdown a source, provided that the shutdown shall go into
effect within one hour of the original determination unless overruled
by the CPM before that time.

Verification: In the MCR, the project owner shall provide the CPM a copy of the

construction mitigation report and all diesel fuel purchase records, including
guantity purchased, which clearly demonstrates compliance with condition AQ-

C3.

AQ-C4

No construction activities are allowed to cause visible emissions at
or beyond the project site fenced property boundary. No
construction activities are allowed to cause visible plumes that
exceed 20 percent opacity at any location on the construction site.
No construction activities are allowed to cause any visible plume in
excess of 200 feet beyond the centerline of the construction of
linear facilities, or cause visible plumes to occur within 100 feet
upwind of any occupied structures located outside the construction
area.

Verification: The on-site AQCMM shall conduct a visible emission evaluation at
the property boundary, or 200 feet from the center of construction activities at the
linear facility, or adjacent to occupied structures, each time he/she sees
excessive fugitive dust from the construction or linear facility site. The records of
the visible emission evaluations shall be maintained at the construction site and
shall be provided to the CPM on the monthly construction report.

AQ-C5

The project owner shall ensure that the AQCMM prepares and
directs implementation of an Ambient Air Monitoring Program
(AAMP) to measure PMjy emissions during excavation,
earthmoving, and grading activities. The project owner/operator
shall submit the AAMP to the CPM for review and approval. The
AAMP shall include, at a minimum, the following:

a. The use of real-time simultaneous upwind and downwind
PMjo monitoring instruments;

b. A description of the data to be collected;

C. A description of how the data collected will be used to

assess the effectiveness of the mitigation measures
implemented under the CMP, including assessing the
potential need for monitoring multiple activities on site
simultaneously.
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Verification: The AAMP shall be included as part of the CMP required by
Condition of Certification AQ-C2. Monitoring records, including monitoring data
from all upwind and downwind monitors, hourly wind speed and wind direction,
and records of dust suppression measures implemented, shall be maintained on-
site throughout construction and shall be made available to the CPM upon
request. A summary of the monitoring records and the dust suppression
activities shall be included in each AAMP submittal. Any changes to the AAMP
or associated protocols require approval from the CPM.

AQ-C6 The project owner shall submit to the CPM for review and approval
any substantive modification proposed by the project owner to any
project air permit. The project owner shall submit to the CPM any
modification to any permit proposed by the SJVAPCD or the
USEPA, and any revised permit issued by the SIVAPCD or the
USEPA for the project.

Verification: The project owner shall submit any proposed air permit modification
to the CPM within five working days of its submittal either by 1) the project owner
to an agency, or 2) receipt of proposed modifications from an agency. The
project owner shall submit all modified air permits to the CPM within fifteen (15)
days of receipt.

AQ-C7 The project owner shall remedy within 180 days of the Commission
Decision the “double accounting” error Staff has identified.
Applicant will file an amendment simultaneously with the CPM and
the District, to affect a change to the Pastoria ERC offset package
that will free ERC Certificate No. S-1340-2 for SJVEC's use.
Alternatively, Applicant will file an amended ERC offset package for
SJVEC. Any amended ERC offset package will be filed
simultaneously with the District and the CPM.

Verification: Within 180 days of the Commission Decision, Applicant will file a
letter with the CPM identifying which course of action was taken and
demonstrating that the District is in accord with the action taken.

AQ-C8 The project owner shall submit to the CPM and APCO Quarterly
Compliance Reports, no later than 30 days following the end of
each calendar quarter, that include operational and emissions
information as necessary to demonstrate compliance with
Conditions AQ-1 through AQ-117. The Quarterly Operational
Report will specifically note or highlight incidences of
noncompliance.

Verification: The project owner shall submit the Quarterly Operational Reports to

the CPM and APCO no later than 30 days following the end of each calendar
quarter.
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AQ-C9 The project owner shall submit to the CPM a copy of a Tracking
System Report prepared by the District. The Tracking System
Report shall describe the status of the District's accounting, under
the USEPA'’s pending rulemaking action of February 13, 2003 to
approve the District’'s NSR rules, of pre-1990 ERCs surrendered by
the project owner or any predecessor for the SJVEC project.
Should USEPA ultimately reject the project owner’s use of pre-1990
credits, the project owner will file with the CPM an amendment
containing a new offset package that meets USEPA requirements,
and remedies the ERC shortfall.

Verifications:

1. The project owner shall submit the Tracking System Report to the CPM no
later than 30 days following its release by the District.

2. The project owner shall notify the CPM within seven days of any written
notice of a USEPA determination that the use of pre-1990 ERCs surrendered for
the SJVEC project has been disapproved. Within 60 days of receiving that
notice, the project owner shall submit a request for an amendment that includes
a new ERC package, which meets USEPA requirements and remedies the ERC
shortfall.

AQ-C10 ERC Certificate Numbers S-1340-2, S$1280-2, N-272-2, and S-
1554-2 shall be used to supply the required NOx offsets, unless a
revised offsetting proposal is received and approved by the District,
upon which this Authority to Construct shall be reissued,
administratively specifying the new offsetting proposal. Original
public noticing requirements, if any, shall be duplicated prior to
reissuance of this Authority to Construct. The certificates identified

in this condition shall be surrendered only after demonstrating
compliance with Conditions AQ-C7 and AQ-C9.

Verification: At least 60 days prior to commencing turbine first fire, the project
owner shall surrender the identified ERC certificates and in the amounts shown
in AQ-105 to the District and provide documentation of that surrender to the
CPM. Changes to the offsetting proposal must be provided to the District and
CPM for review, public noticing, and approval.

AQ-C11 ERC Certificate Number C-348-1, N-303-1, and S-1665-1 shall be
used to supply the required VOC offsets, unless a revised offsetting
proposal is received and approved by the District, upon which this
Authority to Construct shall be reissued, administratively specifying
the new offsetting proposal. Original public noticing requirements,
if any, shall be duplicated prior to reissuance of this Authority to
Construct. The certificates identified in this condition shall be

surrendered only after demonstrating compliance with Conditions
AQ-C7 and AQ-C9.
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Verification: At least 60 days prior to commencing turbine first fire, the project
owner shall surrender the identified ERC certificates and in the amounts shown
in AQ-105 to the District and provide documentation of that surrender to the
CPM. Changes to the offsetting proposal must be provided to the District and
CPM for review, public noticing, and approval.

AQ-C12 ERC Certificate Numbers C-347-4, S-1577-4, S-1578-4, S-1666-4,
S-1682-4, S-1683-4, S1684-4, S-1685-4, S-1686-4, S-1687-4, S
1688-4, S-1689-4, S-1690-4, S-1691-4, S-1692-4, S-1693-4, N-
297-4, CA447-4, C448-4, C-449-4 and N-208-4 shall be used to
supply the required PMjo offsets, unless a revised offsetting
proposal is received and approved by the District, upon which this
Authority to Construct shall be reissued, administratively specifying
the new offsetting proposal. Original public noticing requirements,
if any, shall be duplicated prior to reissuance of this Authority to
Construct.

Verification: At least 60 days prior to commencing turbine first fire, the project

owner shall surrender the identified ERC certificates and in the amounts shown
in AQ-105 to the District and provide documentation of that surrender to the

CPM. Changes to the offsetting proposal must be provided to the District and
CPM for review, public noticing, and approval.

AQ-C13 The project owner shall surrender SO, ERC certificates from the
SJVAPCD ERC bank in the amount of no less than 10,908 pounds
per quarter.

Verification: At least 60 days prior to commencing turbine first fire, the project

owner shall surrender the ERC certificates in the required amounts to the District
and provide documentation of that surrender to the CPM.
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DISTRICT’'S FINAL DETERMINATION OF COMPLIANCE CONDITIONS

SIVACPD Permit No. UNIT C-3959-1-0: 180 MW NOMINALLY RATED
COMBINED-CYCLE POWER GENERATING SYSTEM #1 CONSISTING OF A
SIEMENS-WESTINGHOUSE MODEL 501FD OR EQUIVALENT NATURAL GAS
FIRED COMBUSTION TURBINE GENERATOR WITH DRY LOW NOX
COMBUSTOR, A SELECTIVE CATALYTIC REDUCTION (SCR) SYSTEM, AN
OXIDATION CATALYST, HEAT RECOVERY STEAM GENERATOR #1 (HRSG)
WITH A 746 MMBTU/HR DUCT BURNER AND A 570 MW NOMINALLY RATED
STEAM TURBINE SHARED WITH C-3959-2 AND C-3959-3.

SIVACPD Permit No. UNIT C-3959-2-0: 180 MW NOMINALLY RATED
COMBINED-CYCLE POWER GENERATING SYSTEM #2 CONSISTING OF A
SIEMENS-WESTINGHOUSE MODEL 501FD OR EQUIVALENT NATURAL GAS
FIRED COMBUSTION TURBINE GENERATOR WITH DRY LOW NOX
COMBUSTOR, A SELECTIVE CATALYTIC REDUCTION (SCR) SYSTEM, AN
OXIDATION CATALYST, HEAT RECOVERY STEAM GENERATOR #2 (HRSG)
WITH A 746 MMBTU/HR DUCT BURNER AND A 570 MW NOMINALLY RATED
STEAM TURBINE SHARED WITH C-3959-1 AND C-3959-3.

SIJVACPD Permit No. UNIT C-3959-3-0: 180 MW NOMINALLY RATED
COMBINED-CYCLE POWER GENERATING SYSTEM #3 CONSISTING OF A
SIEMENS-WESTINGHOUSE MODEL 501FD OR EQUIVALENT NATURAL GAS
FIRED COMBUSTION TURBINE GENERATOR WITH DRY LOW NOX
COMBUSTOR, A SELECTIVE CATALYTIC REDUCTION (SCR) SYSTEM, AN
OXIDATION CATALYST, HEAT RECOVERY STEAM GENERATOR #3 (HRSG)
WITH A 746 MMBTU/HR DUCT BURNER AND A 570 MW NOMINALLY RATED
STEAM TURBINE SHARED WITH C-3959-1 AND C-3959-2.

CONDITIONS OF CERTIFICATION AQ-1 THROUGH AQ-59 APPLY PER
TURBINE/HRSG UNIT UNLESS OTHERWISE IDENTIFIED.

AQ-1 The project owner shall obtain APCO and CPM approval for the use of
any equivalent turbine not specifically approved by the Authority to
Construct. Approval of an equivalent turbine shall only be made after the
APCO's determination that the submitted design and performance data for
the proposed turbine is equivalent to the approved turbine. [District Rule
2201]

Verification: The project owner shall submit a request for approval, including

specific design and performance data for equivalent turbines not specifically
approved by the Authority to Construct, to the APCO and CPM at least 90 days
prior to the installation of the turbines.

AQ-2 The project owner's request for approval of an equivalent turbine shall
include the following information: turbine manufacturer and model number,
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nominal megawatt (MW) rating, maximum heat input rating, and
manufacturer's guaranteed emission concentrations. [District Rule 2201]

Verification: The project owner shall submit a request for approval for equivalent
turbines not specifically approved by the Authority to Construct to the APCO and
CPM at least 90 days prior to the installation of the turbines.

AQ-3 The project owner's request for approval of an equivalent turbine shall be
submitted to the District and CPM at least 90 days prior to the planned
installation date. The project owner shall also notify the District and CPM
at least 30 days prior to the actual installation of the District and CPM
approved equivalent turbine. [District Rule 2201]

Verification: The project owner shall submit a request for approval for equivalent
turbines not specifically approved by the Authority to Construct to the APCO and
CPM at least 90 days prior to the installation of the turbines, and notify the
District and CPM at least 30 days prior to the actual installation of the approved
equivalent turbine.

AQ-4 The owner of the San Joaquin Valley Energy Center (SJVEC) shall
minimize the emissions from the gas turbine and heat recovery steam

generator to the maximum extent possible during the commissioning
period. Conditions AQ-4 through AQ-16 shall apply only during the
commissioning period as defined below. Unless otherwise indicated,
Conditions AQ-17 through AQ-59 and conditions AQ-105 through AQ-117
shall apply after the commissioning period has ended. [District Rule 2201]

Verification: The project owner shall provide in the monthly commissioning
status report (see the verification for Condition AQ-10) information regarding the
types and effectiveness of methods used to minimize commissioning period
emissions.

AQ-5 Commissioning activities are defined as, but not limited to, all testing,
adjustment, tuning, and calibration activities recommended by the
equipment manufacturers and the SJVEC construction contractor to insure
safe and reliable steady state operation of the gas turbines, heat recovery
steam generators, steam turbine, auxiliary boiler, and associated electrical
delivery systems. [District Rule 2201]

Verification: None.

AQ-6 Commissioning period shall commence when all mechanical, electrical,
and control systems are installed and individual system startup has been
completed, or when a gas turbine is first fired, whichever occurs first. The
commissioning period shall terminate when the plant has completed initial
performance testing and is available for commercial operation. [District
Rule 2201]

Verification: None.
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AQ-7 At the earliest feasible opportunity, in accordance with the
recommendations of the equipment manufacturer and the construction
contractor, the combustors of this unit shall be tuned to minimize
emissions. [District Rule 2201]

Verification: The project owner shall provide combustor-tuning information to
demonstrate compliance with this condition, and that information shall be
submitted to the CEC CPM as part of the monthly commissioning status report
noted in the verification of Condition AQ-10.

AQ-8 At the earliest feasible opportunity, in accordance with the
recommendations of the equipment manufacturer and the construction
contractor, the Selective Catalytic Reduction (SCR) system and the
oxidation catalyst shall be installed, adjusted, and operated to minimize
emissions from this unit. [District Rule 2201]

Verification: The project owner shall provide emission abatement system
information (such as dates of catalyst installation and ammonia grid initial
operation) to demonstrate compliance with this condition, and that information
shall be submitted to the CEC CPM as part of the monthly commissioning status
report noted in the verification of Condition AQ-10.

AQ-9 Coincident with the steady-state operation of the SCR system and the
oxidation catalyst, NOx and CO emissions from this unit shall comply with
the limits specified in condition AQ-32 and AQ-33. [District Rule 2201]

Verification: The project owner shall provide emissions data to demonstrate
compliance with this condition, and that data shall be submitted to the CEC CPM
as part of the monthly commissioning status report noted in the verification of
Condition AQ-10.

AQ-10 The project owner shall submit a plan to the District at least four
weeks prior to the first firing of this unit, describing the procedures
to be followed during the commissioning period. The plan shall
include a description of each commissioning activity, the anticipated
duration of each activity in hours, and the purpose of the activity.
The activities described shall include, but not limited to, the tuning
of the combustors, the installation and operation of the SCR
systems and the oxidation catalyst, the installation, calibration, and
testing of the NOy, and CO continuous emissions monitors, and any
activities requiring the firing of this unit without abatement by the
SCR system or oxidation catalyst. [District Rule 2201]

Verification: The project owner shall submit a single commissioning plan to the
District and the CPM at least four weeks prior to the first firing of any combustion
turbine, describing in detail the procedures to be followed for each turbine. The
project owner shall submit, commencing one month from the time of gas turbine
first fire, a monthly commissioning status report throughout the duration of the
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commissioning phase that demonstrates compliance with the commissioning
plan and demonstrates compliance with all other substantive requirements listed
in Conditions AQ-4 through AQ-16. The monthly commissioning status report
shall be submitted to the CPM monthly within 10 days of the numeric calendar
day of turbine first fire date.

AQ-11 Emission rates from this unit, during the commissioning period,
shall not exceed any of the following: NOy (as NOy) - 189 Ib/hr or
2,268 Ib/day; VOC (as methane) - 17 Ib/hr or 204 Ib/day; CO - 902
Ib/hr or 4,620 Ib/day; PMio - 276 Ib/day; or SO« (as SO,) - 44.2
Ib/day. [District Rule 2201]

Verification: The project owner shall provide emissions data to demonstrate
compliance with this condition, and that data shall be submitted to the CEC CPM
as part of the monthly commissioning status report noted in the verification of
Condition AQ-10.

AQ-12 Only one of the turbine units C-3959-1, C3959-2, and C3959-3
shall be operated at any one time without abatement and only
during commissioning. Combined emission rates from units C-
3959-1, C-3959-2, and C-3959-3, during the commissioning period,
shall not exceed any of the following: NOy (as NOy) - 349 Ib/hr or
3,630.4 Ib/day; VOC (as methane) - 49 Ib/hr or 572 Ib/day; CO -
2,706 Ib/hr or 12,715.4 Ib/day; PMyo - 828 Ib/day; or SO (as SOy) -
132.6 Ib/day. [District Rule 2201]

Verification: The project owner shall provide emissions data to demonstrate
compliance with this condition, and that data shall be submitted to the CEC CPM
as part of the monthly commissioning status report noted in the verification of
Condition AQ-10.

AQ-13 During the commissioning period, the project owner shall
demonstrate compliance with conditions AQ-11 and AQ-12 through
the use of properly operated and maintained continuous emissions
monitors and recorders as specified in conditions AQ-23 and AQ-
24. The monitored parameters for this unit shall be recorded at
least once every 15 minutes (excluding normal calibration periods
or when the monitored source is not in operation). [District Rule
2201]

Verification: The project owner shall providle CEM data to demonstrate
compliance with conditions AQ-11 and AQ-12, and that data shall be submitted
to the CEC CPM as part of the monthly commissioning phase status report noted
in the verification of Condition AQ-10.

AQ-14 The continuous monitors specified in conditions AQ-23 and AQ-24

shall be installed, calibrated, and operational prior to the first firing
of this unit. After first firing, the detection range of the CEMS shall
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be adjusted as necessary to accurately measure the resulting
range of NOx and CO emission concentrations. [District Rule 2201]

Verification: The project owner shall provide notification to the District and the
CPM of the anticipated dates for installation, calibration, and testing for the
CEMS at least 10 days prior to installation. The project owner shall provide a
report to the District and CPM for approval demonstrating compliance with CEMS
calibration requirements prior to turbine first fire. The project owner shall provide

ongoing calibration data in the monthly commissioning status reports (see
verification of Condition AQ-10).

AQ-15 The total number of firing hours of this unit without abatement of
emissions by the SCR system and the oxidation catalyst shall not
exceed 294 hours during the commissioning period.  Such
operation of this unit without abatement shall be limited to discrete
commissioning activities that can only be properly executed without
the SCR system and the oxidation catalyst in place. Upon
completion of these activities, the project owner shall provide
written notice to the District and the unused balance of the 294
firing hours without abatement shall expire. [District Rule 2201]

Verification: The project owner shall provide to the District and the CPM a
reporting of the unused balance of the 294 firing hours without abatement for
each turbine in the monthly commissioning status reports (see verification of
Condition AQ-10).

AQ-16 The total mass emissions of NOx, CO, VOC, PM10, and SOx that
are emitted during the commissioning period shall accrue towards the
consecutive twelve-month emission limits specified in Condition AQ-38. [District

Rule 2201]
Verification: None.

AQ-17 The project owner shall notify the District of the date of initiation of
construction no later than 30 days after such date, the date of
anticipated startup not more than 60 days nor less than 30 days
prior to such date, and the date of actual startup within 15 days
after such date. [District Rule 4001]

Verification: The project owner shall notify the CPM and the District of the date
of initiation of construction no later than 30 days after such date, the date of
anticipated startup, defined here as first turbine fire, not more than 60 days or
less than 30 days prior to such date, and the date of actual startup within fifteen
(15) days after such date.

AQ-18 Selective catalytic reduction (SCR) system and oxidation catalyst
shall serve the gas turbine engine. The project owner shall submit
SCR and oxidation catalyst design details to the District at least 30
days prior to commencement of construction. [District Rule 2201]
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Verification: The project owner shall submit SCR and oxidation catalyst design
details to the District and the CPM 30 days prior to commencement of
construction.

AQ-19 The project owner shall submit continuous emission monitor
design, installation, and operational details to the District at least 30
days prior to commencement of construction. [District Rule 2201]

Verification: The project owner shall provide copies of drawings of the
continuous emissions monitor design, installation, and operations details to the
District and the CPM at least 30 days prior to commencement of construction.

AQ-20 The project owner shall submit to the District information correlating
the NOx control system operating parameters to the associated
measured NOy output. The information must be sufficient to allow
the District to determine compliance with the NOx emission limits of
this permit during times that the CEMS is not functioning properly.
[District Rule 4703]

Verification: The project owner shall compile the required NOx control system
and emissions data and submit the information to the CPM and the APCO in the
Quarterly Operational Reports (AQ-C8).

AQ-21 Combustion turbine generator (CTG) and electrical generator lube
oil vents shall be equipped with mist eliminators. Visible emissions
from lube oil vents shall not exhibit opacity of 5-percent or greater,
except for up to three minutes in any hour. [District Rules 2201 and
4101]

Verification: The project owner shall make the site available for inspection by
representatives of the District, CARB and the Energy Commission to verify the
installation and proper operation of the lube oil vent mist eliminators.

AQ-22 Heat recovery steam generator design shall provide space for
additional selective catalytic reduction catalyst and oxidation
catalyst if required to meet NOx and CO emission limits. [District
Rule 2201]

Verification: The project owner shall submit SCR and oxidation catalyst design

details that demonstrate compliance with this condition to the APCO and the
CPM 30 days prior to commencement of construction.

AQ-23 The CTG shall be equipped with a continuous monitoring system to
measure and record fuel consumption. [District Rules 2201, 4001]

Verification: The project owner shall make the site available for inspection of the
hourly operation and fuel consumption measuring equipment and records by
representatives of the District, CARB, and the Energy Commission.
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AQ-24 The HRSG shall be equipped with a continuous emission monitors
(CEMs) for NOy, CO, and Q. Continuous emissions monitor(s)
shall meet the requirements of 40 CFR part 60, Appendices B and
F (for CO), and 40 CFR part 75 (for NOx and O,), and of the
District-approved monitoring protocol, and shall be capable of
monitoring emissions during normal operating conditions and
during startups and shutdowns, provided the CEM(s) pass the
relative accuracy requirement for startups and shutdowns specified
herein. If relative accuracy of CEM(s) cannot be demonstrated
during startup conditions, CEM results during startup and shutdown
events shall be replaced with startup emission rates obtained from
source testing to determine compliance with emission limits
contained in this document. [District Rules 2201, 4001, and 4703]

Verification: The project owner shall provide a Continuous Emission Monitoring
System (CEMS) protocol for approval by the CPM and the APCO at least 60
days prior to installation of the CEMS. The project owner shall make the site
available for inspection of the CEMS by representatives of the District, CARB and
the Commission.

AQ-25 The project owner shall install and maintain equipment, facilities
and systems compatible with the Districtts CEM data polling
software system and shall make CEM data available to the

District's automated polling system on a daily basis. [District Rule
1080]

Verification: The project owner shall provide a Continuous Emission Monitoring
System (CEMS) protocol for approval by the CPM and the APCO at least 60
days prior to installation of the CEMS. The project owner shall make the site
available for inspection of the CEMS by representatives of the District, CARB and
the Commission.

AQ-26 Upon notice by the District that the facility’'s CEM system is not
providing polling data, the project owner may continue to operate
the facility without providing automated data for a maximum of 30
days per calendar year provided the CEM data is sent to the District
by a District-approved alternative method. [District Rule 1080]

Verification: The project owner shall provide required non-polled CEM data to
the District by a District-approved alternative method.

AQ-27 The exhaust stack shall be equipped with permanent provisions to
allow collection of stack gas samples consistent with EPA test
methods and shall be equipped with safe permanent provisions to
sample stack gases with a portable NOy, CO, and O, analyzer
during District inspections. The sampling ports shall be located in
accordance with the CARB regulation titled California Air
Resources Board Air Monitoring Quality Assurance Volume VI,
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Standard Operating Procedures for Stationary Emission Monitoring
and Testing. [District Rule 1081]

Verification: Prior to construction of the turbine stacks, the project owner shall
provide to the CPM for approval detailed plan drawings of the turbine stacks that
show the sampling ports and demonstrate compliance with the requirements of
this condition. The project owner shall make the site available for inspection of
the turbine stacks by representatives of the District, CARB and the Energy
Commission.

AQ-28 The CTG shall be fired exclusively on natural gas with a sulfur
content of no greater than 0.25 grain of sulfur compounds (as S)
per 100 dry scf of natural gas. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO the fuel
sulfur content data, as required to be compiled in Condition AQ-45,

demonstrating compliance with this condition as part of the Quarterly Operational
Report (AQ-C8).

AQ-29 During startup or shutdown, CTG exhaust emissions shall not
exceed any of the following: NOy (as NO,) - 80 Ib/hr, VOC - 16
Ib/hr, or CO - 902 Ib/hr, based on three hour averages. [California
Environmental Quality Act]

Verification: The project owner shall submit to the CPM and APCO the turbine

startup and shutdown emissions data demonstrating compliance with this
condition as part of the Quarterly Operational Report (AQ-C8).

AQ-30 Combined emission rates from units C-3959-1, C-3959-2, and C-
3959-3, during startup or shutdown, shall not exceed any of the
following limits: NOx (as NO,) 118.02 Ib/hr, VOC - 29.26 Ib/hr, or
CO - 948.28 Ib/hr, based on three hour averages. [District Rules
2201 and 4102]

Verification: The project owner shall submit to the CPM and APCO the turbine
startup and shutdown emissions data demonstrating compliance with this
condition as part of the Quarterly Operational Report (AQ-C8).

AQ-31 Startup is defined as the period beginning with turbine initial firing
until the unit meets the Ib/hr and ppmvd emission limits in condition
AQ-33. Shutdown is defined as the period beginning with initiation
of turbine shutdown sequence and ending with cessation of firing of
the gas turbine. Startup and shutdown durations shall not exceed
three hours and one hour, respectively, per occurrence. Startup
and shutdown events shall not exceed 416 hours per calendar
year. [District Rule 2201]
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Verification: The project owner shall submit to the CPM and APCO the turbine
startup and shutdown event duration data demonstrating compliance with this
condition as part of the Quarterly Operational Report (AQ-C8).

AQ-32 Emission rates from this unit (with duct burner firing), except during
startup and shutdown periods, shall not exceed any of the following
limits: NOx (as NOy) 19.01 Ib/hr and 2.0 ppmvd @ 15 percent O;
VOC (as methane) - 6.63 Ib/hr and 2.0 ppmvd @ 15 percent O;
CO - 23.14 Ib/hr and 4.0 ppmvd @ 15 percent Oz; PMjg - 11.5 Ib/hr;
or SOy (as SO») - 1.84 Ib/hr. NOx (as NO,) emission limits are one
hour rolling averages. All other emission limits are three-hour
rolling averages. [District Rules 2201, 4001, and 4703]

Verification: The project owner shall submit to the CPM and APCO turbine
emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-33 Emission rates from this unit (without duct burner firing), except
during dartup and shutdown periods, shall not exceed any of the
following limits: NOyx (as NOy) — 14.27 Ib/hr and 2.0 ppmvd @ 15
percent O,; VOC (as methane) — 3.48 Ib/hr and 1.4 ppmvd @ 15
percent O,; CO — 17.37 Ib/hr and 4.0 ppmvd @ 15 percent Q;
PMip — 9.0 Ib/hr; or SOy (as SO,) - 1.38 Ib/hr. NOx (as NOy)
emission limits are one hour rolling averages. All other emission
limits are three-hour rolling averages. [District Rules 2201, 4001,
and 4703]

Verification: The project owner shall submit to the CPM and APCO turbine

emissions data demonstrating compliance with this condition as part of the

Quarterly Operational Report (AQ-C8).

AQ-34 Compliance with NOx emissions limitations specified in conditions
AQ-32 and AQ-33 shall not be required during short-term
excursions limited to a cumulative total of 10 hours per rolling 12-
month period. Short-term excursions are defined as 15-minute
periods designated by the project owner (and approved by the
APCO) that are the direct results of transient load conditions, not to
exceed four consecutive 15-minute periods, when the 15-minute
average NOy concentration exceeds 2.0 ppmvd @ 15 percent O,.
The maximum 1-hour average NOy concentration for periods that
include short-term excursions shall not exceed 30 ppmvd @ 15
percent O,. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO turbine
emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-35 Examples of transient load conditions include but are not limited to
the following: (1) initiation/shutdown of combustion turbine inlet air
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cooling; (2) initiation/shutdown of combustion turbine steam
injection for power augmentation; (3) rapid combustion turbine load
changes; and (4) initiation/shutdown of HRSG duct burners. All
emissions during short-term excursions shall accrue towards the
hourly, daily and annual emissions limitations of this permit and
shall be included in all calculations of hourly, daily and annual mass
emission rates as required by this permit. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO turbine
emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-36 Emissions from this unit, on days when a startup and/or shutdown
occurs, shall not exceed the following limits: NOx (as NO;) 681.2
Ib/day; VOC - 184.0 Ib/day; CO - 4,047.7 Ib/day; PMy - 276.0
Ib/day; or SOy (as SO,) - 44.2 Ib/day. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO turbine
emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-37 The ammonia (NH3) emissions shall not exceed 10 ppmvd @ 15
percent O, over a 24 hour rolling average. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO turbine

emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-38 Annual emissions from the CTG, calculated on a 12 consecutive
month rolling basis, shall not exceed any of the following: NOx (as
NO,) - 176,524 Ib/lyear; CO - 549,596 Ib/year; VOC - 51,760
Ib/year; PMyp - 91,592 Ib/year; or SO (as SO») - 14,436 Ib/year.
[District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO turbine
emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-39 Each one-hour period shall commence on the hour. Each one-hour
period in a three hour rolling average will commence on the hour.
The three-hour average will be compiled from the three most recent
one-hour periods. Each one-hour period in a twenty-four hour
average for ammonia slip will commence on the hour. The twenty-
four hour average will be calculated starting and ending at twelve-
midnight. [District Rule 2201]

Verification: None.
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AQ-40

Verification:

AQ-41

Verification:

Daily emissions will be compiled for a twenty-four hour period
starting and ending at twelve-midnight. Each month in the twelve
consecutive month rolling average emissions shall commence at
the beginning of the first day of the month. The twelve consecutive
month rolling average emissions to determine compliance with
annual emissions limitations shall be compiled from the twelve most
recent calendar months. [District Rule 2201]

None.

Compliance with the ammonia slip limit shall be demonstrated
during all operating conditions, excluding startups and shutdowns,
utilizing a continuous in-stack ammonia monitor acceptable to the
District. As an alternative to using a continuous in-stack ammonia
monitor, the project owner may submit a plan for an alternative
method of demonstrating continuous compliance with the ammonia
slip limit (except during startups and shutdowns) base on
measurements of ammonia flow rate and/or other process
parameters. At least 180 days prior to initial startup the project
owner shall submit an ammonia-monitoring plan for District review
and approval. The plan shall indicate the method by which the
project owner proposes to demonstrate compliance with the
requirements of this condition. Upon approval by the District, the
project owner shall implement the ammonia-monitoring plan.
[District Rule 4102]

The project owner shall provide an ammonia-monitoring plan for

approval by the CPM and the APCO at least 180 days prior to initial startup. If
necessary, the project owner shall provide a Continuous Emission Monitoring
System (CEMS) protocol for approval by the CPM and the APCO at least 60
days prior to installation of the ammonia CEMS.

AQ-42

Verification:

Source testing to measure startup NOy, CO, and VOC mass
emission rates shall be conducted for one of the gas turbines (C-
3959-1, C-3959-2, or C-3959-3) prior to the end of the
commissioning period and at least once every seven years
thereafter. CEM relative accuracy shall be determined during
startup source testing in accordance with 40 CFR 60, Appendix B.
If CEM data is not certifiable to determine compliance with NO, and
CO startup emission limits, then source testing to measure startup
NOx and CO mass emission rates shall be conducted at least once
every 12 months. [District Rule 1081]

The results and field data collected during source tests shall be

submitted to the CPM and the District within 60 days of testing.

AQ-43

Source testing (with and without duct firing) to measure the NOX,
CO, and VOC emission rates (Ib/hr and ppmvd @ 15 percent Oy)
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Verification:

shall be conducted within 120 days after initial operation and at
least once every twelve months thereafter. [District Rules 1081 and
4703]

The results and field data collected during source tests shall be

submitted to the CPM and the District within 60 days of testing.

AQ-44

Verification:

Source testing (with and without duct firing) to measure the PMsg
emission rate (Ib/hr) and the ammonia emission rate shall be
conducted within 120 days after initial operation and at least once
every twelve months thereafter. [District Rule 1081]

The results and field data collected during source tests shall be

submitted to the CPM and the District within 60 days of testing.

AQ-45

Verification:

Compliance with natural gas sulfur content Ilimit shall be
demonstrated within 60 days after the end of the commissioning
period and weekly thereafter, except after demonstrating
compliance with the fuel sulfur content limit for eight consecutive
weeks for a fuel source, then the testing frequency shall not be less
than quarterly. If a test shows noncompliance with the sulfur
content requirement, the facility must return to weekly testing until
eight consecutive weeks show compliance. [District Rules, 1081,
2540, and 4001]

The fuel sulfur content data shall be submitted to the CPM and the

APCO in the Quarterly Operation Reports (AQ-11).

AQ-46

Verification:

Compliance demonstration (source testing) shall be District
witnessed, or authorized and samples shall be collected by a
California Air Resources Board certified testing laboratory. Source
testing shall be conducted using the methods and procedures
approved by the District. The District must be notified 30 days prior
to any compliance source test, and a source test plan must be
submitted for approval 15 days prior to testing. The results of each
source test shall be submitted to the District within 60 days
thereafter. [District Rule 1081]

The project owner shall notify the CPM and the District 30 days

prior to any compliance source test. The project owner shall provide a source
test plan to the CPM and District for approval 15 days prior b testing. The
results and field data collected during source tests shall be submitted to the CPM
and the District within 60 days of testing.

AQ-47

The following test methods shall be used: PM10 - EPA Method 5
(front half and back half) or 201 and 202a, NOy - EPA Method 7E or
20, CO - EPA Method 10 or 10B, O, - EPA Method 3, 3A, or 20,
VOC - EPA Method 18 or 25, ammonia - BAAQMD ST-1B, and fuel
gas sulfur content - ASTM D3246. Alternative test methods as
approved by the District may also be used to address the source
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testing requirements of this permit. [District Rules 1081, 4001, and
4703]

Verification: The project owner shall provide a source test plan demonstrating
compliance with this condition to the CPM and APCO for approval fifteen (15)
days prior to testing.

AQ-48 The project owner shall maintain the following records: date and
time, duration, and type of any startup, shutdown, or malfunction;
performance testing, evaluations, calibrations, checks, adjustments,
any period during which a continuous monitoring system or
monitoring device was inoperative, and maintenance of any
continuous emission monitor. [District Rules 2201 and 4703]

Verification: The project owner shall make the site available for inspection of
records by representatives of the District, CARB, and the Commission.

AQ-49 The project owner shall maintain the following records: hours of
operation, fuel consumption (scf/hr and scf/rolling twelve month
period), continuous emission monitor measurements, calculated
ammonia slip, and calculated NOx mass emission rates (Ib/hr and
Ib/twelve month rolling period). [District Rules 2201 and 4703]

Verification: The project owner shall make the records available for inspection of
records by representatives of the District, CARB, and the Commission.

AQ-50 Results of continuous emissions monitoring shall be reduced
according to the procedure established in 40 CFR, Part 51,
Appendix P, paragraphs 5.0 through 5.3.3, or by other methods
deemed equivalent by mutual agreement with the District, the ARB,
and the EPA. [District Rule 1080]

Verification: None.

AQ-51 Audits of continuous emission monitors shall be conducted
quarterly, except during quarters in which relative accuracy and
total accuracy testing is performed, in accordance with EPA
guidelines. The District shall be notified prior to completion of the
audits.  Audit reports shall be submitted along with quarterly
compliance reports to the District. [District Rule 1080]

Verification: The project owner shall submit to the CPM and APCO the CEMS

audits demonstrating compliance with this condition as part of the Quarterly
Operational Report (AQ-C8).

AQ-52 The project owner shall comply with the applicable requirements for

qguality assurance testing and maintenance of the continuous
emission monitor equipment in accordance with the procedures and
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guidance specified in 40 CFR Part 60, Appendix F. [District Rule
1080]

Verification: The project owner shall submit to the CPM and APCO the CEMS
audits demonstrating compliance with this condition as part of the Quarterly
Operational Report (AQ-C8).

AQ-53 The project owner shall notify the District of any breakdown
condition as soon as reasonably possible, but no later than one
hour after its detection, unless the owner or operator demonstrates
to the District's satisfaction that the longer reporting period was
necessary. [District Rule 1100, 6.1]

Verification: The project owner shall comply with the notification requirements of

the District and submit written copies of these notification reports to the CPM and
the APCO as part of the Quarterly Operational Report (AQ-C8).

AQ-54 The District shall be notified in writing within ten days following the
correction of any breakdown condition. The breakdown notification
shall include a description of the equipment malfunction or failure,
the date and cause of the initial failure, the estimated emissions in
excess of those allowed, and the methods utilized to restore normal
operations. [District Rule 1100, 7.0]

Verification: The project owner shall comply with the notification requirements of

the District and submit written copies of these notification reports to the CPM as
part of the Quarterly Operational Report (AQ-C8).

AQ-55 The project owner shall submit a written report to the APCO for
each calendar quarter, within 30 days of the end of the quarter,
including: time intervals, data and magnitude of excess emissions,
nature and cause of excess (if known), corrective actions taken and
preventive measures adopted; averaging period used for data
reporting shall correspond to the averaging period for each
respective emission standard; applicable time and date of each
period during which the CEM was inoperative (except for zero and
span checks) and the nature of system repairs and adjustments;
and a negative declaration when no excess emissions occurred.
[District Rule 1080]

Verification: The project owner shall submit to the CPM and APCO the excess

emissions and other data demonstrating compliance with this condition as part of
the Quarterly Operational Report (AQ-C8).

AQ-56 The project owner shall provide notification and record keeping as
required under 40 CFR, Part 60, Subpart A, 60.7. [District Rule
4001]

168



Verification: The project owner shall comply with the notification and record
keeping requirements specified under 40 CFR, Part 60, Subpart A, 60.7. The
project owner shall make records available for inspection by representatives of
the District, CARB and the Commission upon request.

AQ-57 The project owner shall submit a semiannual report to the APCO
listing any daily period during which the sulfur content of the fuel
being fired in the gas turbine exceeded 0.8 percent by weight.
[District Rule 4001]

Verification: The project owner shall submit to the CPM and APCO the sulfur
content data as necessary to comply with this condition as part of every other
Quarterly Operational Report (AQ-C8).

AQ-58 All records required to be maintained by this permit shall be

maintained for a period of at least five years and shall be made
readily available for District inspection upon request. [District Rule
2201]

Verification: The project owner shall make records available for inspection by
representatives of the District, CARB, and the Commission upon request.

AQ-59 The project owner shall submit an application to comply with Rule
2540 - Acid Rain Program. [District Rule 2540]

Verification: The project owner shall submit to the CPM copies of the Title IV
permit and proof that necessary Title IV SO, emission allotments have been
acquired at least fifteen (15) days prior to the initial firing of the turbine(s).

SJVACPD Permit No. UNIT C-3959-4-0: 227,163 GPM
MECHANICAL/INDUCED DRAFT COOLING TOWER WITH 16 CELLS
SERVED BY HIGH EFFICIENCY DRIFT ELIMINATOR.

CONDITIONS OF CERTIFICATION AQ-60 THROUGH AQ-65 APPLY TO THE
COOLING TOWER.

AQ-60 The project owner shall submit cooling tower design details,

including the cooling tower type, drift eliminator design details, and
materials of construction to the District at least 90 days before the
tower is operated. [District Rule 7012]

Verification: The project owner shall provide copies of cooling tower and drift
eliminator design details to the CPM and the District for approval at least 30 days
prior to construction of permanent foundations for the cooling tower.

AQ-61 No hexavalent chromium containing compounds shall be added to
cooling tower circulating water. [District Rule 7012]
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Verification: The project owner shall provide the list of cooling tower water
additives (i.e. biocides, fungicides, anti-scaling compounds, etc.) demonstrating
compliance with this condition to the CPM for approval at least 30 days prior to
operation of the cooling tower and shall provide any revisions to the cooling
tower water additives list to the CPM for approval prior using the new water
additive.

AQ-62 Drift eliminator drift rate shall not exceed 0.0005 percent. [District
Rule 2201]

Verification: The project owner shall provide copies of cooling tower and drift
eliminator design details to the CPM and the District for approval at least 30 days
prior to construction of permanent foundations for the cooling tower.

AQ-63 PMio emission rate shall not exceed 25.9 Ib/day. [District Rule
2201]

Verification: The project owner shall submit to the CPM and APCO the cooling
tower emission data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-64 Compliance with the PMjo daily emission limit shall demonstrated
as follows: PMyg Ib/day = circulating water recirculation rate * total
dissolved solids concentration in the blowdown water * design drift
rate. [District Rule 2201]

Verification: None.

AQ-65 Compliance with PMjp emission limit shall be determined by
blowdown water sample analysis by independent laboratory within
60 days of initial operation and quarterly thereafter. [District Rule
1081]

Verification: The results and field data collected from cooling tower blowdown

water samples analysis shall be submitted to the CPM and the District as part of
the Quarterly Operational Report (AQ-C8).

SIJVACPD Permit No. UNIT C-3959-5-0: 161 MMBTU/HR ABCO D-TYPE
NATURAL GAS FIRED BOILER OR EQUIVALENT WITH COEN QUANTUM
LOW NOX (QLN) BURNER OR EQUIVALENT WITH A SELECTIVE
CATALYTIC REDUCTION (SCR) SYSTEM AND AN OXIDATION CATALYST.

CONDITIONS OF CERTIFICATION AQ-66 THROUGH AQ-90 APPLY TO THE
AUXILIARY BOILER.

AQ-66 The project owner shall obtain APCO approval for the use of any
equivalent boiler or burner not specifically approved by this
Authority to Construct. Approval of an equivalent boiler or burner
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shall only be made after the APCO's determination that the
submitted design and performance data for the proposed
boiler/burner is equivalent to the approved boiler/burner. [District
Rule 2201]

Verification: The project owner shall submit a request for approval, including
specific design and performance data for equivalent boiler or burner not
specifically approved by the Authority to Construct to the APCO and the CPM at
least 90 days prior to the installation of the auxiliary boiler.

AQ-67 The project owner's request for approval of an equivalent boiler or
burner shall include the following information: boiler or burner
manufacturer and model number, maximum heat input rating,
manufacturer's guaranteed emission concentrations and a
description of low-NOy operation. [District Rule 2201]

Verification: The project owner shall submit a request for approval including
specific design and performance data for equivalent boiler or burner not
specifically approved by the Authority to Construct to the APCO and the CPM at
least 90 days prior to the installation of the auxiliary boiler.

AQ-68 The project owner's request for approval of an equivalent boiler or
burner shall be submitted to the District at least 90 days prior to the
planned installation date. The project owner shall also notify the
District at least 30 days prior to the actual installation of the District
approved equivalent boiler or burner. [District Rule 2201]

Verification: The project owner shall submit a request for approval including
specific design and performance data for equivalent boiler or burner not
specifically approved by the Authority to Construct to the APCO and CPM at
least 90 days prior to the planned installation of the auxiliary boiler, and notify the
CPM and District at least 30 days prior to the actual installation of the approved
equivalent boiler or burner.

AQ-69 The exhaust stack shall be equipped with permanent provisions to
allow collection of stack gas samples consistent with EPA test
methods and shall be equipped with safe permanent provisions to
sample stack gases with a portable NOy, CO, and O, analyzer
during District inspections. The sampling ports shall be located in
accordance with the CARB regulation titled California Air
Resources Board Air Monitoring Quality Assurance Volume VI,
Standard Operating Procedures for Stationary Emission Monitoring
and Testing. [District Rule 1081]

Verification: Prior to construction of the auxiliary boiler stack the project owner
shall provide to the CPM for approval detailed plan drawings of the auxiliary
boiler stack that show the sampling ports and demonstrate compliance with the
requirements of this condition. The project owner shall make the site available
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for inspection of the auxiliary boiler stack by representatives of the District, CARB
and the Energy Commission.

AQ-70 Ammonia injection grid shall be equipped with operational ammonia
flow meter and injection pressure indicator. [District Rules 2201
and 4351]

Verification: The project owner shall make the site available for inspection of the
ammonia flow meter and injection pressure indicator by representatives of the
District, CARB and the Commission.

AQ-71 The project owner shall monitor and record exhaust gas

temperature at selective catalytic reduction catalyst and oxidation
catalyst inlets. [District Rules 2201 and 4351]

Verification: The project owner shall make the site available for inspection of the
exhaust gas temperature measuring equipment and temperature records by
representatives of the District, CARB, and the Energy Commission.

AQ-72 The boiler shall be fired exclusively on natural gas with a sulfur

content of no greater than 0.25 grain of sulfur compounds (as S)
per 100 dry scf of natural gas. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO the fuel
sulfur content data, as required to be compiled in Condition AQ-45,
demonstrating compliance with this condition as part of the Quarterly Operational
Report (AQ-C8).

AQ-73 During startup or shutdown, boiler exhaust emissions shall not
exceed either of the following: NOx (as NO,) - 10.0 Ib/hr or CO -
12.5 Ib/hr. [District Rules 2201 and 4102]

Verification: The project owner shall submit to the CPM and APCO the auxiliary

boiler startup and shutdown emissions data demonstrating compliance with this
condition as part of the Quarterly Operational Report (AQ-C8).

AQ-74 Startup is defined as the period beginning with boiler initial firing
until the unit meets the ppmvd emission limits in condition AQ-75.
Shutdown is defined as the period beginning with initiation of boiler
shutdown sequence and ending with cessation of firing of the
boiler. Startup and shutdown durations shall not exceed one hour,
each, per occurrence. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO the auxiliary

boiler startup and shutdown event duration data demonstrating compliance with
this condition as part of the Quarterly Operational Report (AQ-C8).

AQ-75 Emission rates from this unit, except during startup and shutdown
periods, shall not exceed any of the following: NOy (as NO>) - 9.0
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ppmvd @ 3 percent &, or 0.0112 Ib/MMBtu; VOC (as methane) -
10.0 ppmvd @ 3 percent Q; CO - 50.0 ppmvd @ 3 percent O;
PMsp - 0.0205 Ib/MMBLtu; or SOy (as SO;) - 0.0007 Ib/MMBtu. All
emission limits are three-hour rolling averages. [District Rules
2201, 4305, and 4351]

Verification: The project owner shall submit to the CPM and APCO the auxiliary
boiler emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-76 Ammonia (NH3) emissions shall not exceed 10 ppmvd @ 3 percent
O, over a 24 hour rolling average. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO the auxiliary

boiler emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-77 Emissions from this unit, on days when a startup and/or shutdown
occurs, shall not exceed the following: NOx (as NO,) - 43.3 Ib/day;
VOC - 16.6 Ib/day; CO - 148.8 Ib/day; PMio - 79.2 Ib/day; or SOy
(as SOy) - 2.7 Ib/day. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO the auxiliary

boiler emissions data demonstrating compliance with this condition as part of the
Quarterly Operational Report (AQ-C8).

AQ-78 Annual hours of operation shall not exceed 3,000 hours per
calendar year. [District Rule 2201]

Verification: The project owner shall submit to the CPM and APCO the auxiliary

boiler operations data demonstrating compliance with this condition as part of the

Quarterly Operational Report (AQ-C8).

AQ-79 Source testing to measure startup NOy and CO mass emission
rates shall be conducted upon initial operation and at least once
every seven years thereafter. [District Rule 1081]

Verification: The results and field data collected during source tests shall be
submitted to the CPM and the District within 60 days of testing.

AQ-80 Source testing to measure the NOy, CO, VOC, PM;p and ammonia
emissions rates shall be conducted within 60 days of initial
operation and not less than once every 12 months thereafter,
except after demonstrating compliance on two consecutive annual
source tests, the unit shall be tested not less than once every thirty-
six months. [District Rules 1081, 4305, and 4351]

Verification: The results and field data collected during source tests shall be

submitted to the CPM and the District within 60 days of testing.

AQ-81 If the project owner fails any compliance demonstration for the NOx,
CO, VOC, PMyo and/or ammonia emission limits of this permit when
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testing not less than every 36 months, compliance with the NOx,
CO, VOC, PM;p and/or ammonia emission limits shall be
demonstrated not less than once every 12 months for at least two
successive successful tests. [District Rules 1081, 4305, and 4351]

Verification: The results and field data collected during source tests shall be
submitted to the CPM and the District within 60 days of testing.

AQ-82 The following test methods shall be used: PMiy - EPA Method 5
(front half and back half) or 201 and 202a, NOy (ppmv) - EPA
Method 7E or ARB Method 100, NOy (Ib/MMBtu) - EPA Method 19,
CO (ppmv) - EPA Method 10 or ARB Method 100, stack gas
oxygen - EPA Method 3 or 3A or ARB Method 100, VOC - EPA
Method 18 or 25, ammonia - BAAQMD ST-1B, and fuel hhv - ASTM
D 1826-88 or D 1945-81 in conjunction with ASTM D 3588-89 for
gaseous fuels. EPA approved alternative test methods as
approved by the District may also be used to address the source
testing requirements of this permit. [District Rules 1081, 4305, and
4351]

Verification: The project owner shall provide a source test plan demonstrating

compliance with this condition to the CPM and APCO for approval fifteen (15)
days prior to testing.

AQ-83 The stack concentration of NOx (as NO,), CO, and & shall be
measured at least on a monthly basis using District approved
portable analyzer. [District Rule 4305]

Verification: The project owner shall submit to the CPM and APCO the auxiliary

boiler portable analyzer concentration data demonstrating compliance wth this
condition as part of the Quarterly Operational Report (AQ-C8).

AQ-84 The project owner shall maintain records of the date and time of
NOx, CO, and O, measurements, the measured NO, and CO
concentrations corrected to 3 percent O,, and the O, concentration.
The records must also include a description of any corrective action
taken to maintain the emissions within the acceptable range.
These records shall be retained at the facility for a period of no less
than 2 years and shall be made available for District inspection
upon request. [District Rule 4305]

Verification: The project owner shall make the auxiliary portable analyzer

concentration and corrective action records available for inspection by
representatives of the District, CARB, and the Commission upon request.

AQ-85 If the NOyx or CO concentrations, as measured by the portable
analyzer, exceed the allowable emissions rate, the project owner
shall notify the District and take corrective action within one (1) hour
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after detection. If the portable analyzer readings continue to
exceed the allowable emissions rate, the project owner shall
conduct an emissions test within 60 days, utilizing District-approved
test methods, to demonstrate compliance with the applicable
emissions limits. [District Rule 4305]

Verification: The results and field data collected during source tests shall be
submitted to the CPM and the District within 60 days of testing.

AQ-86 The portable analyzer shall be calibrated as recommended by the
manufacturer. All instrument calibration data shall be kept on file
including the date of calibration. The calibration date shall not
exceed 6 months prior to the date the stack concentrations are
measured and recorded. [District Rule 4305]

Verification: The project owner shall make portable analyzer manufacturer

operating manuals and calibration records available for inspection by
representatives of the District, CARB, and the Commission upon request.

AQ-87 Concentration measurements shall not be taken until the sample
acquisition probe has been exposed to the stack gas for at least
150 percent of the response time. Measurements shall be taken in
triplicate. [District Rule 4305]

Verification: The project owner shall submit to the CPM and APCO the auxiliary

boiler portable analyzer concentration data demonstrating compliance with this
condition as part of the Quarterly Operational Report (AQ-C8).

AQ-88 If water vapor is not removed prior to measurement, the absolute
humidity in the gas stream must be determined so that the gas
concentrations may be reported on a dry basis. [District Rule 4305]

Verification: None.

AQ-89 If water vapor creates an interference with the measurement of any
component, then the water vapor must be removed from the gas
stream prior to concentration measurements. [District Rule 4305]

Verification: None.

AQ-90 Records of monthly natural gas hhv, natural gas consumption, and
hours of operation shall be maintained and retained on site for a
period at least two years and made available for District inspection
upon request. [District Rules 2201 and 4351]

Verification: The project owner shall make the records that demonstrate

compliance with this condition available for inspection by representatives of the
District, CARB, and the Commission upon request.
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SJVACPD Permit No. UNIT C-3959-6-0: 300 HP CUMMINS MODEL 6CTA8.3-
FA DIESEL FIRED EMERGENCY IC ENGINE POWERING A FIRE PUMP.
CONDITIONS OF CERTIFICATION AQ-91 THROUGH AQ-96 APPLY TO THE
EMERGENCY FIRE PUMP ENGINE.

AQ-91 The exhaust stack shall not be fitted with a rain cap, or any other
similar device which would impede vertical exhaust flow. [District
Rule 4102]

Verification: The project owner shall make the site available for inspection of the
fire pump engine by representatives of the District, CARB, and the Commission.

AQ-92 The sulfur content of the diesel fuel used shall not exceed 0.05
percent by weight. [District Rule 2201]

Verification: The project owner shall make fuel purchase, MSDS or other fuel
supplier records containing diesel fuel sulfur content available for inspection by
representatives of the District, CARB and the Energy Commission upon request.

AQ-93 NOx emissions shall not exceed 5.89 g/hp-hr. [District Rule 2201]

Verification: The project owner shall provide to the CPM and APCO, 30 days
prior to installation of the fire pump engine, manufacturer emissions guarantee
data demonstrating compliance with this condition.

AQ-94 PM;i0 emissions shall not exceed 0.25 g/hp-hr. [District Rule 2201]

Verification: The project owner shall provide to the CPM and APCO, 30 days
prior to installation of the fire pump engine, manufacturer emissions guarantee
data demonstrating compliance with this condition.

AQ-95 The engine shall be operated only for maintenance, testing, and
required regulatory purposes, and during emergency situations.
Operation of the engine for maintenance, testing, and required
regulatory purposes shall not exceed 0.75 hours per day or 100
hours per year. [District Rules 2201 and 4701]

Verification: The project owner shall submit to the CPM and APCO the fire

pump engine operations data demonstrating compliance with this condition as

part of the Quarterly Operational Report (AQ-C8).

AQ-96 The project owner shall maintain records of hours of emergency
and nonremergency operation. Records shall include the date, the
number of hours of operation, the purpose of the operation (e.g.,
load testing, weekly testing, rolling blackout, general area power
outage, etc.), and the sulfur content of the diesel fuel used. Such
records shall be retained on site for a period of at least five years
and made available for District inspection upon request. [District
Rule 4701]
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Verification: The project owner shall make the fire pump engine operating
records available for inspection by representatives of the District, CARB and the
Commission upon request.

SJIVACPD Permit No. UNIT C-3959-7-0: 1,529 HP CUMMINS MODEL QSV81G
OR EQUIVALENT LEAN BURN NATURAL GAS FIRED EMERGENCY IC
ENGINE POWERING A 1,100 KW ELECTRICAL GENERATOR.

CONDITIONS OF CERTIFICATION AQ-97 THROUGH AQ-104 APPLY TO THE
EMERGENCY GENERATOR ENGINE.

AQ-97 The project owner shall obtain APCO approval for the use of any
equivalent IC engine not specifically approved by this Authority to
Construct. Approval of an equivalent IC engine shall only be made
after the APCO's determination that the submitted design and
performance data for the proposed IC engine is equivalent to the
approved IC engine. [District Rule 2201]

Verification: The project owner shall submit a request for approval including
specific design and performance data for an equivalent emergency generator IC
engine not specifically approved by the Authority to Construct to the APCO and
the CPM at least 90 days prior to the installation of the emergency generator IC
engine.

AQ-98 The project owner's request for approval of an equivalent IC engine
shall include the following information: IC engine manufacturer and
model number, horsepower (hp) rating, exhaust stack information,
and manufacturer's guaranteed emission concentrations. [District
Rule 2201]

Verification: The project owner shall submit a request for approval including
specific design and performance data for an equivalent emergency generator IC
engine not specifically approved by the Authority to Construct to the APCO and
the CPM at least 90 days prior to the installation of the emergency generator IC
engine.

AQ-99 The project owner's request for approval of an equivalent IC engine
shall be submitted to the District at least 90 days prior to the
planned installation date. The project owner shall also notify the
District at least 30 days prior to the actual installation of the District
approved equivalent IC engine. [District Rule 2201]

Verification: The project owner shall submit a request for approval including
specific design and performance data for an equivalent emergency generator IC
engine not specifically approved by the Authority to Construct to the APCO and
CPM at least 90 days prior to the installation of the emergency generator IC
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engine, and notify the District and CPM at least 30 days prior to the actual
installation of the approved equivalent IC engine.

AQ-100 The exhaust stack shall not be fitted with a rain cap, or any other

similar device, which would impede vertical exhaust flow. [District
Rule 4102]

Verification: The project owner shall make the site available for inspection of the

emergency generator IC engine by representatives of the District, CARB, and the
Commission.

AQ-101 Emission rates from this unit shall not exceed any of the following:
NOx (as NO,) - 0.78 g/hp-hr; VOC (as methane) - 0.42 g/hp-hr; CO
- 2.50 g/hp-hr; PMjp - 0.01 Ib/MMBtu; or SOk (as SOy) - 0.0007
Ib/MMBtu. [District Rule 2201]

Verification: The project owner shall provide to the CPM and APCO, 30 days
prior to installation of the emergency generator IC engine, manufacturer
emissions guarantee data or other information demonstrating compliance with
this condition.

AQ-102 The engine shall be operated only for maintenance, testing, and
required regulatory purposes, and during emergency situations.
Operation of the engine for maintenance, testing, and required
regulatory purposes shall not exceed 1 hour per day or 200 hours
per year. [District Rules 2201 and 4701]

Verification: The project owner shall submit to the CPM and APCO the

emergency generator IC engine operations data demonstrating compliance with
this condition as part of the Quarterly Operational Report (AQ-C8).

AQ-103 The project owner shall maintain records of hours of emergency
and non-emergency operation. Records shall include the date, the
number of hours of operation, the purpose of the operation (e.g.,
load testing, weekly testing, rolling blackout, general area power
outage, etc.), and the sulfur content of the diesel fuel used. Such
records shall be retained on site for a period of at least five years

and made available for District inspection upon request. [District
Rule 4701]

Verification: The project owner shall make the emergency generator IC engine

records available for inspection by representatives of the District, CARB and the
Energy Commission upon request.

CONDITIONS OF CERTIFICATION AQ-104 THROUGH AQ-117 ARE
SJVACPD GENERAL FACILITY PERMIT CONDITIONS

AQ-104 The project owner shall not begin actual onsite construction of the
equipment authorized by this Authority to Construct until the lead
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agency satisfies the requirements of the California Environmental
Quality Act (CEQA). [California Environmental Quality Act]

Verification: The project owner shall keep proof of the project’s District air permit
and CEC certification, including copies of all permit conditions and Conditions of
Certification, onsite starting at the commencement of construction through the
final decommissioning of the project. The project owner shall make the District’s
permit conditions and Conditions of Certification available at the project site to
representatives of the District, California Air Resource Board (CARB) and the
Energy Commission for inspection.

AQ-105 Before initial operation of C-3959-1-0, C-3959-2-0, C-3959-3-0, C-
3959-4-0, and (G-3959-5-0, emission offsets shall be provided to
offset the following increases in: PM1p-Q1: 66,234 Ib, Q2: 66,234 Ib,
Q3: 66,234 Ib, and Q4: 66,234 Ib; NOx (as NO3) - Q1: 128,746 Ib,
Q2: 128,746 Ib, Q3: 128,746 Ib, and Q4: 128,746 Ib; VOC - Q1:
34,378 Ib, Q2: 34,378 Ib, Q3: 34,378 Ib, and Q4: 34,378 Ib. Offsets
shall be provided at the appropriate distance ratio specified in Rule
2201. [District Rule 2201]

Verification: The project owner shall submit copies of the surrendered ERC

certificates to the CPM at least 30 days prior to first fire of the any combustion
turbine at the SJVEC site.

AQ-106 All equipment shall be maintained in good operating condition and
shall be operated in a manner to minimize emissions of air
contaminants into the atmosphere. [District NSR Rule]

The project owner shall make the site available for inspection by representatives
of the District, CARB, and the Energy Commission.

AQ-107 No air contaminant shall be released into the atmosphere, which
causes a public nuisance. [District Rule 4102]

Verification: The project owner will document any complaints that it has received
from the public in the Quarterly Operational Report (AQ-C8). The project owner
shall make the site available for inspection by representatives of the District,
CARB and the Energy Commission.

AQ-108 Particulate matter emissions shall not exceed 0.1 grains/dscf in
concentration. [District Rule 4201]

Verification: The project owner shall submit the results of the initial and annual

source tests per Condition AQ-42.

AQ-109 No air contaminant shall be discharged into the atmosphere for a
period or periods aggregating more than three minutes in any one
hour which is as dark as, or darker than, Ringelmann 1 or 20
percent opacity. [District Rule 4101]
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Verification: The project owner shall document any known opacity violations in
the Quarterly Operational Report (AQ-C8). The project owner shall make the site
available for inspection by representatives of the District, CARB and the Energy
Commission.

AQ-110 The project owner shall submit an application to comply with Rule
2520 - Federally Mandated Operating Permits within twelve months
of commencing operation. [District Rule 2520]

Verification: The project owner shall submit a copy of their Title V — Federal

Mandated Operating Permit Application to the CPM within 12 months of
commencing operation.

AQ-111 Disturbances of soil related to any construction, demolition,
excavation, extraction, and other earthmoving activities shall
comply with the requirements for fugitive dust control in
SJVUAPCD District Rule 8021 (11/15/01) unless specifically
exempted under section 4.0 of Rule 8021. [District Rule 8021]

Verification: The project owner shall document compliance with Rule 8021 in the
Monthly Compliance Report, and as necessary after construction is complete in
the Quarterly Operational Report (AQ-C8).

AQ-112 Outdoor handling, storage, and transport of any bulk material shall
comply with the requirements of SJVUAPCD District Rule 8031
(11/15/01), unless specifically exempted under section 4.0 of Rule
8031. [District Rule 8031]

Verification: The project owner shall document compliance with Rule 8031 in the
Monthly Compliance Report, and as necessary after construction is complete in
the Quarterly Operational Report (AQ-C8).

AQ-113 All sites that are subject to SJVUAPCD District Rule 8021,
SJVUAPCD District Rule 8031, and SJVUAPCD District Rule 8071
shall comply with the requirements of SJVUAPCD District Rule
8041 (11/15/01), unless specifically exempted under section 4.0 of
Rule 8041. [District Rule 8041]

Verification: The project owner shall document compliance with Rule 8041 in the
Monthly Compliance Report, and as necessary after construction is complete in
the Quarterly Operational Report (AQ-C8).

AQ-114 Any open area having 3.0 acres or more of disturbed surface area,

that has remained undeveloped, unoccupied, unused or vacant for
more than seven days shall comply with the requirements of
SJVUAPCD District Rule 8051 (11/15/01), unless specifically
exempted under section 4.0 of Rule 8051. [District Rule 8051]
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Verification: The project owner shall document compliance with Rule 8051 in the
Monthly Compliance Report, and as necessary after construction is complete in
the Quarterly Operational Report (AQ-C8).

AQ-115 Any new or existing public or private paved or unpaved road, road
construction project, or road modification project shall implement
the control measures and design criteria of, and comply with the
requirements of SJIVUAPCD District Rule 8061 (11/15/01) unless
specifically exempted under section 4.0 of Rule 8061. [District Rule
8061]

Verification: The project owner shall document compliance with Rule 8061 in the
Monthly Compliance Report, and as necessary after construction is complete in
the Quarterly Operational Report (AQ-C8).

AQ-116 Any unpaved vehicle/equipment traffic area of 1.0 acre or larger
shall comply with the requirements of SJVUAPCD District Rule
8071 (11/15/01), unless specifically exempted under section 4.0 of
Rule 8071. [District Rule 8071]

Verification: The project owner shall document compliance with Rule 8071 in the
Monthly Compliance Report, and as necessary after construction is complete in
the Quarterly Operational Report (AQ-C8).

AQ-117 Any off-field agricultural sources shall comply with the requirements
of SJVUAPCD District Rule 8081 (11/15/01), unless specifically
exempted under section 4.0 of Rule 8081. [District Rule 8081]

Verification: The project owner shall document compliance with Rule 8081 in the
Monthly Compliance Report, and as necessary after construction is complete in
the Quarterly Operational Report (AQ-C8).
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B. PUBLIC HEALTH

The public health analysis supplements the previous discussion on air quality by
examining potential public health effects from project emissions of toxic air
contaminants. In this analysis, the Commission considers whether such
emissions will result in significant adverse public health impacts that violate

standards for public health protection.®®

SUMMARY AND DISCUSSION OF THE EVIDENCE

Project construction and operation will result in routine emissions of toxic air
contaminants (TACs). TACs are categorized as noncriteria pollutants because
there are no ambient air quality standards established to regulate their
emissions.*® A distinguishing factor between TACs versus criteria pollutants is
that impacts from TACs tend to be highest in close proximity to the source and
quickly drop off with distance. Therefore, levels of SJVEC's TACs would be
highest in the proposed project’'s immediate region and would decrease rapidly
with distance. In this section, our focus is to determine whether such exposures
would be at levels of possible health significance as established using existing
assessment methods. (Ex. 2a, p. 4.7-1.)

PUBLIC HEALTH Table 1 below lists combustion-related toxic emissions and
shows how each contributes to the health risk analysis. For example, the first

row shows that oral exposure to acetaldehyde is not of concern, but if inhaled,

% This Decision addresses other potential public health concerns in the following sections.

Hazardous and nonhazardous wastes are described in our section on Waste Management. The
accidental release of hazardous materials is discussed in our sections on Hazardous Materials
Management & Worker Safety and Fire Protection. Electromagnetic fields are discussed in
the section on Transmission Line Safety and Nuisance. Potential impacts to soils and surface
water sources are discussed in our section on Soils and Water Resources

% Criteria pollutants are discussed in our Air Quality section. They are pollutants for which
ambient air quality standards have been established by local, state, and federal regulatory
agencies.
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may have cancer and chronic (long-term) noncancer health effects, but not acute

(short-term) effects.

PUBLIC HEALTH Table 1
Types of Health Impacts and Exposure Routes
Attributed to Combustion-Related Toxic Emissions

Substance Oral Oral Inhalation Noncancer Noncancer
Cancer Noncancer Cancer (Chronic) (Acute)

Acetaldehyde v v

Acrolein v v

Ammonia v vz

Arsenic v v v v

Benzene v v v

1,3-Butadiene v v

Cadmium 4 v v

Chromium VI v v

Copper v

Ethylbenzene v

Formaldehyde 4 v v

Hexane

Lead v v v

Mercury v v v

Napthalene v

Nickel v v v

PAHs v v

Propylene v

Propylene v v

oxide

Toluene v v

Xylene v v

Zinc v

Source: AFC Table 8.6-4 using reference exposure levels and cancer unit risks from CAPCOA Air
Toxics “Hot Spots” Program Revised 1992 Risk Assessment Guidelines, October 1993

Source: (Ex. 2a, p. 4.7-10.)

TAC emissions from the cooling tower originate from contaminants in the cooling
source water that become entrained in liquid water droplets emitted as cooling
tower drift. Because SJVEC has proposed to use reclaimed water from the

Fresno-Clovis Waste Water Treatment Facility (WWTF) as the source for the
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facility’s evaporative cooling tower, PUBLIC HEALTH Table 2 lists these

substances and shows how each contributes to the health risk analysis.

PUBLIC HEALTH Table 2

Types of Health Impacts and Exposure Routes
Attributed to Cooling Tower Emissions

Oral Oral Inhalation Chronic Acute
Substance

Cancer Noncancer |Cancer Noncancer |Noncancer
Ammonia v v
Aluminum v
Arsenic v v v
Cadmium v v
Chromium v v
Copper v v
Cyanide v v
Lead v v
Mercury v v
Nickel v v v
Silver v
Zinc v

Source: AFC Table 8.1C-3 using reference exposure levels and cancer unit risks
from CAPCOA Air Toxics “Hot Spots” Program Revised 1992 Risk Assessment
Guidelines, October 1993

Source: (Ex. 2a, p. 4.7-11.)

In addition to the substances identified in PUBLIC HEALTH Table 2, there has

been public concern that viruses and bacteria could remain in treated
wastewater, and that they could be released to the atmosphere in the cooling
tower drift at levels that could affect public health. (Exs. 2a, p. 4.7-11; 2 0, pp.

19-21; 4A, pp. 57/58.)

The California Department of Health Services (DHS) regulates the use of
recycled water in cooling towers. (22 CCR 8§ 60306.) When recycled water is
used in a cooling tower that creates a mist, the regulations would require the
following:

the recycled water used must be disinfected tertiary treated recycled water
(DTRW);

a drift eliminator shall be used whenever the cooling system is in
operation; and
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Chlorine, or other biocide, shall be used to treat the recirculating water to
minimize the growth of Legionella and other micro-organisms. (lbid.)

As conditioned, WWTF claimed water will meet or exceed these proposed
regulatory requirements, which recent studies have demonstrated to be effective

to minimize the growth of Legionella and other micro-organisms. (Exs. 2a, p.
4.7-11; 2 0; pp. 19-21; 4A, p. 58; 2/19 RT 249:22-261:16; 256:7-16; see PUBLIC

HEALTH Condition 1.)

1. Health Risk Assessment

A process known as health risk assessment is used to determine if people might
be exposed to the foregoing types of pollutants at unhealthy levels. The risk
assessment procedure consists of the following steps:

Identify the types and amounts of hazardous substances that the SJVEC
project could emit to the environment;

Estimate worst-case concentrations of project emissions in the
environment using dispersion modeling;

Estimate amounts of pollutants to which people could be exposed through
inhalation, ingestion, and dermal contact; and

Characterize potential health risks by comparing worst-case exposure to
safe standards based on known health effects. (Ex. 2a, p. 4.7-1/2.)

Initially, a screening level risk assessment is performed using simplified
assumptions that are intentionally biased toward protection of public health. That
is, an analysis is designed that overestimates public health impacts from
exposure to project emissions. In reality, it is likely that the actual risks from a
power plant will be much lower than the risks that are estimated by the screening
level assessment. This is accomplished by examining conditions that would lead
to the highest, or worst-case risks, and then using those in the study. Such
conditions include:

Using the highest levels of pollutants that could be emitted from the plant;
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Assuming weather conditions that would lead to the maximum ambient
concentration of pollutants;

Using the type of air quality computer model that predicts the greatest
plausible impacts;

Calculating health risks at the location where the pollutant concentrations
are calculated to be the highest;

Using health-based standards designed to protect the most sensitive
members of the population (i.e., the young, elderly, and those with
respiratory illnesses); and

Assuming that an individual's exposure to cancer-causing agents occurs
for 70 years. (Ex. 2a, p.4.7-2.)

The risk assessment process addresses three categories of health impacts:
acute (short-term) health effects, chronic (long-term) noncancer effects, and
cancer risk (also long-term). Acute health effects result from short-term (1-hour)
exposure to relatively high concentrations of pollutants. Acute effects are
temporary in nature, and include symptoms such as irritation of the eyes, skin,
and respiratory tract. (Ex. 2a, p. 4.7-2.)

Chronic health effects are those that arise as a result of long term exposure to
lower concentrations of pollutants. The exposure period is considered to be
approximately from 10 to 100 percent of a lifetime (from 7 to 70 years). Chronic
health effects include diseases such as reduced lung function and heart disease.
(Ibid.)

The analysis for noncancer health effects compares the maximum project
contaminant levels to safe levels called “reference exposure levels” or RELSs.
These are amounts of toxic substances to which even sensitive people can be
exposed and suffer no adverse health effects. These exposure levels are
designed to protect the most sensitive individuals in the population, such as
infants, the aged, and people suffering from illness or disease, which makes
them more sensitive to the effects of toxic substance exposure. The RELs are

based on the most sensitive adverse health effect reported in the medical and
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toxicological literature, and include margins of safety. The margin of safety
addresses uncertainties associated with inconclusive scientific and technical
information available at the time of standard setting, and is meant to provide a
reasonable degree of protection against hazards that research has not yet
identified. The margin of safety is designed to prevent pollution levels that have
been demonstrated to be harmful, as well as to prevent lower pollutant levels that
may pose an unacceptable risk of harm, even if the risk is not precisely identified
as to nature or degree. Health protection is achieved if the estimated worst-case
exposure is below the relevant reference exposure level. In such a case, an
adequate margin of safety exists between the predicted exposure and the

estimated threshold dose for toxicity. (Ex. 2a, p. 4.7-2/3.)

Exposure to multiple toxic substances may result in health effects that are equal
to, less than, or greater than effects resulting from exposure to the individual
chemicals. Only a small fraction of the thousands of potential combinations of
chemicals have been tested for the health effects of combined exposures. In
conformance with California Air Pollution Control Officers Association (CAPCOA)
guidelines, the health risk assessment assumes that the effects of each
substance are additive for a given organ system (CAPCOA 1993, p. llI-37). In
those cases where the actions may be synergistic (where the effects are greater
than the sum), this approach may underestimate the health impact. (Ex. 2a, p.
4.7-3)

For carcinogenic substances, the health assessment considers the risk of
developing cancer and assumes that continuous exposure to the cancer-causing
substance occurs over a 70-year lifetime. The calculated risk is not meant to
predict the actual expected incidence of cancer, but rather is a theoretical upper-
bound number based on worst-case assumptions. In reality, the risk is generally
too small to actually be measured. For example, the one in one million risk level

represents a one in one million increase in the normal risk of developing cancer
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over a lifetime, at whatever location is estimated to have the worst-case risk.
(Ibid.)

Cancer risk is expressed in chances per million, and is a function of the
maximum expected pollutant concentration, the probability that a particular
pollutant will cause cancer (called “potency factors”, and established by the
California Office of Environmental Health Hazard Assessment), and the length of
the exposure period. Cancer risks for each carcinogen are added to yield total
cancer risk. The conservative nature of the screening assumptions used means
that actual cancer risks are likely to be lower or even considerably lower than
those estimated. (lbid.)

The screening analysis is performed to assess worst-case risks to public health
associated with the proposed project. If the screening analysis predicts no
significant risks, then no further analysis is required. However, if risks are above
the significance level, then further analysis, using more realistic site-specific
assumptions would be performed to obtain a more accurate assessment of

potential public health risks. (lbid.)

Commission staff determines the health effects of exposure to toxic emissions
based on impacts to the maximum exposed individual. This is a person
hypothetically exposed to project emissions at a location where the highest
ambient impacts were calculated using worst-case assumptions, as described
above. (Exs. 2a, p. 4.7-4; 4A, p. 57/58.)

As described earlier, non-criteria pollutants are evaluated for short-term (acute)
and long-term (chronic) noncancer health effects, as well as cancer (long-term)
health effects. Significance of project health impacts is determined separately for

each of the three categories. (Ibid.)
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2. Construction Impacts

SJVEC's construction is anticipated to take place over a period of 22-28 months;
Staff's assessment of chronic (long-term) health effects assumes continuous
exposure to toxic substances over a significantly longer time period, typically
from seven to 70 years. Potential risks to public health during construction may
be associated with exposure to:

toxic substances in contaminated soil disturbed during site preparation,
and

heavy equipment operation.®’ (Exs. 2a, p. 4.7-9; & 4A, p. 56.)

Applicant prepared a risk assessment under the Air Toxics Hot Spots Information
and Assessment Act (RA) that evaluated potential health risks of the foregoing
toxic pollutants. In addition, Applicant performed air dispersion modeling to
estimate the maximum air concentration of diesel particulate matter at residential
locations. Based upon this analysis, carcinogenic risk due to the maximum
exposure to diesel exhaust during construction activities fell kelow thresholds
applied to regulate toxic pollutant air emissions. In addition, the maximum
concentration of diesel particulate matter in the air was found to be lower than
applicable RELs. Because maximum diesel particulate concentration associated
with construction activities was lower than the REL, construction emissions would
not produce adverse cancer and noncancer health effects. (Exs. 2a, pp. 4.7-8/9;
4A, p. 56.)

a. Site Contamination

Site disturbance occurs during facility construction from excavation, grading, and
earth moving. Such activities have the potential to adversely affect public health
through various mechanisms, such as the creation of airborne dust, material

being carried off-site through soil erosion, and uncovering buried hazardous

37 Criteria pollutant impacts from heavy equipment operation and particulate matter from earth
moving are examined in our Air Quality analysis.
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substances. Applicant conducted a Phase | Environmental Site Assessment
(ESA), and responded to Staff's request for a limited soil sampling and analysis
at the site.®® (Ex. 1, Vol. 2, App. 8.13A))

Staff testified that:

there is a strong likelihood that soils at the site are likely contaminated by
hazardous waste;

hazardous waste in the soils present a public health issue particularly in
light of high asthma rates in the San Joaquin region; and

workers and the public should be protected by insuring that any soil and
dust disturbance from site preparation is minimized by imposition of
conditions recommended in our sections on Air Quality, Worker Safety,
and Waste Management. (2/19/03 RT 194:25-204:10, 225:18-226:22; see
Air Quality Conditions 3 & 5; Worker Safety Condition-2; Waste

Management-6.)

b. Heavy Equipment Operation

In order to mitigate potential impacts from particulate emissions during the
operation of diesel-powered construction equipment, we have adopted Saff's
recommendation that Applicant use ultra low sulfur diesel fuel and install soot
filters on stationary diesel equipment. The operation of construction equipment
creates air emissions from diesel-fueled engines. Diesel emissions are
generated from sources such as trucks, graders, cranes, welding machines,
electric generators, air compressors, and water pumps. (Exs. 2a, p. 4.7-9; 1, Vol.
2,App. 8.1D.)

Although diesel exhaust contains criteria pollutants such as nitrogen oxides,
carbon monoxide, and sulfur oxides, it also includes a complex mixture of
thousands of gases and fine particles. These patrticles are primarily composed of

aggregates of spherical carbon particles coated with organic and inorganic

% Based on the results of the sampling and analysis, Staff concluded that a potential risk might
exist to workers and/or the off-site public from soils containing arsenic and/or pesticides. The
ESA's results and the sampling and analysis, and our findings are summarized in our section on
Waste Management. (See also our discussion of Air Quality Condition AQ-C3.)
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substances. Diesel exhaust contains over 40 substances that are listed by the
USEPA as hazardous air pollutants and by the CARB as toxic air contaminants.
Because of the many constituents in diesel exhaust as well as evidence that the
particles themselves may have intrinsic toxic and carcinogenic properties, many
researchers have used the particles to quantify exposure to whole diesel
exhaust. (Ex. 2a, p. 4.7-9; see our discussion of Air Quality Condition AQ-C3.)

Exposure to high levels of diesel exhaust causes both short- and long-term
adverse health effects. Short-term effects can include increased coughing,
labored breathing, chest tightness, wheezing, and eye and nasal irritation. Long-
term effects can include increased coughing, chronic bronchitis, reductions in
lung function, and inflammation of the lung. Epidemiological studies also strongly
suggest a causal relationship between high levels of occupational diesel exhaust

exposure and lung cancer. (Ex. 2a, p. 4.7-9.)

Based on a number of health effects studies, the Scientific Review Panel on
Toxic Air Contaminants (SRP) recommended a chronic REL for diesel exhaust
particulate matter of 5 ng/m® and a cancer unit risk factor of 3x10* (my/m®)t. The
SRP did not recommend a value for an acute REL, since available data in
support of a value was deemed insufficient. On August 27, 1998, the CARB
listed particulate emissions from diesel-fueled engines as a toxic air contaminant

and approved SRP’s recommendations regarding health effect levels. (Ibid.)

Applicant’s analysis demonstrates a worst-case daily exhaust emissions of 10.0
Ib/day PM;o from construction equipment and 54.9 Ib/day PMio from fugitive dust
are predicted during the first 16 months of onsite construction (AFC Table 8.1D-
1). Worst-case daily exhaust emissions of 15.0 Ib/day PMjo from construction
equipment and 19.5 Ib/day PM;o from fugitive dust are predicted during the rest
of onsite construction. Applicant’s modeling applied hese emission levels to
determine the construction impacts on short-term ambient standards (24 hours or
less). (Exs. 2a, p. 4.7-9; 1, Vol. 2, App. 8.1D.)
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As noted earlier, the air dispersion modeling and assumptions that form the basis
of Staff's screening risk analysis are designed to overestimate public health
impacts, and actual risks are likely to be much lower than those calculated. Staff
agrees with the conclusion that the maximum modeled annual average
concentration of 4.05 ng/m3at the point of maximum impact is above the 10 in
one million level considered to be significant under the Districts CEQA
guidelines. This conclusion forms the basis of Staff's recommendation that
Applicant should install soot filters on stationary diesel equipment during

construction, and we have adopted that recommendation. (Exs. 2a, p. 4.7-13; 1,
Vol. 2, App. 8.1D; Air Quality Condition AQ-C3.)

3. Operational Impacts

During operation, potential public health risks are related to:

natural gas combustion emissions from the gas turbines and duct burners,
and non-combustion emissions from the cooling tower;

storage and use of hazardous materials at the proposed facility. (Exs. 2a,
p. 4.7-9; 1, Vol. 1, pp. 8.1-6, 24/25, 8.6-4; 4A, p. 57; see above Public
Health Tables 1 & 2.)

The point of maximum offsite impact for cancer risk was located about 0.5 miles

south of the project site, and noncancer chronic hazard index was located a few
feet south of the project fence-line. Table 3 below estimates risks and hazards

for all four sources of toxic air contaminants:
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PUBLIC HEALTH Table 3
Estimated Hazards Risks for all four Sources of Toxic Air Contaminants:

Source Risk (in one million)  Chronic HI
Turbine (generator) and HRSG stack  0.04 0.007
Auxiliary boiler 0.0015 0.002
Cooling tower 0.0091 0.001
Diesel fire-water pump 0.15 0.0008
Emergency generator 0.0082 0.003
Maximum from all sources 0.21* 0.009*

*Maximum does not correspond to the sum of the individual risk and hazard from
the five sources because the location of the maximum risk and hazard from each
source is different.

Source: (Ex. 2a, p. 4.7-14.)

The screening health risk assessment (HRA) for the project, including
combustion and noncombustion emissions, resulted in a maximum acute hazard
index of 0.35 at the maximum impact location. As Table 4 shows below, both
acute and chronic hazard indices are under the REL of 1.0, indicating that no
short- or long-term adverse health effects are expected.

PUBLIC HEALTH Table 4
Operation Hazard/Risk

Type of Hazard/Risk

Hazard Index/Risk

Significance Level

Acute Noncancer 0.35 1.0
Chronic Noncancer 0.009 1.0
Individual Cancer 0.21 in one million 10.0x 10°

Source: (Ex. 2a, p.4.7-14.)

Table 3 demonstrates that total worst-case individual cancer risk is estimated to
be 0.21 in one million at the location where long-term pollutant concentrations
are calculated to be the highest, and is at the same location as the maximum
chronic hazard, about 0.5 miles southeast of the proposed site. Total chronic
Hazard Index and acute Hazard Index are both well below the level of

significance (much less than 1.0). (Ex. 2a, p. 4.7-14.)
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Staff conducted an independent calculation of the estimated risk and hazard due
to emissions from the two major sources: the HRSG stacks and the cooling
towers. Staff used the most recent Cal-EPA Office of Environmental Health
Hazard Assessment (OEHHA) toxicity values. The results essentially matched
Applicant’s values, with only minor differences found due to the recent updating
of toxicity values by OEHHA in December 2001, which was after the AFC
prepared HRA. (EX. 2a, p. 4.7-14/15.)

Therefore, Staff has verified that the calculations conducted by Applicant are
accurate. Applicant's HRA demonstrates that the estimates of lifetime cancer
and potential non-cancer risks associated with chronic or acute exposures to
operational toxic pollutan